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Once asked by Denis Lawson (a past Director of FRS)
as to his ambition in his further work, Kawagoe answered
– after some hesitation – "To abolish the fire resistance test".
This objective has not yet been achieved but its limitations
are increasingly recognized ...
— Philip H. Thomas [1]
Colleen Alice Wade: A theoretical model of fully developed fire in mass
timber enclosures. A thesis submitted in partial fulfilment of the re-





Science may be described as the art of systematic oversimplification.
— Karl Popper
For bet than never is late. [Better late than never.]
— Geoffrey Chaucer, The Yeoman’s Prologue and Tale, Canterbury
Tales, circa 1386.
This thesis is dedicated to Anne
– my lovely, caring and beautiful mum.

A B S T R A C T
Existing practices for the fire design of mass timber buildings based
on traditional fire resistance frameworks previously developed for
non-combustible enclosures are inadequate. The contribution of mass
timber surfaces to a fully developed enclosure fire is coupled to the
design fire such that timber charring rates determined from standard
fire resistance tests or parametric time temperature relationships may
not apply. This is particularly important when considering structural
fire performance of tall mass timber buildings.
This thesis describes a theoretical fire model for calculating the
thermal environment within enclosures constructed from fully or par-
tially exposed mass timber elements such as cross-laminated timber.
The fire model includes two new pyrolysis submodels to enable cal-
culation of the mass loss rate, energy release and char depth within
wood surfaces burning in the enclosure. Phenomena such as debond-
ing of lamellae in engineered wood panels is included and discussed.
The pyrolysis submodels are coupled to the two-zone fire model B-
RISK enabling the fire dynamics in small mass timber enclosures to
be predicted. Model predictions for heat release rate, gas tempera-
tures and/or char depths are compared with data from 19 full-scale
fire experiments previously published in the literature.
The thesis also describes a submodel for predicting the enclosure
thermal enhancement and ventilation effects on the mass loss rate of
a burning fuel package. Model predictions have been evaluated with
good agreement for an inert reduced-scale enclosure based on a se-
ries of heptane pool fires and a series of upholstered chair fires in a
full-size enclosure. The application of the submodel to mass timber
enclosures in combination with the previously developed pyrolysis
submodels is discussed however additional experiments with well
characterised fuel sources are required to more thoroughly evaluate
this feature of the model. Potential applications of the model include
generating thermal boundary conditions for a more advanced ther-
mal/structural finite element code and for deriving modified fire load
energy density values applicable to mass timber for use in simplified
fire severity formula.
It is concluded that where mass timber structures must be designed
to ’not collapse’ in fire then satisfying prescriptive time periods in
standard fire resistance tests is not sufficient. The fire performance
of these structures need to be specifically engineered considering the
expected fire growth, duration and decay periods. This requires a cou-
pled interaction between the moveable fire load and the combustible









We have seen that computer programming is an art,
because it applies accumulated knowledge to the world,
because it requires skill and ingenuity, and especially
because it produces objects of beauty.
— Donald E. Knuth [2]
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I N T R O D U C T I O N
1.1 background and motivation
There is growing world-wide interest in constructing taller buildings
with mass timber and engineered wood products [3, 4]. Mass timber
is typically a term used to describe a family of engineered wood prod-
ucts of large section size (including thick panel products) that offers
the construction industry a viable alternative to steel and concrete [5].
Brandon [6] defines mass timber structures as having a smallest di-
mension not less than 80 mm. Mass-timber products include variants
such as cross-laminated timber (CLT), nail-laminated timber (NLT),
laminated veneer lumber (LVL), dowel-laminated timber (DLT) and
glue-laminated timber (glulam) and are typically formed into solid
wood panels or heavy structural elements in contrast to traditional
light-timber frame and cavity construction. In New Zealand, mass
timber construction mainly comprises of LVL, Glulam and CLT [7]
and is mostly manufactured with Radiata pine with lesser quantities
of Douglas fir [8].
Various structural solutions for tall buildings are also available,
which use mass timber as the primary structural material e.g. Fig-
ure 1.1. In New Zealand, innovative post-tensioned timber frame tech-
nology has been developed for multi-storey buildings [9] being cost
competitive with concrete or steel frame buildings [10].
There are many advantages to using mass timber in addition to its
architectural qualities, including [12, 13]:
• easy handling during construction
• amenable to a high degree of offsite prefabrication
• fast construction times
• light-weight panels allow smaller less expensive foundations
• high in-plane and out-of-plane strength and stiffness
• improved dimensional stability allows longer and larger panels
• high strength to weight ratios allows good seismic performance
• less carbon intensive to manufacture, transport and erect than
other common structural materials so contributes to reducing
the carbon impact of construction.
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Figure 1.1: Concept design by Michael Green Architecture for a 20-storey
tall timber building [11]. Reprinted from [5] with permission.
Fire performance of mass timber is also often promoted as an ad-
vantage due to the development of a surface layer of char that helps
to insulate and protect the underlying wood. In solid wood, the rate
and depth of char is predictable and can be accounted for in the en-
gineering design of the structure [14]. However, wood is clearly a
combustible material and has contributed to severe damage [15] and
loss of life in some fires [16]. Many of the documented fires involve
light-timber frame but there are also examples of fire in heavy tim-
ber structures such as a glue-laminated timber gynamasium in Hi-
roshima, Japan [17] and most recently at the Notre Dame cathedral in
Paris where it appeared the heavy timber roof structure contributed
significantly to the severity of the fire [18]. This paradox is acknowl-
edged by Buchanan [19] who commented:
"Modern fire engineering designs of steel and concrete build-
ings rely on full ’burnout’ of any fire compartment, with no
fire spread and no collapse, through the full period of fire de-
velopment and decay. For timber buildings, the achievement of
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burnout is less certain, because of the residual fuel which is al-
ways present in the large timber structural elements."
The concept of burnout and what it means for timber stuctures
is further explored by Law and Hadden [20]. They identify two dis-
tinct schools of thought regarding how structural fire safety may be
achieved in tall timber buildings. These are:
1. undertake standard fire-resistance tests assuming there are no
fundamental differences between timber, steel or concrete build-
ings; or
2. recognise the differences between combustible and non com-
bustible construction materials and explicitly require that a struc-
ture should resist burnout.
Law and Hadden [20] go on to explain "it is not possible to define a
meaningful period of fire resistance for an exposed timber element within the
existing fire resistance framework. Any design that includes exposed struc-
tural timber elements and does not consider the coupled interaction between
the structure and the fire leaves structures at risk of unwanted failures."
Fire resistance ratings specified in codes and standards have tradi-
tionally been derived on the assumption that compartments are non-
combustible where the structure does not contribute to the fuel load
or the severity of the fire. While is it still possible in most countries
to design mass timber buildings following the traditional fire resis-
tance framework, there is no assurance that building code objectives
or functional requirements, such as Clause C6.3 in the New Zealand
Building Code (NZBC), requiring that "Structural systems in buildings
that are necessary to provide firefighters with safe access to floors for the
purpose of conducting firefighting and rescue operations must be designed
and constructed so that they remain stable during and after fire [21]" will
actually be achieved in practice.
There are further considerations necessary for mass timber such as
CLT. For example, Deeny et al. [22] have summarised the key chal-
lenges for designers of modern high-rise timber construction using
CLT. These are:
• It is necessary to be able to determine the size of the fire incor-
porating the contribution of exposed CLT and a corresponding
need to determine the proportion of the burning which is exter-
nal to the compartment. This is needed for guidance on external
and vertical fire spread.
• It is necessary to understand the conditions governing the self-
extinguishment and prevention of debonding of CLT lamellae.
• It is necessary to understand when and what encapsulation
products are required to control the number and area of CLT
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surfaces which interact with the fire. This is particularly impor-
tant for buildings with high consequence of failure and where
reliance is placed on ’stay in place’ evacuation strategies.
• There is a need for charring rate calculation methods that ac-
count for the increase in fuel and the effects of any CLT debond-
ing.
• There is a need to confirm the applicability of the currently
available reduced cross section methods to determine load bear-
ing fire resistance of timber structures.
• There is a need for reliable fire design methods based on a fun-
damental understanding of the response of CLT to fire.
Developing a good understanding of fire dynamics in compart-
ments constructed with combustible materials was also identified by
Gerard et al. [23] as one of the biggest research needs to achieve
fire-safe tall wood structures. This was reinforced by Barber [4] who
stated that the development of a calculation methodology to account
for the change in compartment fire dynamics when two or more tim-
ber surfaces are exposed is the next step in the advancement of fire
safety engineering. Even as recent as 2017, Östman et al. [24] report
that accurate models are still not available for post-flashover fires in
non-combustible compartments and that there is even less accuracy
for modelling consequences in enclosures with combustible structural
materials available. It is this topic that is the primary focus of this the-
sis.
1.2 research hypothesis and objectives
The objective of this research was to develop an improved fully de-
veloped fire model that can be used to generate thermal exposures
suitable for the purpose of structural design and for assessing the fire
resistance of separating elements. The research intended to make use
of an existing fire model B-RISK [25]. This model was the result of a
collaborative research effort between BRANZ and the University of
Canterbury that extended over a six year period from 2008-2013. B-
RISK is a combined probabilistic-deterministic multi-room enclosure
fire model addressing a range of mostly pre-flashover fire phenom-
ena useful for fire design. B-RISK is now used by most fire engineer-
ing consultancies in New Zealand and also in some consultancies
overseas and therefore was expected to provide an effective means of
introducing any improved design approach for modelling fully devel-
oped fire to practicing engineers. The author of this thesis was also
the principal developer and custodian of the B-RISK software code
and therefore had access to, and was able to work efficiently with,
the model where required as part of the proposed research.
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The research hypothesis can be expressed as follows:
If the pyrolysis of exposed wood surfaces can be adequately de-
scribed and integrated with a traditional enclosure fire model
based on mass and energy conservation then the time-varying
thermal environment over the duration of the fire can be be pre-
dicted and shown to be in general agreement with full-scale en-
closure fire experiments conducted in mass timber enclosures.
The primary objective of this research has been to therefore develop
a new theoretical model for predicting the time-varying thermal envi-
ronment during a fully developed fire within a mass timber enclosure,
and to evaluate the accuracy of the predictive model by comparison
with a series of full-scale experiments (by others) in mass timber en-
closures. The specific research tasks that contribute to achieving this
objective are:
1. Quantifying the mass and energy contribution of exposed wood
linings with a wood pyrolysis submodel. Several wood pyroly-
sis submodels have been investigated and two of them are pre-
sented and evaluated in this thesis.
2. Quantifying the fuel response effects due to thermal feedback
and restricted ventilation within an enclosure, since this is most
commonly ignored in existing fire models. This research has
implemented a fuel response effects submodel within B-RISK -
initially for a noncombustible or inert enclosure and then for a
mass timber enclosure.
3. Quantifying fire severity such that time-varying thermal bound-
ary conditions are calculated in a manner that would be compat-
ible with other more detailed thermal/structural finite element
models of mass timber structural elements. Equivalent time of
fire severity is also considered for possible application to non
structural elements in mass timber enclosures.
1.3 thesis structure
This thesis consists of ten chapters, as follows:
1. Introduction. Chapter 1 (the current chapter) describes the
motivation and objectives of the research.
2. Enclosure Fires. Chapter 2 introduces the conceptual model
of the enclosure fire with emphasis on the fully developed post-
flashover fire. The principles and history of zone models are
presented. Other model types are briefly discussed with their
advantages and disadvantages.
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3. Basis for an Enhanced Fire Zone Model. Chapter 3 intro-
duces the specific enclosure fire model used in this research
and the reasons for its selection. The applicability of the existing
model to the demands of mass timber enclosures is discussed.
4. Mass Timber Construction. Chapter 4 introduces the salient
features of mass timber construction with respect to its fire per-
formance and gives an overview of the combustion and pyrol-
ysis of timber. Past efforts to study and predict the contribu-
tion of mass timber surfaces to enclosure fire development are
described including a review of the relevant literature on py-
rolysis models, debonding of CLT lamella, significance of adhe-
sive type, autoextinction of burning timber surfaces, influence
of oxygen and air flow, encapsulation of timber and engineering
methods that have been developed to aid in the fire design of
mass timber buildings.
5. Fire Dynamics Model for Mass Timber Enclosures. Chap-
ter 5 describes the theoretical basis for two new pyrolysis sub-
models incorporated within the B-RISK zone model for predict-
ing the fire environment within an enclosure with partially ex-
posed or fully exposed mass timber surfaces. A separate sub-
model for debonding of the CLT lamella based on the tempera-
ture reached at the adhesive line is also described.
6. Benchmarking Pyrolysis Submodels. Chapter 6 presents data
from nineteen full-size enclosure fire tests involving encapsu-
lated, partially exposed or fully exposed timber wall and ceil-
ing surfaces and compares them with predictions (using the
two new wood pyrolysis submodels described in Chapter 5) of
the enclosure gas temperature, rate of heat release and/or char
depth with the experimental data.
7. Fuel Response Effects in Inert Enclosures. Chapter 7 de-
scribes an extension of the B-RISK zone model to consider the
fuel response effects. This allows the user to specify a mass loss
rate curve for a fuel package within the enclosure applicable to
a free-burning well-ventilated condition. The thermal feedback
within the enclosure and oxygen vitiation effects are calculated
and incorporated into the B-RISK fire model. Applications of
the model to the burning of heptane pool fires and upholstered
chairs within noncombustible enclosures are presented.
8. Fuel Response Effects in Mass Timber Enclosures. Chap-
ter 8 extends the previous fuel response submodel to a mass
timber enclosure, with the wood surfaces also contributing to
the fully developed fire.
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9. Model Applications. Chapter 9 suggests how the modified
B-RISK fire dynamics model can be used to generate thermal
boundary conditions for use in more advanced two- or three-
dimensional finite element thermal and structural response mod-
els. It also suggests how equivalent time of fire severity could be
applied to non structural elements in mass timber enclosures.
10. Conclusions and Recommendations. Chapter 10 gives the
conclusions from the research and identifies where future re-
search effort would be beneficial.
1.4 model versions
The submodels developed as part of this thesis have evolved over time
as the research progressed. Unless otherwise stated in the relevant
section, the version of the B-RISK model used to generate results is
2019.031 - the most recent at the time of writing.
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2
E N C L O S U R E F I R E S
2.1 introduction
A convenient framework for describing the evolution of a fire within
an enclosed space or compartment is shown in Figure 2.1 and is rep-
resented by a rise in temperature with time starting from ignition.
Drysdale [42] identifies that the enclosure fire can be divided into the
following three stages.
1. Growth (or preflashover) stage - here the average temperature
is low and the fire is localised near its origin. During this stage
the fire may continue to growth and increase in size.
2. Fully developed (or postflashover) stage - here all the items in
the enclosure are involved and flames are present throughout
the volume. 1
3. Decay stage - here the fuel is becoming depleted and average
temperatures decline. Flaming will eventually cease.
Figure 2.1: General description of a room fire. Reprinted from Walton and
Thomas [45] with permission from Springer Nature.
The transition period between the growth stage and the fully de-
veloped stage is referred to as ’flashover’. Drysdale points out that
this is not an ’event’ like ’ignition’ although it is tempting to treat it
as such since it marks the beginning of the fully developed stage [42].
Flashover criteria are usually based on the temperature at which the
radiation from the hot gases in the enclosure will ignite all the com-
bustible contents. Gas temperatures of 500–600 °C are widely used
1 This depends on the geometry and size of the enclosure and may not be strictly true
for a large enclosure where travelling fires have been proposed [43, 44].
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[46]. It is generally accepted that conditions inside an enclosure fol-
lowing flashover are not survivable for its occupants.
This thesis will focus particularly on the fully developed or post-
flashover fire where the average enclosure temperatures are the great-
est since it is the most damaging period for building structures and
is of most interest for structural fire design.
2.2 the post-flashover enclosure fire
In the 1950’s Kawagoe [47] was the first to systematically study the
behaviour of the enclosure fire by burning wood cribs in enclosures
including different wall opening sizes. He found that the size and
shape of the openings had a strong effect on the burning rate ṁb and
determined the following empirical correlation where Ao is the area




This correlation applies over a limited range of Ao
√
Ho where the
fire can be described as ventilation-controlled since it is related to the
rate at which air can enter the compartment. Drysdale shows how
this same relationship can be derived from a theoretical analysis of
the flow of gases in and out of an enclosure where the fuel is wood
burning under stoichiometric conditions [42]. The theoretical analy-
sis requires a large number of simplifying assumpions and Drysdale
argues that the precise agreement is fortuitious but says the relation-




Equation 2.1 does appear to be at odds with the observation that
burning rate increases when the fuel is subjected to increasing radi-
ant heat feedback from the gases and compartment surfaces. Drys-
dale therefore concluded that the exact relationship only applies to
wood cribs in which the burning surfaces are largely shielded from
the influence of the compartment feedback [42]. Harmathy further
investigated the distinction between ventilation-controlled and fuel-
controlled burning regimes and recommended the following relation-















> 0.290 (for fuel control) (2.3)
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Harmathy’s form of the ventilation factor was normalised by the
fuel surface area Afs and therefore represented the ratio of the air
flow to the fuel flow. Harmathy also describes the transition as a crit-




Ho/Afs < 0.290 where the rate of
burning is often smaller than predicted using either of the above two
equations [48]. Harmathy questioned the belief that in ventilation-
controlled fires a shortage of air limits the rate of burning. Instead he
proposed that for charring materials it was the oxidation of surface
char that was the limiting factor [49]. For non-charring fuels he found
that burning was virtually unaffected by ventilation [50]. Oxygen viti-
ation and radiation thermal enhancement effects on the burning rate
of fuel is discussed in more detail in Chapter 7.
2.3 fire models
2.3.1 General
Fire models consist of mathematical formula to describe the phys-
ical processes encountered in enclosure fires using interrelated ex-
pressions based on physics and chemistry [45]. These processes in-
volve heat transfer, fluid dynamics and combustion. They can include
both simple hand-calculations and complex computer models able to
rapidly solve equations of transient and coupled phenomena. The use
of computer fire models accelerated with the arrival of personal com-
puters in the 1980’s. Emmons [51] acknowledged, in 1985, that the
way of the future in fire engineering was through various levels of
modelling aided by the modern computer. More than thirty years on,
this has indeed been the case facilitated by a better understanding of
the science along with ever-faster and more powerful computers.
Quintiere [52] outlined the three main purposes of a fire model.
They are:
• To underpin fire test methods and enhance the universality of
fire test data allowing it to be used in engineering analysis
replacing methods that are empirical and that only provide a
means to rank materials relative to each other.
• To provide investigative tools for the analysis of fire growth in
accidental fires.
• To provide quantative and versatile tools for building designers
including methodology able to be used as a basis for perfor-
mance based building codes.
There are two main types of physics-based mathematical fire model
in common use. They are the zone model and the computational fluid
dynamics (CFD) model. A brief description of both types is given in
this chapter, however since the content of this thesis mainly concerns
the first model type, only a brief overview of CFD models is given.
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2.3.2 Zone models
A zone model solves equations for the conservation of mass and en-
ergy for one or more distinct control volumes. Most commonly there
are just two control volumes (per enclosure), one corresponding to a
hot upper layer and another representing a cooler lower layer. How-
ever, some zone models may be formulated differently, for example a
single control volume might be used to represent a postflashover fire,
or a series of control volumes representing multiple enclosures with
interconnected openings between them.
The simplest essence of a zone model is therefore to solve mass and
energy conservation equations for the control volumes (CV1 and CV2)
shown in Figure 2.2. CV1 encloses the gases in the upper layer along
with the plume, while CV2 encloses the remaining volume within
the room representing the lower layer. The interface between the two
layers can move up or down as the respective control volumes change.
Combustion of the fuel source releases mass and energy which is
transported by the buoyant plume to the upper part of the room. Air
is entrained from the lower layer (CV2) into a plume as a result of
buoyancy, increasing the volume of the upper layer and moving the
layer interface closer to the floor. As the layer descends below the top
of an opening some of the gases leave the room removing mass and
enthalpy from control volume CV1. Hydrostatic pressure differences
over the height of the opening then cause air from outside the room
to enter the room through the opening at low level. The properties
(including temperature, gas density and concentrations etc) of each
control volume or layer zone are assumed to be spatially uniform,
but can vary with time. It is also assumed that the gases transported
in the plume are instantaneously distributed across the entire ceiling.
The zone model approach typically uses a series of submodels and
source terms to quantify the various mass and energy flows. These
can vary in complexity and usually include empirical relationships
to describe phenomena such as the entrainment into the fire plume,
shear mixing of flows near the openings as well as the vent flows.
Along with the heat enthalpy flows that accompanying the transport
of mass terms, additional heat transfer calculations to account for heat
losses to the room bounding surfaces are typically included. Some
models also include additional submodels designed to predict detec-
tor or sprinkler operation, visibility or tenability estimates and other
parameters that may be useful for fire safety engineering.
Quintiere and Wade [41] list other assumptions made in applying
the conservation laws to the control volumes or ’zones’. These in-
clude:
• The gas is treated as an ideal gas.
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Figure 2.2: Zone model concept showing control volumes. Adapted from
[41] with permission from Springer Nature.
• Mass flow across the free boundaries is due to pressure differ-
ences or shear mixing effects.
• Combustion is treated as a source of mass and energy.
• The plume instantly arrives at the ceiling. The time required to
transport mass vertically to the ceiling or horizontally to the far
ends of a compartment is ignored.
• The mass or heat capacity of room contents is considered negli-
gible compared to the enclosure wall, ceiling and floor elements.
• The horizontal cross-section of the enclosure is a constant area
but this assumption need not always be made.
• The pressure in the enclosure is considered to be uniform in
the energy equation, but hydrostatic variations account for the
pressure differences at free boundaries of the enclosure which
in turn governs the vent flows.
• Mass flow into the fire plume is due to turbulent entrainment.
• Friction between the gases at solid boundaries is ignored.
Excellent descriptions of the principles of zone models are given by
Quintiere [53] and Janssens [54] and these papers are highly recom-
mended.
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2.3.3 History of zone model development
The zone modeling approach emerged in the mid-1970s when the ef-
fort to study the developing fire in an enclosure intensified [41]. The
first to publish a basis for the zone model approach was Fowkes [55]
in relation to bedroom fire experiments at Factory Mutual. A num-
ber of computer models based on the two-zone approach quickly
followed including the Harvard computer fire code [56, 57] and the
Japanese BRI model [58]. The Harvard project ended in 1982 with
Mark V of the Harvard Computer Fire Code [57, 59]. Further devel-
opment was carried out at the National Bureau of Standards and a
model called FIRST [60] resulted.
The 1980’s and 1990’s saw many more zone models arrive with an
emphasis on compartment smoke-filling for preflashover fires. These
included ASET [61], FPETOOL [62], FAST/CFAST [63], WPI Fire [64,
65], CCFM.VENTS [66], BRANZFIRE [67, 68], JET [69] amongst oth-
ers. In 1992 Janssens [54] listed some 23 major pre-flashover zone
models developed between 1978 and 1991.
Since the 2000’s there was MAGIC [70], BRI2 [71], B-RISK [25, 37]
and a recently revised version of CFAST [72–75].
A small subset of zone models have been specifically targeted at
fully developed or postflashover fires. One of the first in this cate-
gory was that of Magnusson and Thelanderson [76]. This was later
revised by Wickstrom [77] and used in the development of the para-
metric time temperature equations in EN 1991-1-2 [78]. Other similar
one-zone models included COMPF/COMPF2 [79–82] developed in
the mid-70’s by Babrauskas and more recently the European model
OZONE [83–85].
2.3.4 CFD models
Computational fluid dynamics (CFD) is a general analysis tool for a
wide range of fluid flow problems including those associated with
fire. CFD has become an important analysis method used in fire
safety engineering with many applications beyond those able to be
addressed by zone models which are generally limited to relatively
simple fire scenarios that can be described in terms of a small number
of idealised enclosures [86].
CFD models solve partial differential equations for the conserva-
tion of mass, momentum and energy within the fire and its sur-
roundings. Unlike zone models, CFD models enforce the conserva-
tion laws in thousands or millions of relatively small control volumes.
Modelling the turbulent flows in fire requires special treatment and
there are different approaches used including large eddy simulation
(LES) and Reynolds averaged Navier-Stokes (RANS) equations [86].
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Novozhilov provides a review of progress in CFD modeling for fire
simulation as at 2001 [87].
Olenick and Carpenter [88] list about a dozen CFD models devel-
oped specifically for fire. Some of the more common models in use by
the fire community today include the Fire Dynamics Simulator (FDS)
[89], SMARTFIRE [90] and FireFOAM [91].
2.3.5 Equation-based fire models
An even simpler approach than the zone-type model are parametric
relationships that use analytical equations to describe the time-history
of the enclosure fire temperature. One example is a series of analytical
expressions from Lie [92] for ventilation-controlled fires. Lie’s expres-
sions were said to be derived from approximations to curves based
on the work of Kawagoe and Sekine [93, 94].
Perhaps the best known equation-based fire model in current use
are the parametric time temperature equations from EN 1991-1-2 [78].
These equations are presented as valid for enclosures up to 500 m2
with a maximum enclosure height of 4 m and they assume that the
fire load will be completely burned out. The required input parame-
ters are the room dimensions, the opening dimensions, the fuel load
energy density, and the thermal characteristics of the enclosure bound-
ing surfaces. The theoretical basis for these curves and their relation-
ship to the standard fire curve was described by Wickström [77].
Ma and Mäkeläinen [95] also developed a parametric time tem-
perature curves where the fire loads, opening factor, geometry and
thermal properties of the enclosure determine the maximum gas tem-
perature and fire duration. Another similar method called the BFD
curve was developed by Barnett [96, 97]. This has the advantage of
using only one equation for the final temperature–time curve com-
pared to the multiple equations utilised by the Eurocode providing
an easily applied method.
Pope and Bailey [98] compared the Eurocode and BFD paramet-
ric methods along with the CFD model FDS with large scale post-
flashover test data and found that the BFD curve gave better predic-
tions than the other two methods and consistently resulted in more
accurate solutions than the method adopted in the Eurocode. They
concluded that more advanced methods of modelling fire in compart-
ments do not necessarily result in more realistic and accurate predic-
tions of the fire temperatures in post-flashover fires.
While equation-based fire models are simple to use and suitable
for including in spreadsheets, they lack the flexibility of models that
solve the mass and energy conservation governing equations for an
enclosure.
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2.3.6 Model type selection
CFD analysis represents the state-of-the-art in fire modelling and is
now routinely used in fire safety engineering as computers have be-
come cheaper and faster. However compared to zone models they are
numerically intensive and relatively complex.
In arguing the case for using CFD in preference to zone models,
Novozhilov [87] lists several key major limitations of zone models .
These include:
• Variables of interest are averaged over zones, therefore resolu-
tion is poor and some local effects cannot be distinguished.
• Knowledge of the nature of the flow structure is needed in ad-
vance and therefore the validity of the assumptions should be
confirmed in each case.
• In rapidly growing fires there may not be sufficient time for
the different zones to develop and be distinguishable from each
other.
• The flow structure may change as a result of small changes in
input parameters (bifurcation).
In 2008 Jowsey et al. [99] comment that to their knowledge, there
had been no systematic evaluations of zone models when predicting
heating of structural elements in fire. They note that the Reynolds
number cannot be calculated properly and therefore convective heat
transfer needs to be calculated differently and cannot be affected by
any details of a complex geometry. Pyrolysis models are lacking and
for fully developed fires heat release rates are ultimately determined
by the ventilation with very limited data sets available. However,
Jowsey et al. [99] also acknowledge that zone models are simple to
use, robust in nature and can provide good insight on fire develop-
ment for simple scenarios.
Regardless of the type of model selected, they will all be severely
limited if the fundamental properties of the parameters affecting fire
growth are improperly defined. Very often material properties speci-
fied are very simple or approximate. The errors resulting from incom-
plete material properties can be more important than those caused by
improperly specifying parameters associated with the detailed fluid
flow and combustion models [99]. This should not be forgotten in
the context of building design where the exact characteristics of the
moveable fire load representing the enclosure contents may be un-
certain when the building is first complete let alone what it may be
10 years later. To that end, Torero comments that the increased level
of precision gained from CFD is not necessarily justified where the
model is used for mainstream design [100]. With respect to the use
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of pyrolysis models embedded within CFD codes this may be even
more true with Barber et al. [101] stating (as recently as 2018) that the
computational time required to undertake pyrolysis modelling using
FDS was extensive, and the simulation run times may be considered
too long to be used as a viable design tool.
Considering a fixed amount of computing resource, an engineer
may choose to dedicate it to a detailed analysis of a small number
of CFD scenarios or they may choose a much larger number of sim-
ulations using a simpler tool that allows for treatment of uncertainty
by perhaps using Monte Carlo sampling techniques. The latter has
been conducted as part of probabilistic analysis that explicitly consid-
ers uncertainty in the different input and output parameters, such as
that conducted by Notarianni [102], Elicson et al. [103] and Baker et
al. [104–106]. From a design perspective zone models remain a valu-
able analysis tool alongside more detailed CFD approaches and has
been used as the underlying model type in the research described in
the remainder of this thesis.

3
B A S I S F O R A N E N H A N C E D F I R E Z O N E M O D E L
3.1 existing b-risk model
3.1.1 Model selection
The existing B-RISK model [37] developed at BRANZ in conjunction
with the University of Canterbury has been used as a starting point
for the further research described in this thesis. Not only does it pro-
vide a working model whereby standard mass and energy conserva-
tion equations are solved within a zone model framework, it is also
well-known to the author of this thesis being the primary developer
of the B-RISK model. B-RISK has been successfully used in related
research efforts in recent years including balcony spill plumes [107],
flame spread on timber linings [39], a design fire generator [106], a ra-
diative item-to-item fire spread model [108–110] and modelling the ac-
tivation of multiple sprinklers [111, 112]. B-RISK is a derivative of the
earlier BRANZFIRE model [67, 68, 113] but with added functionality
including Monte Carlo capability. It has been coded using Microsoft®
Visual Studio® 2017 and the Visual Basic .NET framework.
This chapter will provide an overview of the B-RISK model build-
ing upon the general description of the zone modelling approach pre-
sented in the previous chapter. A more detailed and complete de-
scription of the B-RISK model can be found in the technical guide
[37] with various benchmarking against experimental data presented
in [114]. The model is freely available from the BRANZ website.
3.1.2 Model overview
3.1.2.1 Governing equations
Conservation of mass and energy can be expressed in a set of first
order differential equations which when solved provides solutions
for the upper layer volume, upper and lower layer temperatures, and
pressure advancing in time. The specific form of the equations follows
that given by Peacock et al. for the CFAST model [115].






(ḣl + ḣu) (3.1)
The pressure is nominally that at floor level, and is relative to the
atmospheric pressure at a nominated reference elevation. The offset
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pressure is used to avoid unnecessary loss of significant digits when
solving vent flow equations, where the pressure differences across the
vent are small.













The lower layer volume is the difference between the room volume
(a fixed value) and the upper layer volume. The height of the smoke
layer or interface above the floor for an enclosure of uniform area and






























The equations for the rate of change of mass in the upper and lower
layers are given by:
dmu
dt
= ṁp + ṁf − ṁvm − ṁout (3.6)
dml
dt
= ṁin + ṁvm − ṁp (3.7)
ṁvm is a vent shear mixing flow from the upper layer to the lower
layer. ṁp is the mass flow entrained into the plume, ṁin and ṁout are
the mass flows entering the lower layer and leaving the upper layer
through the openings respectively.
Two additional equations are included to determine species con-
centrations in the respective layers. Species tracked in the model are






[ṁp(Yi,l − Yi,u) + ṁf(Ψi − Yi,u)] (3.8)






[ṁi(Yi,∞ − Yi,l) + ṁd(Yi,u − Yi,l)] (3.9)
mu and ml are obtained from the ideal gas law such that mi =
MWiPVi/(RTi) where i corresponds to the upper or lower layer and
MWi is the average molecular weight of the layer based on the gas
composition of the layer and R is the universal gas constant.
The mass fractions of soot, HCN and CO initially present in the
room are considered to be negligible, while the initial mass fraction
of O2 is set equal to 0.231 (ambient), and of CO2 equal to 0.0005.
Unburned fuel is only generated under a ventilation-limited burning
regime.
3.1.2.2 Heat Transfer
B-RISK incorporates a four wall radiation exchange algorithm using
the equations described by Forney [116]. The method allows the ceil-
ing, upper wall, lower wall and floor to transfer radiation indepen-
dently between each other. The fire is treated as point source of radi-
ation that intercepts each of the surfaces. Soot particles are assumed
to emit radiation and carbon dioxide and water vapour are assumed
to absorb radiation. The boundary between the upper and lower wall
is distinguished by the position of the layer interface and it changes
with time. The radiation exchange submodel determines the net ra-
diant heat flux emitted or absorbed by each room surface (i. e. upper
and lower walls, ceiling and floor). These radiant fluxes are combined
with the convective heat flux and used as the boundary condition for
the heat conduction calculations described later.
The following assumptions are made in developing the four wall
radiation exchange model [116].
1. Both gas layers and each of the wall, ceiling and floor surfaces
are assumed to be at a uniform temperature. This is generally
not true where the surfaces meet each other.
2. The surfaces and gas layers are assumed to be in quasi-steady
state, remaining constant over the duration of the time step of
the associated differential equations.
3. For the purposes of estimating the radiation heat transfer from
the flame, the total radiant energy of the fire is assumed to radi-
ate uniformly in all directions from a single point source posi-
tioned on the plume centreline at one-half the calculated flame
height.
4. The radiation emitted by the room surfaces, gas layers and the
fire is assumed to be diffuse and gray (i.e. the radiant flux is
assumed independent of direction and wavelength).
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5. The room surfaces are assumed to be opaque (i. e. incident ra-
diation is either reflected or absorbed not transmitted) and the
gases are assumed to be non-reflective.
6. The room is assumed to be a rectangular box with each surface
either perpendicular or parallel to every other surface. Radia-
tion losses through room openings are included.
The interior convection coefficient used in the heat transfer calcu-
lations between the gas layers and the room surfaces are calculated
following the method described by Peacock et al. [115], however for
the simulations presented in this thesis a constant convection coeffi-
cient of 35 W/m2K has been used as specified in Eurocode 1 [117]
for simple fire models. The reader should refer to the B-RISK manual
[37] for a complete description of the equations used in the radiative
exchange submodel and for the convective boundary conditions (see
also the sensitivity analysis in Appendix B).
3.1.2.3 Differential equation solver
The ordinary first-order differential equations are solved using a stiff
differential equation solver. The numerical solution was from that
provided in a mathematics library, BNALib [118]. The equations re-
late to upper layer volume, upper and lower layer temperature, oxy-
gen, soot, unburned fuel, water vapor, carbon monoxide and carbon
dioxide concentrations. The numerical solver comprises an adaptive
driver that estimates the error and adapts the step size to achieve the
specified accuracy. An initial timestep of 1 second is generally used
which the solver will reduce as necessary.
3.2 current limitations and new research tasks
3.2.1 Combustible construction
The current B-RISK zone model does already include capability for
surface flame spread and fire growth over combustible wall and ceil-
ing linings that was previously developed by Wade [67, 113, 119]
for simulating ISO 9705 room corner tests [120]. It is based on ther-
mal flame spread theory as presented by Quintiere [121] with both
wind-aided flame spread and opposed flow (or lateral) flame spread
modelled. The surface materials are characterised by ignition and
heat release rate data from cone calorimeter [122] experiments car-
ried out at a range of different external heat fluxes as well as data
obtained from the ASTM 1321 (LIFT apparatus) test method [123]
where lateral flame spread is also included. However, this submodel
is considered mainly applicable to pre-flashover fires because the in-
put data characterising the combustible surface materials is deter-
mined in cone calorimeter experiments at heat fluxes (typically 20 to
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60 kW/m2) that are representative of pre-flashover rather than post-
flashover fires. It is also usual that soon after flashover, the extent
of flame spread across the ceiling and upper wall is at a maximum
having reached the far ends of the enclosure (at least for small enclo-
sures). The existing surface linings submodel was recently modified
to simulate the fire growth in enclosures with internal surfaces par-
tially lined with timber in a study by Peel [39, 124]. Peel compared B-
RISK predictions with seven full-scale ISO 9705 experiments [38] and
found that the modelled fires showed good agreement with early fire
growth in the experiments but underestimated the times to flashover
which was considered acceptable for engineering purposes.
The existing submodel is mainly concerned with ignition, flame
spread and early fire growth involving combustible lining materials,
and while these are important for evaluating the life hazard, they
are less important for assessing the effects of fully developed post-
flashover fire on the building structure. Therefore, for mass timber
enclosures, suitable wood pyrolysis submodels to determine the con-
tribution of the mass timber surfaces to a fully developed fire are still
needed. In such a model however, it may still be necessary to account
for the contribution from burning surface lining materials before as
well as after flashover.
3.2.2 Fuel response effects
Pyrolysis models are rarely included within zone models with the
fire source term, such as the rate of heat release versus time curve,
usually provided by the user as input to the model. However it is
well known that the rate of burning of fuel inside a compartment is
influenced by the thermal and combustion environment to which it is
exposed i.e. radiative feedback from the gases and hot surfaces inside
the room to the surface of fuel, as well as the oxgyen availability in
the gases feeding the flame. Different fuels may respond differently
to the enclosure environment depending on its combustion properties
and configuration in the room.
A fuel response effects submodel for inclusion in B-RISK is de-
scribed in Chapter 7 with applications of the submodel for heptane
pool fires and upholstered furniture burning inside a small room
given. The submodel is then extended for application to mass tim-
ber enclosures as described in Chapter 8.
3.2.3 Evaluating fire severity
For a mass timber enclosure, the logical fire severity measure would
be related to the maximum depth of char in the wall or ceiling result-
ing from a given fire exposure. The fire dynamics enclosure model
is relatively simple with regards to the one-dimensional heat transfer
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conduction calculation to determine the char depth. For more compli-
cated geometries involving two or three-dimensional timber surfaces,
it may be appropriate to use the fire dynamics model to generate
an adiabatic surface temperature time curve and for this to be used
as a thermal boundary condition in a more detailed finite element
thermal-structural model. Possible applications of the model are dis-
cussed in Chapter 9.
4
M A S S T I M B E R C O N S T R U C T I O N
4.1 general
Mass timber is defined as a group of engineered wood products of
large section size [125] including thick panels of wood engineered for
strength through laminations of different layers. The panels vary in
size but can range upwards of 20 m x 2.4 m [11]. The main types of
mass timber are cross-laminated timber, nail-laminated timber, lami-
nated veneer lumber and dowel laminated timber.
CLT is a multi-layered wood panel system with each layer (or lamella)
comprising wood boards assembled and glued perpendicular to each
other as illustrated in Figure 4.1 and Figure 4.2. Typically, there are
between three and seven layers with the layer thickness in the range
16 to 51 mm, and the width in the range 60 to 240 mm [12].
Figure 4.1: Cross-laminated timber panel. Reprinted from Green [11]. This
image is distributed under the terms of the Creative Commons
Attribution License CC BY 4.0.
NLT is a very old construction method also found today in historic
structures as well as new construction [127]. Individual lengths of
timber are stacked on edge and nail-fastened into a single structural
element as illustrated in Figure 4.3.
LVL is made up of layers of wood veneers laminated together using
a waterproof structural adhesive (typically phenol formaldehyde (PF)
or phenol-resorcinol formaldehyde (PRF)). The veneer thickness is
typically in the range 2.5 to 4.8 mm. LVL is illustrated in Figure 4.4.
DLT illustrated in Figure 4.5 has the advantage of having no nails
and no adhesive. To form the DLT members, lumber panels are stacked
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Figure 4.2: Example of cross-laminated cross-laminated timber panel.
Reprinted from Schmid et al. [126] with permission from
Springer Nature.
Figure 4.3: Nail laminated timber. Reprinted from Think Wood [127] with
permission.
like NLT and are friction-fitted together with hardwood dowels. The
dowels hold the boards together [128].
Since timber is a combustible material, the mass timber panels pro-
vide an additional source of fuel that may change the fire dynamics
and severity of the compartment fire. This influences the rate at which
the timber surfaces burn and the gas temperatures and heat fluxes
generated within the enclosure.
While many building codes may tolerate structural collapse in low-
rise buildings provided life safety is ensured, when determining fire
performance for tall buildings in particular, common practice is to
assign a fire resistance rating to the structure (as would typically
be done for non-combustible enclosures) in the expectation that it
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Figure 4.4: Laminated veneer lumber. Reprinted from Green [11]. This im-
age is distributed under the terms of the Creative Commons At-
tribution License CC BY 4.0.
Figure 4.5: Dowel laminated timber. Reprinted from StructureCraft [129]
with permission.
is sufficient for the compartment structure to survive until burnout
of the room contents. However, this may not be appropriate when
that structure itself is combustible. One approach to mitigating the
contribution of timber is to protect it by encapsulating the surfaces
with a non-combustible lining such as gypsum plasterboard. How-
ever, if the timber is exposed to a fire, there is a need for design
methods that account for the burning surfaces and the effect on the
fire dynamics as well as determining if the combustion of timber will
cease or continue to burn after the contents have burned out. Thus,
if ‘withstanding complete burnout’ is a design objective, the construc-
tion intended to perform as fire-resistant separations or load-carrying
structure within a building must be evaluated considering the real
fire behaviour. Traditional fire calculation models for estimating tem-
peratures in compartments for fully developed fires e.g. [76, 78] do
not consider the additional fuel contributed by the timber structure
and therefore a calculation methodology to account for the change in
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compartment fire dynamics when mass timber surfaces are exposed
or insufficiently protected is required.
4.2 chemical structure of wood
Abu Ghalia and Dahman [130] give the chemical composition of wood
as 50% carbon, 5% hydrogen and 40% oxygen with the remainder
being nitrogen and various metal ions. All wood types contain car-
bohydrates typically as polysaccharides. The three main constituents
of wood are cellulose, hemicellulose and lignin (see Figure 4.6) along
with smaller amounts of organic extractives and inorganic species
that form the ashes after the fire [131]. Cellulose consists of a large
number of glucose molecules in a chain-like polymer and is given the
formula (C6H10O5)n. Other sugars combine to form hemicelluloses
being branch-chain polymers. Lignin is a phenolic-like high molecu-
lar weight polymer that acts as a binding agent within and between
the cell walls [132]. The relative proportions of cellulose, hemicellu-
lose and lignin in dry softwoods are typically in the ranges 40-44%,
20-32% and 25-35% respectively [132].
Figure 4.6: Chemical structures of wood. Reprinted from [130] with permis-
sion from Elsevier.
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4.3 burning of wood
There are many references in the literature providing detailed overview
and review of the pyrolysis, ignition and combustion of wood e.g.
[133–135]. This section gives a brief overview along with previous
research relevant to developing a suitable new enclosure fire model
including wood surfaces.
When solid fuels such as wood are exposed to external heating they
decompose producing a mixture of volatiles and solid carbonaceous
residue (or char) [136]. In an oxidising environment charring materi-
als can either exhibit flaming combustion or smouldering combustion
depending on the magnitude of the external heat flux as described in
Figure 4.7 and with degradation zones illustrated in Figure 4.8.
Figure 4.7: Combustion of charring materials. Adapted from Di Blasi [136]
with permission.
Browne [133] described four zones (A to D) that develop when
wood is heated with the zones demarcated by temperature.
• Zone A - up to 200°C
This zone becomes dehydrated with water vapour evolved and
with traces of carbon dioxide, formic and acetic acid and glyoxal
(an organic dialdehyde compound) formed. The water vapour
mostly migrates towards the heated side and escapes through
the exposed surface. A fraction also migrates in the opposite
direction, and re-condenses at a location where the temperature
is below 100°C [138].
• Zone B - 200 to 280°C
With further heating, pyrolysis is slow with water vapour, car-
bon dioxide, formic and acetic acids, and glyoxal continuing
to be produced with possibly some carbon monoxide. Wood is
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Figure 4.8: Degradation zones in a wood section. Reprinted from White
[137] with permission from Springer Nature.
slowly converted to char. The reactions so far are endothermic
and the gases produced are noncombustible.
• Zone C - 280 to 500°C
The rate of pyrolysis rapidly increases and temperatures rise
producing heat and combustible gases including carbon monox-
ide, methane, formaldehyde, formic and acetic acids, methanol,
and later hydrogen (diluted with carbon dioxide and water vapour).
Tar droplets are produced as smoke and the residue is char. Sec-
ondary reaction may also occur. The volatiles that are generated
again migrate mostly toward the heated side, but also partly in
the opposite direction.
• Zone D - above 500°C
Char is formed with further secondary reactions in which the
gaseous products and tars originating from deeper layers are
further pyrolyzed to give more highly combustible products ie.
carbon dioxide and water vapour react with carbon to form car-
bon monoxide, hydrogen, and formaldehyde.
Figure 4.9 identifies the major physical and chemical phenomena
associated with the pyrolysis of a slab of wood.
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Figure 4.9: Heat and mass transfer in a pyrolysing slab of wood. Reprinted
from Janssens [138] with permission.
When heated, wood changes colour. At 250°C, wood is dark brown;
above 300°C, wood is black. The brown colour is associated with the
onset of pyrolysis [139]. The 300°C isotherm is widely accepted as
a rounded value to represent the charring depth [140]. The burning
behaviour of wood is characterised by charring including both pyrol-
ysis and oxidation processes. In addition, the outer surface of the char
may be subject to mechanical disintegration or erosion. The process
of converting wood to char and gas also results in a reduction in the
wood’s apparent density [137].
A great deal of attention has been given to determining charring
rates which generally refers to the rate at which the wood depth
is converted to char often expressed as a value in mm/min. The
char rate enables the loss of cross-section and the reduction in struc-
tural loadbearing capacity of timber structures to be estimated. How-
ever the majority of effort in measuring charring rates has focussed
on heating regimes following standard fire resistance tests e.g. [141,
142] rather than the actual heating (and cooling regime) of real fires.
Babrauskas [143] provides an extensive review of experimental stud-
ies of charring rates, in furnaces, cone calorimeter as well as in com-
partments undertaken prior to 2005. Charring rates in standard fire
resistance tests tend to be fairly constant after a higher initial rate
[137]. Collier measured char rates of New Zealand radiata pine glu-
lam beams in standard fire resistance tests and found density and
moisture content to be the two main factors influencing char rate
[144]. A design value of 0.65 mm/min was then adopted in the New
Zealand timber design standard NZS 3603 [145]. This is consistent
with design char rates in Eurocode 5 [146] for solid-sawn or glulam-
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inated timber. In addition to density and moisture content, charring
rate is also influenced by heat flux and local oxygen concentrations.
Differences in charring rates for different wood species can partially
be explained by differences in material properties. The kinetics due
to the composition of wood can also play a role, however Richter et al.
[147] argue that the difference in kinetics, at the mesoscale, is insignif-
icant for temperature and mass loss rate predictions. They also found
that the influence of kinetics reduced from microscale to mesoscale,
and that it was reasonable to expect that the prediction of charring at
the macroscale would also be unaffected by the variation in kinetics
within the timber. Their advice was that "Modellers should, therefore, fo-
cus on the difference in material properties between different wood species."
4.4 pyrolysis models for burning wood
A pyrolysis model allows the charring rate to be predicted over time.
Janssens provided references to more than 50 different mathematical
models for the pyrolysis (or thermal degradation) of wood developed
since the second world war [138]. Janssens concluded that none of
the models included all of the important features that needed to be
addressed. The simplest type of pyrolysis model is an empirical ana-
lytical expression for char rate of wood exposed to a standard fire re-
sistance test mentioned as discussed in Section 4.3 but since pyrolysis
is a very complex process it can also be much more detailed model
requiring partial differential equations for the decomposition of in-
dividual wood constituents to be solved. Fredlund’s model [148] is
one of the more complete including algorithms for mass transfer and
char oxidation (but not char contraction). Fredlund verified the model
with standard fire resistance experiments and was able to show that
the distribution of temperature in the specimens tested was described
very well for both moist and dry wood.
Janssens [138] also developed a new pyrolysis model to predict
the charring rate of and temperature distribution in wood members
exposed to specified fire conditions. This model was a function of
the dry density, moisture content, lignin content and char contraction
and was calibrated on the basis of correlations for the charring rate
of wood members exposed to the standard ASTM E119 fire [149].
Lautenberger developed a generalized model that can be used to
simulate the pyrolysis, gasification, and burning of a wide range of
solid fuels encountered in fires [150]. The model considers a user–
specified number of gas phase and condensed phase species, each
having its own temperature–dependent thermophysical properties.
Model calculations agreed well with the experimental data includ-
ing blind simulations indicating that the predictive capabilities of the
model are generally good, particularly considering the complexity of
the problems simulated [150].
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In solid phase kinetics, pyrolysis reaction rates may be described by
Arrhenius type functions of the temperature shown in Equation 4.1
[151]. In the case where the degradation of the fuel is not dependent











Generally, solid-phase pyrolysis can be assumed to follow the Ar-
rhenius equation with three parameters defining the reaction kinetics.
These kinetic parameters are reaction order (ni), activation energy
(Ei) and pre-exponential factor (Ai). This type of pyrolysis submodel
will be described later in Section 5.7 and used to calculate the con-
tribution of the exposed surfaces to fire development in mass timber
enclosures.
4.5 enclosure fire experiments
A recent literature review by Brandon and Östmann [152] on the con-
tribution of CLT to enclosure fires provides a comprehensive sum-
mary of 41 fire tests of enclosures comprising both exposed and pro-
tected wood based construction. They also provide an overview of
relevant results such as peak heat release rates, charring rates, time
to decay of a fire and encapsulation times. Brandon and Östmann
[152] listed two main causes for re-growth in the fire growth rate.
They are:
• failure of the adhesive bond line within a CLT element allowing
lamella to fall away prematurely exposing fresh timber,
• fire protective boards (e.g. gypsum plasterboard) falling away
from the protected timber surface, and
A summary of a number of relevant full-size enclosure fire experi-
ments involving protected and unprotected heavy timber or CLT con-
struction follows. This list of experimental studies involving timber
enclosures is not exhaustive.
4.5.1 Hakkarainen 2002
As part of a Nordic research effort, Hakkarainen [153] conducted
three experiments in enclosures with dimensions 4.5 m × 3.5 m × 2.5
m high with an opening 2.3 m wide × 1.2 m high opening and con-
struction with heavy laminated timber. The protection to the heavy
laminated timber (presumed to be glulam) varied in each test - either
none, or one layer of 12.5 mm thick Type A gypsum plasterboard or
two layers of gypsum plasterboard (comprising 12.5 mm thick Type
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A and 15.4 mm thick Type F gypsum plasterboard) screwed fixed to
the timber structure. The fuel load comprised 680 kg of wood cribs
and 230 kg of particleboard flooring.
Hakkarainen reported that the average gas temperature inside the
enclosure without gypsum plasterboard protection was relatively low,
approximately 700°C (attributed to insufficient ventilation), for the
main part of the experiment. Towards the end of the experiment when
most of the movable fire load had burned out, the temperature was
observed to increase. Hakkarainen attributed this to the reduction in
the generation rate of pyrolysis gases allowing more oxygen to en-
ter the enclosure. In this experiment intense combustion outside the
room was observed. In the case of protected timber construction, ap-
proximately 15% of the burning took place outside the compartment
whereas the proportion of external burning was approximately 50%
for the unprotected construction.
4.5.2 Frangi and Fontana 2005
Frangi and Fontana reported on full-scale tests on wooden modular
hotels under natural fire conditions conducted in Switzerland [154].
In addition to a shorter time to flashover (compared to tests with
noncombustible linings), they also clearly observed the influence of
combustible linings after flashover. For the module with combustible
wall and ceiling linings, the external burning outside the window
was much more severe than for the modules with noncombustible
wall and ceiling linings. This observation was consistent with the ex-
periment conducted by Hakkarainen [153]. From Equation 2.2 it can
be estimated that the minimum fuel surface area for ventilation con-
trolled combustion is approximately 54 m2 and this can be provided
by the enclosure wall surfaces alone. Given the burning is expected
to be ventilation controlled then external flaming is also likely. How-
ever for other fuel-controlled cases such as in enclosures with a much
larger window area relative to the floor area, it may still be possible
for external flames to be observed that are result of flame extension
through the opening.
4.5.3 Frangi et al. 2008
Frangi et al. [155] presented results from a natural full-scale fire test of
a three-storey CLT (XLam) timber building conducted at the Building
Research Institute in Tsukuba, Japan. The building had a foot-print
of about 7 m × 7 m and a height of about 10 m. The main building
structure comprised 85 mm thick panels. The CLT walls were pro-
tected by either one or two layers of 12.5 mm thick gypsum plaster-
board over 27 mm thick mineral wool. Both standard and fire grades
of gypsum plasterboard were used. The CLT ceiling was protected
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with 27 mm thick mineral wool and 12.5 mm thick fire grade gypsum
plasterboards and unspecified fixings. The fire load was estimated to
be 780 MJ/m2.
Flashover occurred after about 40 minutes. After 55 minutes the
fire intensity declined and the fire was manually extinguished after
60 minutes. During the last 10 minutes it was observed that the gyp-
sum plasterboards partially fell off. After the fire test it was observed
that the gypsum plasterboards in the fire room had completely fallen
off confirming the visual observations during the fire test and the
temperatures measured in the wall and floor assemblies [155]. The
test did show that it was possible to prevent fire spread from the
room of origin with no elevated temperatures or smoke recorded in
the enclosure above the fire room.
4.5.4 McGregor 2013
Full-scale fire experiments on compartments constructed with CLT
include those in Canada reported by McGregor [156]. These included
CLT enclosures with fully protected with gypsum plasterboard and
fully exposed timber surfaces. The fuel load represented a bedroom
fire with estimated fire load energy density (FLED) of 366 MJ/m2. In
all cases, the peak temperatures inside the compartment were simi-
lar and were what might be expected in a ventilation-controlled fire
for the given compartment geometry. However, the peak heat release
rate resulting from internal and external burning to the compartment
varied. In the experiment with the fully exposed CLT, debonding of
CLT lamellae occurred, which allowed newly exposed timber to burn,
contributing additional fuel and energy to the fire and preventing
flaming extinction. In this thesis, where the term debonding is used,
it is assumed to be accompanied by the char falling away and virgin
timber being freshly exposed to the fire. This is discussed further in
Section 4.6.
4.5.5 Medina Hevia 2014
Medina Hevia [157] continued the research of McGregor, by conduct-
ing further experiments with partial coverage (one and two walls) of
exposed CLT. Both series of experiments were the subject of publica-
tions by Li et al. [158, 159]. It was also found that flaming extinction
only occurred in the experiment where just one wall was unprotected
and where debonding was not observed.
4.5.6 Su and Lougheed 2014
In a series of four full-scale apartment fire experiments conducted to
evaluate the performance of encapsulation for protecting combustible
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structural elements, one experiment included 3-ply 105 mm thick CLT
construction protected with 2 layers of 12.7 mm thick Type X gypsum
board. The experiment represented a three-storey section of a build-
ing bounded on four sides (three internal walls and an exterior wall)
within the lower storeys of a mid-rise (e.g. six-storey) building [160].
Peak gas temperatures reached were in the range 1100-1200°C. The
Type X gypsum board encapsulation system performed very well in
the CLT experiment. The gypsum plasterboard stayed in place on
most surface areas until the end of the test (180 min). The peak heat
release rate (HRR) was 8.4 MW [161].
4.5.7 Hox and Baker 2015
Hox and Baker [162, 163] reported on an enclosure experiment on a
student bedsit apartment in Norway constructed with 100 mm thick
CLT. The fire compartment was a real-size mock-up of the apartment
with internal dimensions 5.75 m × 2.3 m × 2.75 m high, with an open
door leading to an open corridor outside. The typical fire load from
the furniture was calculated to be 660 MJ/m2. The ceiling in the fire
room collapsed at 96 min with a reasonably constant plateau in the
gas temperature of approximately 1000°C up until that time.
4.5.8 Janssens 2015
Janssens [164] reported two tests carried out at the Southwest Re-
search Institute in Texas for the American Wood Council to evaluate
the performance of CLT and NLT construction protected with two
layers of 16 mm thick Type X gypsum board. The fire represented
a severe living room fire in a compartment that measured 4.11 m ×
3.6 m × 2.38 m high with a 1.87 m wide × 2.07 m high opening. The
walls were 175 mm thick CLT and the ceiling 140 mm deep NLT. The
ceiling was loaded with concrete blocks (1.9 kN/m2). The fuel load in
the room was living room furniture with an estimated fire load den-
sity of 570 MJ/m2. After about 3 hours the enclosure was completely
burned out and the experiment terminated. The measured peak HRR
was 5.5 MW (the actual HRR may have been slightly higher since
the exhaust system was not able to collect all the combustion gases
during the peak burning period). The protected CLT and NLT did
not exceed 100°C during or after the experiment. The maximum gas
temperature measured was 1245°C. A second similar enclosure was
constructed, measuring 4.46 m × 3.25 m × 2.38 m with the same
opening but with a CLT ceiling. The fire load density was 601 MJ/m2.
This experiment was terminated after 2 hr 15 min. The peak HRR was
4.9 MW. Again, the protected CLT did not reach 100°C with a maxi-
mum gas temperature of 1222°C in the enclosure. These experiments
demonstrated the effectiveness of 2 layers of 16 mm thick Type X gyp-
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sum plasterboard in preventing any charring of the protected CLT or
NLT elements. However, there was some superficial charring at one
or two locations near the floor, where the wall was exposed for a long
time to the heat from a pile of smouldering residue of cellulosic fuel.
4.5.9 Hadden et al. 2017
Hadden et al. [165] conducted compartment experiments as part of in-
vestigations into the extinction behaviour of CLT. These experiments
are described more fully in Section 4.8. They found that autoextinc-
tion was achieved in the compartment with two surfaces of exposed
CLT, but this depended on the char layer remaining attached i.e. no
debonding of the CLT lamellae. Autoextinction was not observed for
compartments with three exposed CLT surfaces.
On the topic of combustible linings, Hadden et al. [165] noted
that in previous experiments by Butcher et al. [166] in compartments
with fibre insulation board linings, higher temperatures were reached
more quickly than when burning cribs of the same fire load in com-
partments with inert linings. Hadden et al. [165] suggest that the large
surface area of fuel and the fixed ventilation conditions resulted in
production of pyrolysis gases at a rate greater than could be oxidised
by the air inflow to the compartment. They also suggested that cor-
relations such as Equation 2.1 may not hold for compartments with
significant areas of exposed combustible material.
4.5.10 Emberley et al. 2017
Emberley et al. [167] conducted a full-scale fire test on a compartment
constructed from CLT. The internal faces of the compartment were
lined with non-combustible board, with the exception of one wall
and the ceiling where the CLT was exposed directly to the fire inside
the compartment. Extinction of the fire occurred without intervention.
This is consistent with the findings of Hadden et al. [165]. Wood cribs
were used as the fuel and self-extinction of the exposed CLT followed
soon after the decay of the cribs. They also conducted a small-scale
study to establish the range of incident heat fluxes for which auto-
extinction of the CLT could occur. The small-scale tests showed that
the critical heat flux for (flaming) auto-extinction of Radiata pine CLT
is 45 kW/m2.
4.5.11 Su et al. 2017
Su et al. [168] at the National Research Council in Canada conducted
a series of six large CLT compartment experiments as part of a Fire
Protection Research Foundation (FPRF) research program with the
goal of quantifying the contribution of CLT building elements (wall
40 mass timber construction
and/or floor-ceiling assemblies) in compartment fires. The compart-
ments were 9.1 m long × 4.6 m wide × 2.7 m high constructed using
175-mm thick 5-ply CLT structural panels with testing carried out
in the NIST Fire Research Laboratory. The CLT panels were man-
ufactured using 100 x 50 mm spruce-pine-fir lumber glued with a
polyurethane structural adhesive (with a brand name of HBE1) com-
pliant with the ANSI/APA PRG 320 manufacturing standard in effect
at that time. Two sizes of opening were investigated and various com-
binations of exposed and protected CLT.
These experiments are described more fully in Section 6.4 with the
data used in the benchmarking of the pyrolysis submodels described
in Section 5.5.
4.5.12 Janssens 2017
Following the FPRF experiments, Janssens [169] conducted three en-
closure fire experiments with exposed CLT ceiling panels manufac-
tured using different adhesives with protected walls. This was part of
an investigation to develop a fire test method for assessing the perfor-
mance of different CLT adhesives (see Section 4.7). The ceiling panel
was loaded with concrete blocks during the testing (0.96 kN/m2). The
interior dimensions of the test enclosures were 9 ft (2.74 m) × 19 ft
(5.79 m) × 8 ft (2.44 m) high and with an opening 36 in (0.91 m) wide
× 75 in (1.91 m) high. The test series used a propane gas burner to
duplicate the heat flux measured in the test 1-1 in the FPRF test series
[168].
The tests included:
• Test 1: E1 grade SPF lumber and a polyurethane adhesive
• Test 2: V1 grade Douglas fir lumber with an melamine formalde-
hyde resin
• Test 3: V1 grade Douglas fir lumber with an improved polyurethane
adhesive
Test durations were in the range 3 to 4 hours. Debonding occurred
in the first test accompanied by fire regrowth in the room. No debond-
ing was observed in Tests 2 and 3 with lower temperatures and heat
fluxes measured compared to Test 1. The data obtained in these tests
confirmed the validity of the room test procedure for qualifying CLT
adhesives, which was incorporated in the 2018 edition of the PRG 320
standard [170].
4.5.13 Su et al. 2018 (NRC)
Following development of the proposed screening test method for
CLT adhesives and the associated compartment experiments by Janssens
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[169], Su et al. [171] conducted a further series of experiments on CLT
manufactured using a thermally resistive adhesive that met the new
proposed evaluation procedures of ANSI/APA PRG-320 [170]. The
experiments included two with glulam beams and columns. While
debonding of CLT lamellae did not occur, meaning the construction
burned more like solid wood, there was still some contribution to
the fire development from the CLT in places where the CLT charred
behind failing gypsum board protection.
These experiments were carried out at the National Research Coun-
cil in Canada and are described more fully in Section 6.5. They are
also used in benchmarking the pyrolysis submodels also described in
Section 6.5.
4.5.14 Zelinka et al. 2018
Most recently, Zelinka et al. [172, 173] conducted a series of large
experiments in CLT (5-ply 175 mm thick Douglas Fir - Larch) enclo-
sures at the Forest Products Laboratory (FPL). There were five enclo-
sure experiments of 2-floor specimens intended to be apartment-style
structures with two 9.1 × 9.1 × 2.7 m high rooms. There were also cor-
ridors on both levels. The first three experiments had two unglazed
window openings (3.66 m wide × 2.44 m high). The last two experi-
ments with fire sprinklers had glazed windows. One experiment had
automatic sprinkler activation and one had delayed sprinkler activa-
tion. Varying amounts of exposed mass timber ranging from full pro-
tection using gypsum plasterboard to no protection were investigated
in the experiments.
This dataset is rather unique being both multi-room and multi-level
with oxygen calorimetry. The peak HRR measured for the three un-
sprinklered experiments were in the approximate range 19 - 24 MW.
The peak HRR for the experiment with delayed sprinkler activation
was 5.7 MW and the peak HRR was reported as negligible for the au-
tomatic sprinkler activation. These experiments were not part of the
benchmarking for the pyrolysis submodels described in Chapter 6
but would be a very useful dataset for comparison with model pre-
dictions at some future time.
4.6 debonding (delamination) of clt lamellae
Bartlett et al. [174, 175] defined delamination as a phenomenon in
which the fire-exposed lamella(e), or part(s) thereof, detach from the
main mass of timber. They observed that debonding occurred not
by entire lamellae falling off at once, but rather by small pieces of
charred timber, generally 2 to 5 cm in length, detaching from the
lamella beneath. This was also observed by Aguanno for CLT floor
panels in standard fire resistance tests [176]. In the literature, the
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term delamination and debonding are both used to describe this phe-
nomenon.
Frangi et al. [177] had also conducted fire resistance tests and ob-
served fall off of the charred layers was followed by an increased
charring rate and occurred at times consistent with the estimated po-
sition of the 300°C isotherm (i.e. the nominal char depth). They also
concluded that CLT with thicker layers showed better fire behaviour
compared to that with thinner layers. Klippel et al. reports that ceil-
ings are more prone to delamination than exposed walls [178, 179].
Hadden et al. [165] agreed with this with the reasoning that the char
on the ceiling falls earlier than char on the walls (under the action of
gravity).
Emberley et al. [180] reviewed the research into debonding exist-
ing at that time and expressed considerable concern that the under-
standing of debonding was not sufficient and its implications not
adequately recognised by designers. They emphasised the need for
further research.
Bartlett conducted experiments to investigate the debonding pro-
cess in CLT [181] using two different apparatus. A modified BS476-7
apparatus was used to study CLT specimens 220 mm thick with seven
lamellae of various thickness bonded with a polyurethane adhesive.
A radiant panel was also used to subject CLT samples to a constant
heat flux of 100 kW/m2 with charring rates determined using data
from embedded thermocouples. These samples were 100 mm thick
with three lamellae bonded with a melamine formaldehyde adhe-
sive. They observed debonding for both parallel and perpendicular
lamellae. In the latter experiments they observed some debonding
when the temperature at the glue line was only 90-125°C. Following
debonding rapid increases in charring rate of up to 2 mm/min were
observed.
As part of an investigation to develop a full-scale enclosure test
for evaluating adhesives in CLT, Janssens [169] reported that the tem-
peratures measured within a CLT ceiling at the first glue line when
debonding was observed were consistent with a polyurethane adhe-
sive failure temperature of 200-220°C.
Barber [4] identified possible solutions to limit the onset of early
debonding such as specifying thicker outer layers for the CLT or by
using improved adhesives. Hoehler et al. [182] also concluded there
was a need to use better heat-resistant adhesives following the series
of FPRF CLT compartment experiments.
4.7 influence of adhesive type
Klippel provides a brief history of the use of adhesives in engineered
wood structures reporting that originally casein adhesives were used
[183]. This was replaced in the 1940’s by phenolic-formaldehyde ad-
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hesives and then, to improve the bond strength and reduce the hard-
ening temperature, resorcinol was added giving (phenolic)-resorcinol-
formaldehyde adhesives (RF/PRF). These had excellent structural per-
formance and were resistant to elevated temperatures. Less expensive
melamine-(urea)-formaldehyde (MF/MUF) adhesives were then in-
troduced followed by polyurethane adhesives in about 1985 [183]. In
recent times one-component polyurethane (PU) adhesives for engi-
neered wood products have become very popular for various reasons
including: no mixing, easy handling; fast bonding at room tempera-
ture; reduced coating weight; no solvents, formaldehyde or volatile or-
ganic compounds; invisible bondlines and long shelf life [184]. How-
ever, they do not perform as well in fire and fail at modest tempera-
tures. Clauß et al. [184–186] revealed there were strong decreases in
tensile shear strength at temperatures between 180-200°C. The shear
strength versus temperatures of the different adhesives (including
PUR, MF, PRF, MUF, EPI, PVAc and UF) investigated in their study is
shown in Figure 4.10 along with the shear strength of Beech timber.
Figure 4.10: Shear strength of different adhesives compared with solid
Beech wood according to EN 302-1 versus temperature. Data
from Clauß et al. [185].
Klippel [183] reported that the thermal stability of adhesives had
been investigated by various researchers in experiments at constant
elevated temperatures. He noted that in these tests, the strength re-
duction with increasing temperature followed a similar trend with
most of the adhesives providing sufficient strength up to 200°C.
Frangi et al. [177, 187] conducted small-scale tests following stan-
dard fire resistance procedures and showed that the fire behaviour
of CLT depended on the performance of the adhesive used for bond-
ing the timber panels. They commented that the thermal behaviour
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of one component PU adhesives can vary a great deal by modifying
their chemical structure. They cautioned that test results based on one
particular polyurethane adhesive may not be valid for other PU adhe-
sives. They included five different PU adhesives and one melamine
urea formaldehyde (MUF) adhesive in their test programme and found
that for the specimens manufactured with less temperature-sensitive
adhesives the charred layers almost remained in place until the end
of the fire test [177]. Further it is now seen that some formulations
of PU adhesive recently developed are more thermally resistive and
were successfully used to avoid debonding in full-scale enclosure ex-
periments carried out by Su et al. [171].
Craft et al. [188, 189] reported there was considerable variability
in the elevated temperature performance of different adhesives as
shown by a variety of test methods including the results from an
elevated temperature adhesive tension test which they proposed. In
their results, they found phenol-resorcinol formaldehyde (PRF) and
melamine formaldehyde (MF) adhesives did not fail without consid-
erable wood damage whereas polyurethane and PVA samples failed
accompanied by little or no wood failure. Their test results for these
latter adhesives are shown in Figure 4.11. All their tests were carried
out at an oven temperature of 220°C and since wood failure was typi-
cally not observed within the two hour exposure, they argued that it
was an appropriate oven temperature to be used for the evaluation.
Figure 4.11: Results of elevated temperature tension tests showing point of
failure for eight different adhesives. Reprinted from Craft et al.
[189] with permission.
Bartlett [181] observed delamination for both formaldehyde and
polyurethane based adhesives, however could draw no conclusions
regarding the underlying physical/controlling mechanisms.
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Aguanno [176] conducted standard fire resistance tests on CLT
floor-ceiling panels and found that adhesive failure and ply falloff
occurred once the temperature at the back of the ply increased to
around 200°C. He observed that lamellae would not fall off as a sin-
gle layer all at once, but instead broke away in small pieces at first,
on the order of a few cm which gradually increased in size as more
pieces fell. He reported that this process took several minutes for each
layer.
Note that in Eurocode 5 [146] the following is stated - "For bond-
ing of wood to wood, wood to wood-based materials or wood-based materials
to wood-based materials, adhesives of phenol-formaldehyde and aminoplastic
type 1 adhesive according to EN 301 may be used. For plywood and LVL, ad-
hesives according to EN 314 may be used." EN 301 [190] is a standard for
classifying phenolic and aminoplastic adhesives (i.e. including MUF
and PRF adhesives) for load-bearing timber structures. The classifica-
tion is for moisture and temperature resistance with Type I adhesives
being permitted for full outdoor exposure and for use in tempera-
tures above 50°C [191]. One-component polyurethane adhesives (PU)
are covered by EN 15425 [192] which includes a table indicating their
adhesive type rating for moisture and temperature resistance [191].
EN 15416 [193] provides a series of different test methods for ad-
hesives for load bearing timber structures other than phenolic and
aminoplastic. The temperature resistance in all these standards is in
relation to the ambient environment rather than fire temperatures.
Janssens [169] developed a full-scale fire test method for assessing
the performance of CLT adhesives and evaluated the performance of
three ceiling panels using three different adhesives. The interior di-
mensions of the room were 2.85 × 5.79 × 2.44 m with an opening of
0.91 m wide × 1.9 m high. A propane gas burner provided the source
fire exposure. The three CLT ceiling panels were: E1 grade SPF lum-
ber and polyurethane adhesive (the same as used in the FPRF exper-
iments); V1 grade Douglas fir lumber and melamine formaldehyde
resin; and V1 grade Douglas fir lumber and an improved polyurethane
adhesive. E1 and V1 are stress grades of CLT panels according to the
PRG320 standard – referring to machine grading (E) and visual grad-
ing (V) respectively. For the first panel, debonding and fire regrowth
in the room was observed with the debonding reported as being con-
sistent with a failure temperature of 200 - 220°C. No debonding with
lower temperatures and heat fluxes were recorded for the latter two
tests [169].
ANSI/APA PRG-320 [170] specifies requirements for lamination
and adhesive materials (referring to existing adhesive standards), as
well as methods of testing and quality assurance. It does not include
NLT or CLT products manufactured without adhesive face bonds
[194]. Following the Janssens investigation, Annex B of the 2018 ver-
sion of ANSI/APA PRG-320 was developed. This involves full-scale
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room fire testing to ensure that the CLT does not exhibit fire regrowth
when subjected to an exposure similar to the FPRF test 1-4 (compart-
ment test 1-4 [168]; See also Config L in Table 6.1). It also includes
a vertical load on the ceiling panel of 25% of the allowable stress
design (ASD) reference flatwise bending moment of the CLT. The un-
protected panel is required to sustain the load for a period of 240 min-
utes without char layer falloff resulting in a significant temperature
increase during the cooling phase of the fully developed fire.
Independently, Brandon and Dagenais [195] conducted a series of
intermediate-scale furnace (1 × 1 × 1 m3) experiments that success-
fully simulated the fire exposure and oxygen content of the FPRF com-
partment test 1-4 [168] with CLT specimens made with five different
types of structural adhesive - two one-component polyurethanes (PU1
and PU2); one melamine formaldehyde (MF); one emulsion poly-
mer isocyanate (EPI) and one phenol resorcinol formaldehyde (PRF).
Their aim was to assess whether and when delamination would have
occurred in the full scale compartment test 1-4 if the given adhesive
had been used instead. Brandon and Dagenais recommended their
smaller intermediate scale furnace test as an alternative to the full
scale testing method described in Annex B of the 2018 version of AN-
SI/APA PRG-320.
Brandon and Dagenais [195] also assessed whether a small-scale
heat performance test would be a suitable and economical method
to differentiate delaminating adhesives from non-delaminating adhe-
sives used for face bonding CLT elements, however did not draw
strong conclusions regarding the correspondence between the two
tests and recommended further research.
Earnshaw et al. [196] in the context of discussing a new adhesive
standard for load-bearing timber products in New Zealand expressed
concern about the fire performance of newer structural timber adhe-
sives used in load-bearing structures in the event that the char layer
integrity is compromised by adhesive failure. They argued that the
base requirement for a structural adhesive is that it should maintain
its integrity at least as long as the wood it joins.
In New Zealand AS/NZS 4364:2010 [197] gives requirements for
bond performance of adhesives formed in structural finger-jointed
timber and glulam products. For serviceability purposes it includes
a creep resistance test (Method A) subjecting a sample to min 70°C
for a period of seven days. There are no specific fire-related require-
ments. Where engineered wood products are required to achieve a
fire resistance rating then standard fire resistance testing e.g [141]
will be required but this does not preclude debonding and does not
provide useful information regarding the effect of debonding on the
fire dynamics in real enclosure fires.
In summary, heat debonding in fire due to failure of the adhesive
bondline in engineered timber structures can be avoided by selecting
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a suitable adhesive. Currently, these could be identified with the fur-
nace test proposed by Brandon and Dagenais [195] or by using the
test described in Annex B of the 2018 version of ANSI/APA PRG
320 [170]. There is a current need to further investigate the fire per-
formance of adhesives used in engineered timber structures sourced
from within New Zealand.
A prediction submodel for occurrence of debonding of lamella in
mass timber panels and its effect on enclosure fire dynamics is devel-
oped and described later in Section 5.8.
4.8 auto-extinction of burning timber
Emberley et al. [198] pose the question - "if a compartment fire consumes
all the furnishings’ fuel, does exposed structural timber continue to burn?"
It is important to be able to answer this question because if the timber
does continue to burn the outcome may be unacceptable and lead to
a need to encapsulate the exposed timber with a protective board. On
the other hand, if the answer is no, then the timber can be left exposed
enhancing the architectural and sustainability features of the building.
In either case the maximum depth of char may still need to be known
in order to evaluate the structural adequacy and fire resistance of the
element.
Solid timber will not burn unless an external heat flux is applied
since the flame heat flux is not sufficient to sustain its own burning
[42]. Therefore it is necessary to understand more precisely the con-
ditions under which extinction will occur.
Crielaard [199, 200] investigated the self-extinguishment of CLT
and identified the three stages of combustion of CLT as flaming com-
bustion, smouldering combustion and self-extinguishment. In this
thesis the term auto-extinction (and flaming and smouldering extinc-
tion where appropriate) is used instead. Crielaard concluded that
smouldering extinction of CLT occurs when the externally applied
heat flux falls below 5 to 6 kW/m2. He also noted that the transi-
tion from smouldering combustion to auto-extinction depended on
the airflow across the timber.
Recent CLT compartment experiments with various configurations
of surfaces exposed have also been conducted by Hadden et al. [165].
They observed auto-extinction in a compartment with two surfaces
of exposed timber. However, they also repeated an experiment (see
Section 6.3.2) for the same configuration and did not observe auto-
extinction. Auto-extinction was also not observed in the remaining
two experiments. Auto-extinction depended on the char layer remain-
ing attached, i.e. debonding did not occur for the full duration of the
fire (including decay).
Bartlett et al. [201] conducted a series of small scale tests in a Fire
Propagation Apparatus (FPA) to investigate the conditions for flam-
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ing extinction to occur. They determined a critical mass loss rate at
extinction of 3.5 g/m2s or a temperature gradient of 28 K/mm at the
charline. External heat flux and airflow did not affect the critical mass
loss rate at the range they investigated.
Emberley et al. [167, 202] carried out small-scale and full-scale fire
tests on a compartment with exposed CLT on the walls and ceil-
ing. Based on small-scale results using a cone heater, they concluded
the critical heat flux for the flaming self-extinction of Radiata Pine
CLT to be 45 ± 1 kW/m2 with a corresponding mass loss rate of
3.7± 0.2 g/m2s which was similar to Bartlett [201]. Their results also
showed that the critical mass loss rate was dependent upon the timber
species but did not show a clear dependency with the timber density
[202]. The full-scale compartment geometry had internal dimensions
of 3.5× 3.5× 2.7 m where they also observed self-extinction of the
CLT wall and ceiling in the full-scale experiment when the maximum
incident heat flux reduced below 45 kW/m2. Emberley et al. urge
caution in the direct application of their results, pointing out that any
debonding, or failure of construction detailing leading to a secondary
fire on the opposite side of the panel, could prevent auto-extinction.
Comparing Crielaard’s [200] and Emberley et al.’s [167] results indi-
cates that the minimum heat flux for smouldering combustion is sig-
nificantly lower than the minimum heat flux for flaming combustion
[201].
Bateman et al. [203] conducted a series of five reduced-scale com-
partment fire experiments and determined that sustained burning
was dependent on both the configuration of exposed faces and, to
a lesser extent, the imposed fuel load. They observed auto-extinction
when the mass loss rate dropped below 3 g/(m2s). This is lower but
comparable to that recorded by Bartlett et al. [201] and Emberley et
al. [167].
In this thesis, the term smouldering extinction is used as the crite-
rion for auto-extinction. The premise is that flaming extinction may
not be sufficient because the timber could reignite with an increased
in air flow across the surface, or it could continue to undergo smoul-
dering combustion and degrade even in the absence of flame. If the
timber were to continue to degrade during the decay phase while
the gas temperatures are declining there is a risk that the extent of
charring could reach a critical depth for structural failure.
4.9 influence of oxygen content and airflow
Craft et al. [204] carried out medium-scale fire-resistance tests on
three-ply CLT panels following the standard CAN/ULC S101 test
method to investigate the charring rate of the panels with and with-
out gypsum protection. They made the significant observation that if
the CLT panel fails to prevent the flow of air through the panel, it
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is quite likely the fire resistance will be governed by integrity failure
as opposed to structural failure. A flow of air through small gaps be-
tween boards lining up in the panel, which in this case was driven by
a lower pressure in the furnace, leads to oxidation of the char layer
on the hot exposed surface and loss of the char in the vicinity of the
gap.
Schmid et al. [205] conducted experiments investigating charring
in CLT beams using a gas-fired furnace and varying the oxygen con-
centration and gas velocity. They showed that glowing combustion
influences the char layer at oxygen concentrations above about 15%
leading to char contraction while oxygen concentration of 10 and 5%
gave no significant effect. The effect became more significant when
the gas velocity was increased. They questioned many fire resistance
tests simulating entire fires, where the ventilation conditions (oxygen
content, gas velocity) in the cooling phase were not controlled nor
documented. They suggested there was a limit for significant glow-
ing combustion between 10 and 15% and this was in line with another
study of calorimetric experiments by Jervis where the critical oxygen
limit was found to be 14 % [206]. Further study of char oxidation and
contraction in the decay phase of the fire is required and may be im-
portant for performance-based design considering real fire exposures.
Following Schmid et al. [205] findings, Brandon and Dagenais [195]
chose to allow the oxygen content in their intermediate-scale furnace
experiments simulating the fire exposure and oxygen content of FPRF
compartment test 1-4 to be in the range 0 to 5%.
Brandon et al. [207] successfully replicated the extent of charring
in the FPRF test 1-4 enclosure fire [168] in a furnace by controlling
both the temperature using a plate thermometer and the oxygen con-
centration in the exhaust, so that it resembled the conditions mea-
sured in the full-scale compartment test. They emphasise that it is
not sufficient to control only the temperature or heat flux to match
the compartment experiment but matching the oxygen levels is also
required. Standard fire resistance tests typically have lower than am-
bient oxygen levels. For example, Collier [208] measured the furnace
oxygen concentration during a standard fire resistance test of a light
timber-frame wall lined with gypsum plasterboard using the BRANZ
furnace and found that the oxygen concentration initially dropped
to about 6% as the temperature rapidly increased but then settled in
a band 10-12% as the temperature became more steady after about
30 minutes. During the fully developed period in real enclosure fires
the oxygen concentration could be less than 6%. However, for the
decay phase in an enclosure fire, the oxygen levels could be higher
than 10-12% leading to char oxidation and flaming at the combustible
surface and therefore a higher charring rate could be expected. It is
also acknowledged that oxygen concentrations could vary between
different furnaces depending on their design. Radiant panel appa-
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ratus e.g. [209] have previously been used to expose specimens to a
heat flux simulating a compartment fire but since these would be con-
ducted under ambient oxygen levels in the case of timber specimens
they may overestimate the charring rate for the same imposed heat
flux time history compared to either a furnace environment or the
ventilation-controlled period of a real enclosure fire but they could
be helpful in studying the decay phase.
These findings also infer that the common application of the time-
equivalent formula from the Eurocode relating fire severity in a stan-
dard fire resistance test with fire severity in a compartment fire is
likely to be nonconservative when applied to combustible specimens
like CLT, even if the additional fuel contributed by the specimen has
been accounted for. This is because the charring rate in the decay
stage of the fire with elevated oxygen levels may be higher than some
equivalent time in the furnace with reduced oxygen levels.
4.10 timber protection (encapsulation)
The main method of limiting the amount of timber exposed to fire is
to encapsulate it with protective boards such as gypsum plasterboard.
However, depending on the specification and detailing of the protec-
tion, it may either prevent the timber from contributing to the fire or
it may just delay the involvement of timber. While protective boards
may be used to contribute to the fire resistance of timber structures,
in the current context the purpose is to prevent the timber burning
and contributing to the fire severity.
Moser and Spearpoint conducted small-scale experiments using
four types of non combustible board (including gypsum plasterboard
and MgO board) to determine their ability to delay onset of char-
ring when used to protect CLT [210]. At a constant irradiance of 50
kW/m2, the greatest delay was 26.5 min achieved by a 13 mm thick
fire-rated gypsum plasterboard. However, performance in real fires
will also depend on a range of factors including the thermal expo-
sure and heating rate, the durability, number and thickness of the
board and how it is fixed to the underlying CLT.
Su and Lougheed [160] investigated encapsulation systems for mid-
rise wood buildings. Three materials were evaluated as encapsulation
for combustible structural elements: Type X gypsum board, cement
board and gypsum-concrete. Bench-scale, intermediate-scale and full-
scale fire tests were conducted to investigate the performance of the
encapsulation materials. Criteria for evaluating the performance of
the encapsulation systems were proposed based on the temperature
reached at the interface between the timber and the encapsulation
material. It is important to note that the time the encapsulation could
protect the timber beneath is dependent on the fire exposure. In real
fire situations, this can vary greatly, and the more severe the fire ex-
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posure, the shorter the time that the encapsulation protects the under-
lying timber may be.
Brandon [211] established that in the FPRF test series, the exposed
gypsum layer from the ceiling was observed to fall-off when the tem-
perature behind the exposed gypsum board was between 300 and
500°C. He suggests that a temperature of 300°C on the unexposed
side of the exposed gypsum layer could be used as a criterion for the
failure/fall-off of the gypsum board protection. Brandon [211] also
said that this fall-off criterion is conservative compared to the results
of fire resistance tests summarized by Just [212] which comprised
an extensive database of results in which none of the temperatures
measured behind the exposed gypsum board was below 300°C at the
time the protection failed. In the most recent report from Brandon [6]
strategies including procedures for predicting gypsum board fall off
are presented.
4.11 fire safety engineering methods
The fire risk computer model CU-RISK was developed at Carleton
University with the main objective of facilitating the evaluation of fire
safety designs for four-story timber-frame commercial buildings [213].
Zhang et al. [214] modified the CU-RISK fire risk analysis model
(which includes a two-zone model) to include timber surfaces consid-
ering the growth, full development and decay periods of a compart-
ment fire. In this model, simple assumptions were made for both the
mass loss rate of the burning contents and the combustible structure.
The decay phase was assumed to start when the remaining FLED re-
duces below some specified value. Model predictions were compared
with four full-scale experiments and were reported to be in good
agreement. Two of these were CLT construction and are included in
the benchmarking discussed later in Chapter 6.
Barber [4] described a two-step engineering methodology princi-
pally based on simple calculation using analytical equations that gen-
erally followed an example given by Crielaard [199] for determining
auto-extinction of CLT. Firstly, a critical lamella thickness for avoid-
ing debonding or layer fall-off is determined based on a calculated
char depth in the real fire condition. The charring rate, assuming a
parametric fire exposure from Eurocode 1 Part 1-2 [78], is calculated
following the guidance in Eurocode 5 (EN 1995 Part 1-1) [146]. Given
the depth of char determined, the additional fuel load due to the
charred CLT is added to the FLED assumed in the calculation of the
parametric fire. This requires iteration to ensure that the depth of
char calculated and the FLED assumed are consistent. Secondly, to
check for smouldering-extinction of CLT, a calculation of the incident
radiant heat flux on the timber surface is done, and if this is below
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a critical value proposed by Crielaard, smouldering-extinction of the
timber is assumed.
Brandon [211] summarized engineering methods for predicting the
structural damage of CLT members and falloff of gypsum plaster-
board with design fires which are dependent on the design of the
compartment and the contribution of CLT to the fuel load. He pro-
posed an engineering method based on the parametric fire equations
in conjunction with an iterative procedure to estimate the char depth
adjusting the fuel density at each iteration. This model presented by
Brandon [211] is not equipped to consider the effects of delamination
or fall-off of the base layer and the limitations of the parametric fire
equations apply.
A similar iterative procedure was demonstrated by Salminen and
Hietaniemi [215] for the performance-based fire design of a 14-storey
residential mass timber building in Finland with up to 25% of the
apartment walls and or ceiling left unprotected.
Brandon also developed a one-zone model with wood combustion
for CLT called SP-Timfire [216]. This model calculated the heat re-
lease rate of the CLT by assuming a linear relationship with charring
depth of 5.39 MJ/m2 per mm of char depth. As discussed later in Sec-
tion 5.3.2, this value had been determined experimentally by Schmid
et al [217] and for wood density of 515 kg/m3 it can be converted
to an effective heat of combustion of 10.5 MJ/kg. Brandon’s model
was used iteratively with the heat conduction calculations done us-
ing the finite element program SAFIR [218]. Thermal properties for
wood from König and Walleij [219] were adopted. Delamination was
said to be simulated by removing the exposed lamella from the model
when temperatures in the bond line reached a specified temperature.
Hopkin et al. [220] subsequently presented a zone model for ap-
praising exposed or partially exposed timber structures subject to fire
using effective thermal properties. This tracked the 300ºC isotherm
through bounding surfaces, estimating a mass loss rate and exposed
surface contribution to the heat release rate of the enclosure fire. They
found the approach yielded acceptable results when compared with
fire experiments involving partially or fully exposed CLT structures
and where debonding was not observed.
Barber et al. [101] also presented a methodology where the pyrol-
ysis functionality within FDS was used to determine the response of
a mass timber structure. Pyrolysis model inputs were based on previ-
ous research by Wang et al. [221]. The method was validated against
the results from five full-size compartment fire tests [168] with ex-
posed cross laminated timber. They showed the modelling to predict
char depths within 20% based on a fully developed fire. However
CLT char fall-off (debonding) was not captured; nor any gypsum
board fall off and charring of CLT behind the gypsum board. Barber
et al. [101] also acknowledged that the computational time required
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to undertake pyrolysis modelling using FDS was extensive, and the
simulation run times may be considered too long to be used as a vi-
able design tool. Most recently, Brandon [6] presented strategies for
the fire design of mass timber buildings involving analytical methods
using parametric fires.
The calculation model described in the next chapter uses a two-
zone fire model solving mass and energy conservation equations over
the full fire duration. The modified model includes both the dynamic
contribution of timber surfaces (without iteration) via two different
pyrolysis submodels for the wood combustion and the contents fuel
load during the fire and includes the calculation of char depth over




F I R E D Y N A M I C S M O D E L F O R M A S S T I M B E R
E N C L O S U R E S
5.1 general
The two-zone model B-RISK is used considering both pre-flashover
and post-flashover fire behaviour. The model is described more fully
elsewhere [37] with an overview previously given in Chapter 3 with
some further key characteristics and modifications noted here.
Conservation of mass and energy leads to a set of first-order dif-
ferential equations which allow the upper layer volume, upper and
lower layer temperatures, and the pressure equation to be solved. The
form of the equations is as given by Peacock et al. [222].
The mass flow of air and hot gases through the compartment wall
opening is driven by buoyancy. Bernoulli’s equation is used to cal-
culate the mass flows generally following subroutines developed by
Cooper and Forney [223, 224]. A near vent mixing correlation devel-
oped by Utiskul [225] has been applied where the incoming cold air
behaves like a jet entering the vent with a characteristic velocity and
diffusing downward because of buoyancy.
The strong plume model of Heskestad as described by ISO 16734
[226] for the buoyant plume is used for entrainment in the far field.
For fully developed post-flashover fires where the entrainment height
is small due to the layer height being close to the floor, the buoyant
plume model is not appropriate (i.e. for near field entrainment). In
this case the McCaffrey correlation for the flaming region is used
[227]. When the fire is ventilation-limited, the oxygen-constrained
heat release rate is used in the plume correlation instead of the well-
ventilated free-burning heat release rate. This produces a plume flow
that is in balance with the oxygen inflow through the openings (i.e.
the mass flow of oxygen in the plume matches the mass flow of oxy-
gen entering the compartment). Under these conditions, the energy
balance for the upper layer control volume is not particularly sen-
sitive to the total plume entrainment but is instead driven by the
oxygen entering the compartment much like a one-zone well-stirred
reactor. Further analysis and supporting evidence for this is included
in Appendix A.
The model includes a four-wall radiation exchange algorithm fol-
lowing the method described by Forney [228]. This allows the ceiling,
upper wall, lower wall and floor to transfer radiation independently
between the different surfaces taking into account the absorption or
blocking and emission of radiation by the gas-soot mixture. Radiant
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heating of these surfaces by the flames is also considered by treating
the fire as a point source. The emission of radiation by soot particles
and absorption by carbon dioxide and water vapour for both layers is
included and used as energy source terms in the ordinary differential
equations of the zone model. The fraction of energy passing through
a soot-air mixture depends on the absorption coefficient of the soot
and the path length through the gas. The absorption coefficient is
approximated using the average extinction coefficient for the layer
based on the concentration of soot in the gas layer. The soot yield is
fuel-dependent and in the present study a value of 0.015 g/g for well
ventilated flaming combustion of wood was used [229]. This yield is
modified during the simulation based on the global equivalence ratio
using a correlation developed by Tewarson et al. [230]. The radiation
exchange sub model determines the net radiant heat flux emitted or
absorbed by each room surface. These radiant fluxes are combined
with the convective heat flux and used as the boundary condition for
the surface heat conduction calculations.
5.2 heat conduction model
An implicit one-dimensional, finite-difference scheme is used to cal-
culate heat conduction through the ceiling, walls and floor of the
compartment. This allows the temperature at any internal node to
be calculated by solving a set of simultaneous equations for the un-
known nodal temperatures at each time step. Under transient con-
ditions with constant properties and no internal generation the ap-










The finite difference approximation of the time derivative can be
expressed by equation 5.2 with the m subscript denoting the x loca-
tion of the nodal points and the superscript p used to denote the time
dependence such that the time derivative is stated in terms of the dif-













The temperature at each node is calculated by solving a set of simul-
taneous equations for the unknown nodal temperatures at each time
step [231]. The implicit method has the advantage of being uncondi-
tionally stable and therefore allows a larger time step to be used in the
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calculations compared to using an explicit method. The implicit form
of the one-dimensional finite-difference scheme for a surface node is
given by Incropera and deWitt [231] as:






Where q̇′′int is the incident heat flux to the exposed surface and the












In B-RISK, the interior convection coefficient (h) used in the con-
vective heat transfer calculations between the gas layer and the room
surface are by default calculated following the method described by
Peacock et al. [115] assuming natural convection, however for the
simulations presented in this thesis a constant convection coefficient
of 35 W/m2K has been used as specified in Eurocode 1 [117] for sim-
ple fire models. A sensitivity analysis (see Appendix B) comparing
the predicted gas temperatures using both assumptions reveals only
a very small difference thus either assumption would be acceptable
for the types of fires and enclosures considered in this thesis.
The implicit form for an interior node is given as:







Writing an equation for each node gives n equations which must
be solved simultaneously for each timestep. This is done using the
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While the simplest form of the heat conduction equation is shown
here with constant properties and no internal generation as assumed
in the existing B-RISK model, for the calculations for wood pyrol-
ysis discussed later in this chapter temperature-dependent proper-
ties have been introduced. However, constant properties have been
assumed for the non-participating surfaces including the floor and
plasterboard protected surfaces which should ideally be corrected in
future work.
A limitation of the one-dimensional analysis is that it does not ac-
count for any cracking that occurs in the char (see Figure 5.1) which
increases the relative importance of radiative heat transfer through
the char pores and reduces the importance of in-depth conduction
into the solid [135]. This potentially compromises the assumptions
described in this section, and remains an area of possible further re-
search.
Figure 5.1: Photo of typical cracking that occurs in the charred surface of a
LVL specimen subjected to radiant heat.
5.3 thermophysical and related properties of wood and
char
Thermophysical and related properties of wood and char for use in
the pyrolysis submodels are presented in this section. Different prop-
erties for the wood and char are used.
5.3 thermophysical and related properties of wood and char 59
5.3.1 Char yield
Tran and White [232] define the char yield Yc where mc is the mass of
residue including char, mw,res is the mass of residue without the char





They also define a char contraction factor fc related to char yield,





Their measured properties for wood species which included red-
wood, southern pine, red oak and basswood found contraction fac-
tors in the range 0.4 to 0.83, and char yields in the range 0.20 to 0.31
with char densities from 156 to 360 kg/m3. Tran [233] states that for
most wood samples the residual char is about 20% of the original
mass. Ragland and Aerts [139] also give a mass fraction of 0.20 for
char from dry wood. White reported that a higher lignin content in
the wood results in a greater char yield [137].
Janssens provides data for the percentage of wood pyrolysed as a
function of density based on an extensive collection of Cone Calorime-
ter data [234]. He determined the regression equation shown in Equa-
tion 5.11 with R2 = 0.49. In general, there was large scatter in the data
so that the regression equation obtained may have a large uncertainty
attached.
%P = 81.8− 0.0208(ρw,dry − 600) (5.11)
If the mass of residual ash is ignored then the char yield could
be estimated as a function of the oven dried density as shown in
Equation 5.12.
Yc = 0.182+ 0.000208(ρw,dry − 600) (5.12)
Spearpoint and Quintiere [235] estimated char fraction by direct
measurement following testing of several wood species, making judge-
ment on the final height, char depth and volume shrinkage of the
sample. They produced a plot of the measured char fraction against
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Figure 5.2: Char fraction against dimensionless irradiance. Reprinted from
Spearpoint and Quintiere [235] with permission from Elsevier.
Char yield is an input to the kinetic wood pyrolysis model de-
scribed in Section 5.7 and a typical value for wood of 0.25 is used
in simulations presented later in Chapter 6. This is in the range re-
ported by Tran and White [232] and Spearpoint and Quintiere [235].
5.3.2 Heat of combustion of wood
Gross heat of combustion values are measured in a bomb calorimeter
resulting in typical values of around 20 MJ/m2 for oven dry wood
[233] for complete combustion of the wood and char. The actual heat
of combustion observed in real fires is not the gross value. Spear-
point and Quintiere [236] discuss the heat of combustion of wood
where the main constituent of wood char is carbon and the net heat
of combustion for a carbon and oxygen to carbon dioxide reaction is
32 MJ/kg. Given that the average net heat of combustion of wood for
a complete reaction is 17 MJ/kg and assuming a typical char yield
for dry wood of 1/3 by mass allows the mean heat of combustion of
the wood volatiles during the flaming stage (∆Hc,fl) to be solved.
1/3(32) + 2/3(∆Hc,fl) = 17 (5.14)
This gives a value of 10 MJ/kg for the heat of combustion of the
wood volatiles during the flaming stage. Spearpoint and Quintiere
[236] concluded that only about 60% of the energy of wood is released
during the flaming stage of combustion. Using the same methodology
with assumed char yields of 0.25 and 0.20 give 12 MJ/kg and 13.3
5.3 thermophysical and related properties of wood and char 61
MJ/kg for the respective values of heat of combustion of the wood
volatiles during the flaming stage.
For an irradiance of 50 kW/m2, Tran [233] measured the effective
heat of combustion for a range of wood products to be in the range
12.8 to 13.5 MJ/kg on an actual basis and in the range 14.0 to 15.1
MJ/kg on a dry basis. The effective heat of combustion of wood de-
pends on the wood species and the heat flux. Tran derived the follow-
ing correlations for the average effective heat of combustion for dif-
ferent wood species for a range of heat fluxes from 20 to 50 kW/m2
in the OSU apparatus [233].
∆Hc,dry = 0.057q̇′′ext + 11.88 (5.15)
∆Hc,actual = 0.068q̇′′ext + 9.95 (5.16)
The net heat of combustion of the wood volatiles is reported as be-
ing slightly higher for lignin (14.7 MJ/kg) compared to cellulose (13.8
MJ/kg) and even lower values for some hemicelluloses of Douglas fir
[132].
Janssens provides data for the effective heat of combustion of wood
as a function of density based on an extensive collection of Cone
Calorimeter data [234]. He determined the regression equation shown
in Equation 5.17 with R2 = 0.43.
∆Hc,dry = 11.9− 0.0048(ρw,dry − 600) (5.17)
Brandon’s one-zone model [216] calculated the heat release rate of
CLT by assuming a linear relationship with charring depth of 5.39
MJ/m2 per mm of char depth. This had been previously determined
experimentally by Schmid et al. [217] from cone calorimeter experi-
ments at an incident flux of 75 kW/m2 and for char depths > 10 mm.
Another way of interpreting this value is to convert it to an effective
heat of combustion by dividing by the density of wood. For a density
of 515 kg/m3, the effective heat of combustion would be 10.5 MJ/kg.
This is very close to Spearpoint and Quintiere [236] estimate of the
energy released during the flaming stage of combustion.
Eurocode 5 [146] specifies a constant heat of combustion for wood
of 17.5 MJ/kg but with an assumed combustion efficiency of 0.8, giv-
ing an effective heat of combustion value of 14 MJ/kg. This value has
generally been used in all subsequent analysis presented in the fol-
lowing chapters. The sensitivity of the kinetic model results to the as-
sumed effective heat of combustion value is discussed in Section 5.7.4.
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5.3.3 Density
The density of oven-dry wood depends on species and is typically in
the range 320 to 720 kg/m3 [237]. Virgin wood density of 515 kg/m3
[238] has been used for calculations in this thesis (see Table 6.2) be-
ing typical of the CLT used in many of the full-scale experiments de-
scribed in Chapter 6. A range of values for the density of char is found
in the literature. For example, Shi et al. [239] determined the density
of carbonized wood for six wood species having very different initial
characteristics and found whatever their initial characteristics were
(such as oven dry density, dimension of the growth rings) the den-
sity of carbonized wood could be deduced from the initial oven dry
density by the simple relationship in Equation 5.18. The correlation
of their data is shown in Figure 5.3. It is noted that the measured
density of the carbonised wood shown in Figure 5.3 is derived from
dimensional measurements that includes the char contraction.
ρc = 0.63ρw,dry (5.18)
Figure 5.3: Variation of the density of carbonized wood as a function of the
initial oven dry density. Reprinted from Shi et al. [239] with per-
mission requested.
Given a wood density value ρw at ambient with moisture content u
and ignoring any expansion term, the oven dry density can be given
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Beall also correlated char density at 600°C as a function of ρo [240]
as given in Equation 5.21.
ρc,600 = 0.75ρw − 63 (5.21)
Wang et al. [241] used 150 kg/m3 for the density of char saying
it was based on 26% of the density of the original wood consistent
with the bulk density estimated from cone calorimeter experiments
but she also gives the residue yield from TGA experiments on wood
as 13%. Spearpoint and Quintiere [235] use 200 kg/m3 for density of
char. The value for char density assumed for simulations conducted
as part of this thesis is determined as summarised later in Table 5.1.
5.3.4 Thermal conductivity
Thermal conductivity of wood generally increases with temperature,
moisture content and density. Wood is also anisotropic and thermal
conductivity along the grain may be 1.5 to 2.8 times the conductivity
across the grain [242].
Hankalin et al. [243] proposed the temperature dependent thermal
conductivity values in Equation 5.22 to Equation 5.24 for a pyrolysing
wood particle where thermal conductivity at ambient temperature is
given as the average of the longitudinal and radial directions so may
be higher than actually applicable for this application. Although Han-
kalin indicated Equation 5.24 applied up to 923 K, it has been used
for higher temperatures (up to 1200°C) in this study. Furthermore, the
thermal conductivity of ’char’ is treated as being non-reversible such
that the maximum temperature reached is used for any subsequent
determination of thermal conductivity. Any wood that has reached a
minimum temperature of 300°C is considered to be ’char’.
k = 0.285 for T 6 473 K (5.22)
k = −0.617+ 0.0038T − 4× 10−6T2 for 473 < T 6 663 K (5.23)
k = 4.429× 10−2 + 1.477× 10−4T for 663 < T 6 923 K (5.24)
In Eurocode 5 [146] the thermal conductivity values of the char
layer are stated to be apparent values rather than measured values,
in order to take into account increased heat transfer due to shrink-
age cracks above about 500°C and the erosion of the char layer at
about 1000°C. They were intended for use with the heating regime in
the standard fire resistance test. These properties were included in a
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study by König and Walleij [219]. Figure 5.4 show both the Eurocode
5 and Hankalin’s equations for thermal conductivity as a function of
temperature.
Figure 5.4: Thermal conductivity of wood and char as a function of temper-
ature.
Hopkin [244] investigated how the conductivity properties of the
char layer influence the depth of char in parametric fires. He pro-
posed a conductivity model for softwood exposed to natural fires
and modified the model given in Annex A of Eurocode 5 [146] that as-
sumed standard ISO 834 fire exposure. Hopkin et al. [245] presented a
framework for how ‘effective’ thermal properties of timber can be ex-
tended to incorporate parametric fires through consideration of heat-
ing rates and fire load densities and negating the need for complex
mass and heat transfer models. Through calibration of an effective
conductivity of the char layer against the parametric charring method
contained in Annex A of EN 1995-1-2, they were able to establish a re-
lationship between the heating rate and the effective conductivity of
the char layer, in the heating phase of parametric fires. His modified
conductivity model was shown to be applicable to a range of densi-
ties and moisture contents of timber and also variations in heating
rate and fire load density [245].
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5.3.5 Specific heat
Specific heat depends on temperature and moisture content but not
on density or species [139]. The specific heat of dry wood in J/kg.K
is given by Tenwolde et al. [242] in Equation 5.25.
cp,w,dry = 103.1+ 3.867T (5.25)
The specific heat of wood at a given moisture content is given by




+(23.55(T − 273)− 1326u+ 2417)u (5.26)
Janssens and Douglas [132] give the specific heat for wood char
in Equation 5.27 with temperature units K, also shown in Figure 5.5
with temperature units in °C.
cc = 714+ 2.3(T − 273)− 8× 10−4(T − 273)2− 3.7× 10−7(T − 273)3
(5.27)
Figure 5.5: Specific heat of char as a function of temperature. Reprinted from
Janssens and Douglas [132] with permission.
Equation 5.25, Equation 5.26 and Equation 5.27 are shown in Fig-
ure 5.6. They do not include any latent heat effect. In contrast, the
specific heat from Eurocode 5 [146] in Figure 5.7 shows the latent
heat effect included separately over the narrow temperature range 99
to 120°C.
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Figure 5.6: Specific heat of wood as a function of temperature.
Figure 5.7: Specific heat of wood and char as a function of temperature as
given in EN 1995-1-1 [146].
5.3.6 Summary
Later in this Chapter, two wood pyrolysis models called SMA (Sec-
tion 5.5) and SMC (Section 5.7 ) for determining the contribution of
the burning mass timber surfaces to the enclosure fire are described
in detail. A summary of the assumptions associated with density, ther-
mal conductivity and specific heat of wood and/or char used in these
wood pyrolysis submodels is given in Table 5.1.
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Property Submodel SMA Submodel SMC
Char yield n/a 0.25
Density Finite elements are des-
ignated ’char’ or ’wood’
based on the maximum
temp reached. If maxi-
mum temp is > 300°C
then Equation 5.20 for
char density is used other-
wise the ambient density
for the wood is used.
An apparent density of
each finite element is cal-
culated based on the mass
fraction of water, cellulose,
hemicellulose, lignin and




If maximum temp reached by finite element is
> 300°C then Equation 5.22 to Equation 5.24 are
used with that maximum temp. A sensitivity anal-
ysis for thermal conductivity supporting the use of
these equations is discussed later in Section 6.5.3.
Specific heat If maximum temp reached by finite element is
> 300°C then Equation 5.27 is used for the specific




Table 5.1: Summary of thermophysical property assumptions for wood py-
rolysis submodels.
5.4 pyrolysis of the moveable fire load
During the initial growth period, before flashover and while the fire
is well ventilated, the heat release and other characteristics supplied






Since the early growth rate of the fire was not a focus for this the-
sis, in this chapter, for convenience, the initial fire growth rate is
represented as Q̇ = αt2 where the α coefficient has been selected
to provide a reasonable match for the experiments under consider-
ation. Following flashover a switch to a fully developed regime oc-
curs where the moveable fuel load is then represented as equivalent
wood cribs. Flashover is not a precise term and criteria are usually
based on the temperature at which the radiation from the hot gases
in the compartment will readily ignite the combustible contents. Gas
temperatures of 500–600°C are widely used [46] as a criterion. The
flashover criterion used for the simulations described in this paper is
an average upper layer of 500°C. The fully-developed regime deter-
mines the fuel mass loss rate ṁf (kg/s) for two cases; a fuel surface
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area-controlled mass loss rate, and a ventilation-controlled mass loss
rate. For the case of actual wood cribs being the fuel source a third
case of porosity-control is also included.
The fuel surface area-controlled mass loss rate is given by Equa-
tion 5.29 representing crib fires (see Figure 5.8) where D (m) is a
characteristic fuel or stick thickness, vp (m/s) is a surface regression
rate - for wood taken as 0.0000022D−0.6, m (kg) is the mass of fuel re-
maining and minit (kg) is the original mass of fuel (determined using
the specified floor area and fuel load energy per unit floor area) [246].









The mass loss rate for crib porosity-controlled burning is given by
Equation 5.30 where S is the stick spacing and Hc is the crib height.






Figure 5.8: General arrangement of a wood crib. Reprinted from Babrauskas
[246] with permission from Springer Nature.
The mass loss rate for ventilation-controlled burning is given by
Equation 5.31 where 13100ṁpYO2,l is the maximum rate of heat re-
lease (kW) that can be supported by the oxygen in the plume flow
and ∆Hc (kJ/kg) is the heat of combustion of the fuel. The constant
(13100) in Equation 5.31 is the oxygen calorimetry constant represent-
ing the energy released per unit mass of oxygen consumed (in kJ/kg)
and is applicable to a wide range of common fuels [246, 247]. As-
suming the oxygen flow in the plume represents the total available
oxygen for combustion is a more generally applied method for a two-
zone model compared to calculating the oxygen inflow through a
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single opening from the outside and can also be used where there are






This mass loss rate corresponds to that able to burn inside the
room given the available oxygen and is not necessarily the total mass
loss rate. After flashover, the governing mass loss rate is the lesser
of the fuel-controlled, porosity-controlled and ventilation-controlled
rates. For the ventilation controlled case, the mass loss rate is then
multiplied by Ω where Ω is a user-defined input. In B-RISK, Ω can
be expressed as the ratio between the total mass loss rate and the
burning rate inside the room as given by Equation 5.32. This also








This means the user is effectively specifying the global equivalence
ratio (GER) as it determines the proportion of gasified fuel burning
inside and outside the room. Ω = 1 corresponds to all the fuel gener-
ated burning within the room to match the available oxygen (i.e. sto-
ichiometry), and Ω = 1.3 has been used as a default value for wood
cribs in a non-combustible or protected-timber compartment. It has
been observed experimentally that wood cribs do not burn more than
30 to 40% fuel rich, with Babrauskas reporting an upper limit of ap-
proximately 37% fuel rich (Ω = 1.37) [246]. Since enclosure effects
on the mass loss rate of the cribs is not included here, this approach
gives the user more control over the burning regime and can be used
to provide a closer match to experimental observations. This user in-
put (Ω) to the post-flashover fire model will be referred to as GER or
GE in this thesis.
B-RISK keeps track of the total amount of fuel consumed during
the simulation and when all the fuel is consumed (based on the user
supplied input for the FLED and the floor area) the mass loss rate
becomes zero. An illustration of the general form of the design fire is
shown in Figure 5.9.
5.5 wood pyrolysis submodel a (equivalence ratio model)
5.5.1 Wood surface burning rate model SMA
This submodel estimates the depth of char based on a 300°C isotherm
[146] below the surface of the timber lining as a function of time
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Figure 5.9: Conceptual design fire. Reprinted from Wade et al. [28] with per-
mission from Springer Nature.
based on one-dimensional heat conduction calculations of the bound-
ing surfaces. The mass of charred material is determined based on the
predicted change in the isotherm position over the previous timestep
and expressed as an equivalent FLED and added to the fuel load for
the contents of the room. B-RISK provides a calculation of the 300°C
isotherm for each of the four surfaces (ceiling, floor, upper wall, lower
wall). Char depths are determined for only two surfaces here – the
ceiling using the 300°C isotherm data for the ceiling and the wall
surfaces using 300 °C isotherm data for the portion of the wall height
predicted by the model to be in the hot upper layer. It is assumed char
depth determined for the ceiling applies uniformly across the entire
ceiling, and in the case of the wall, applies uniformly to all the wall
surfaces. This is likely to be conservative, however in the future, the
char depth in both the upper wall and lower wall could be separately
determined if required. The floor surface has also been ignored but
could also be included in future.
The volume V of timber contributed to the fire from the ceiling
and walls is given by Equation 5.33 Equation 5.34 and Equation 5.35
where dc is char depth (m), W, L and H are the room width, length
and height (all in m) respectively. The proportion of ‘exposed timber’
for the ceiling and walls is ac and aw respectively. The equivalent
FLED (MJ/m2) is given by equation 5.36 where ρw is the density of
wood (kg/m3). FLEDw,tot is added to the contents fuel load energy
density per unit floor area and updated at each time step as the char
depth increases with time.
Vw,wall = dc,wallaw [2 (W + L)H] (5.33)
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Vw,ceil = dc,ceilacWL (5.34)





When calculating the surface area of contributing surfaces, the area
of any openings present is also included (i.e. not subtracted from the
total wall surface area). The area of openings can be accounted for
indirectly by choosing an appropriate value for kw ie as a fraction
of the total surface area including the openings. This method also
assumes no in-depth burning i.e. the material is inert with the char
depth determined only from the position of the 300°C [167] isotherm
generated by the thermal environment within the room.
A flow chart illustrating the coupling of moveable fire load and
the contribution of the mass timber when the GER submodel SMA is
used is shown in Figure 5.10.
5.5.2 Sensitivity to excess fuel factor
The result of an example calculation showing the effect that the GE
ratio has on the predicted enclosure gas temperature when using py-
rolysis submodel SMA is presented here. The enclosure fire experi-
ment designated as Config. P in the benchmarking discussed later
in Section 6.5.3) is used here. The enclosure in this experiment had
dimensions 4.5 × 2.4 × 2.7 m high with an opening 0.76 m × 2.0 m
high. 33% of the wall and 10% of the ceiling were exposed CLT and
the fuel load was 360 kg of wood cribs.
Simulations using submodel SMA with GE ratios of 1.0, 1.3 and
2.0 have been run and the predicted gas temperatures are shown in
Figure 5.11. Measured gas temperatures from the experiment are also
shown in Figure 5.11.
For this experiment, a GE ratio of 2 (i.e. equal burning inside and
outside the opening) provides the best agreement for the peak gas
temperature and the time to reach the peak gas temperature. This GE
ratio is consistent with the findings previously observed by Hakkarainen
[153]. Lower GE ratio increases the fire duration by burning more
fuel inside the room with GE 1.0 corresponding to the case where
the burning rate corresponds to stoichiometric combustion such that
all the mass is burned inside the room (over a longer period) with
no external burning. GE 1.0 therefore provides the most conserva-
tive prediction of the fire severity within the enclosure, although may
not be conservative when considering external fire spread vertically
above the opening or horizontally to adjacent property.
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Figure 5.10: Flow chart for the moveable fire load coupled with the GER
submodel SMA for mass timber.
Figure 5.11: Measured and predicted enclosure gas temperatures for Config.
P using using SMA pyrolysis submodel with GE factors of 1.0,
1.3 and 2.0.
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5.6 wood pyrolysis submodel b (integral model)
The one-dimensional integral model described by Spearpoint and
Quintiere [235, 236] for the transient pyrolysis of a semi-infinite char-
ring solid exposed to a constant radiant heat flux was investigated
and subsequently trialled within B-RISK. A limited number of sim-
ulations were made with variable results. Due to limited time, no
conclusions were drawn and the submodel was not included in the
benchmarking cases discussed later. However, further investigation
and evaluation of this submodel could be considered at some time in
the future.
5.7 wood pyrolysis submodel c (kinetic model)
5.7.1 Wood surface burning rate submodel SMC
In this wood pyrolysis submodel, the decomposition of solid wood is
described by an Arrhenius equation that gives a relationship between
the reaction rate and temperature of the solid. This requires the ki-
netic properties - activation energy Ei, pre-exponential factor Ai and
reaction order ni (also known as the kinetic triplet) to be specified
to determine the decomposition rate. A multiple-component scheme
is used that assumes a solid material is composed of several compo-
nents with each component undergoing a single independent reac-
tion to generate products [136]. The constituent components of solid
wood included in the model are cellulose, hemicellulose, lignin and
water. The reaction rate for each component wi,j at a given time can
be described with a first order differential equation where Yi,j is the
mass fraction (mi/mi,init) of component i at time j, mi is the mass of
component i and mi,init is the initial mass of component i. For each
component the initial mass fraction is Yi,init = 1 at the start of the
simulation. ci is the initial fraction of the overall unheated composite
solid represented by component i i. e. mi,init/minit. Equation 5.37 is













The solid is represented by the one-dimensional finite difference
scheme illustrated later in Figure 5.19 and the overall reaction rate at
a given time is the sum of the reaction rates of all the components (i)
within a given layer or slice of the solid material at a given temper-
ature. The mass loss rate is derived from the reaction rates for each
layer and summed over all the layers to give a total rate for the wood
material at a given time as described next.
74 fire dynamics model for mass timber enclosures
For the cellulose, hemicellulose and lignin components, a char residue
yield νi is specified (discussed in Section 5.3.1) with the mass frac-
tion of char Xi,j at time j given by Equation 5.38 and Equation 5.39.
There is of course no char associated with the liquid water component
which evaporates.
Xi,j = (1− Yi,j)νi (5.38)
The mass fraction of char residue at time j for each layer and for








At a given time j, the mass of solid wood that remains per unit
volume is given by Equation 5.40 where ρinit is the initial mass of















Ignoring any char oxidation, the gasification rate of fuel available
to be converted to combustion energy in the fire model (ṁs,j) in a







At each time step this can be summed over all the layers (L=1 to
N) in the finite difference scheme as per Equation 5.43 where ∆x
is the thickness of each layer, assuming that the gases are instantly














The rate of heat release (Q̇′′) from the combustible gases deter-
mined from the mass flux (ṁ′′) and the heat of combustion ∆Hc is
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given by Equation 5.44 adapted from Wang et al. [241] with the tem-
peratures inside the solid found using a one-dimensional heat con-




















A flow chart illustrating the coupling of moveable fire load and the
contribution of the mass timber when the kinetic submodel SMC is
used is shown in Figure 5.12.
Figure 5.12: Flow chart for the moveable fire load coupled with the kinetic
submodel SMC for mass timber.
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5.7.2 Material kinetic properties
In addition to the thermophysical and related properties of wood and
char discussed earlier in Section 5.3, the kinetic parameters for wood
determined by Wang et al [241, 249] using a hand calculation method
for a three component scheme have been applied in this model as
given in Table 5.2.
The kinetic properties for water in Table 5.2 have been derived as-
suming a reference temperature of 100°C, a reaction rate of 0.0016
s−1 and a heating rate of 5 K/min following the procedure described
in the FDS User Guide [250] with water evaporating in the region of
100°C.
This set of kinetic properties has been used in all the simulations
using the kinetic wood pyrolyis submodel presented in this thesis.
Richter et al. [147] found that variations in kinetics were found to
have only a small effect (±1 gm−2s−1) on the predicted mass loss
rate at both the microscale (mg-samples) and mesoscale (kg-samples)
and to have a negligible effect on the predicted temperatures (±16
K) across different depths, heat fluxes and oxygen concentrations at
the mesoscale. They stated that the variation in kinetics is negligible
for predicting charring across scales and a kinetic model of charring
derived for one wood species should be valid for all wood species
[147].
Component Ei (J/mol) Ai (s−1) ni ci Ref
Hemicellulose 1.64× 105 3.25× 1013 2.1 0.37 [249]
Cellulose 1.98× 105 3.51× 1014 1.1 0.44 [249]
Lignin 1.52× 105 8.41× 1013 5.0 0.09 [249]
Water 6.04× 105 1.53× 1083 1.0 0.10 [250]
Table 5.2: Kinetic properties for wood.
The mass of water that remains at a given time j per unit volume
can be expressed by Equation 5.45 where Ywater,j is determined by
solving Equation 5.37 for water as the component i.
mwater,j = Ywater,jcwaterρinit (5.45)
The mass of char present at a given time per unit volume is:
mc,j = Xjρinit (5.46)
The total mass present at a given time per unit volume (which is
also the apparent density of the material) is therefore:
mj = ms,j +mwater,j +mc,j (5.47)
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5.7.3 Example application of the kinetic submodel
The result of an example calculation presenting intermediate output
from the kinetic model as implemented in B-RISK is described here.
This example is the same case as discussed earlier in Section 5.5.2 for
an enclosure experiment designated as Config. P and also discussed
later in the benchmarking presented in Section 6.5.3. The enclosure
had dimensions 4.5 × 2.4 × 2.7 m high with an opening 0.76 m ×
2.0 m high. 33% of the wall and 10% of the ceiling were exposed CLT.
The fuel load was 360 kg of wood cribs.
To illustrate the calculation, the predicted residual mass fractions
for each component and for the char residue within the discrete sin-
gle layer located 50 mm below the wood surface for the experiment
is shown in Figure 5.13. The wall is 175 mm thick CLT and each layer
in the finite difference scheme is 1 mm thick giving a total of 175 lay-
ers for the full depth of wall. The corresponding predicted mass loss
rate for all components contributed by the individual layers located
at depths of 25, 50 and 60 mm below the wood surface is shown in
Figure 5.14 to illustrate how the rate of decomposition varies with in-
creasing depth (and decreasing temperature) below the surface. The
area underneath each of these curves represents the total mass con-
tributed by the given layers and reflects different degrees of thermal
decomposition. The layer closer to the exposed surface is fully decom-
posed whereas deeper layers are only partially decomposed.
Figure 5.13: Example of the predicted residual mass fraction for each com-
ponent within the wall element located at a depth of 50 mm
below the surface of the wall for Config. P.
The total mass loss rate (kg/s) contributed by all areas of the ex-
posed wall and exposed ceiling summed over all elements for all com-
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Figure 5.14: Example of the predicted mass loss rate (kg m−3 s−1) for all
components contributed by elements located at depths of 25, 50
and 60 mm below the surface of the wall for Config. P.
ponents is shown in Figure 5.15. Since, in this experiment, only 10%
of the ceiling was exposed compared to 33% of the wall, the ceiling
contribution is relatively small compared to the wall as also seen in
Figure 5.15. The model assumes that the combustible gases from the
decomposition of the wood surfaces are instantly transported to the
fire-exposed surface of the material where they are available to burn.
Since this research is predominantly concerned with the fire during
its fully developed phase, for simplicity in these simulations, the ini-
tial fire growth is represented as a fast t-squared fire until flashover
where a switch to a fully developed regime occurs. The mass loss
rate contributed by the moveable fire load (wood cribs) during the
fully developed regime was calculated using equations for wood cribs
given in Section 5.4. The sum of the mass loss rate of the moveable
fire load and from the exposed wood surfaces gives the total mass
loss rate shown in Figure 5.15 and this is used in the calculation of
the rate of heat release. The oxygen-constrained rate of heat release is
determined from the predicted concentration of oxygen inside the en-
closure. The total rate of heat release which includes burning external
to the enclosure is taken as the product of the total mass loss rate and
the effective heat of combustion. Continuing the present example cal-
culation, the predicted total heat release rate is shown in Figure 5.16
assuming an effective heat of combustion of 14 MJ/kg as discussed
in Section 5.3.2.
It is observed in Figure 5.16 that the ratio of the total heat release
and the heat released inside the enclosure in the early part of the
ventilation controlled stage is in the order of 2 i.e. similar amounts of
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Figure 5.15: Example of the predicted mass loss rate (kg/s) contributed by
all elements in the exposed wall, exposed ceiling and the total
mass loss rate including the moveable fire load (wood cribs) for
Config. P.
heat released inside and outside the enclosure and this is consistent
with the observations previously noted in Section 4.5.1.
Figure 5.16: Example of the predicted total heat release rate (inside and out-
side) the enclosure contributed by all areas of exposed walls
and ceiling and the moveable fire load for Config. P.
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5.7.4 Sensitivity to effective heat of combustion
The result of an example calculation showing the effect that the effec-
tive heat of combustion has on the predicted enclosure gas tempera-
ture when using pyrolysis submodel SMC is presented here. The en-
closure fire experiment designated as Config. P in the benchmarking
discussed later in Section 6.5.3 is used here and is same example from
the previous section. Figure 5.17 shows the predicted gas temperature
for the three cases compared with the measured data. The effective
heat of combustion within the range 12 - 16 MJ/kg has only a small
effect increasing the peak predicted gas temperatures. However, the
effect might be more significant in the case of a fuel controlled rather
than ventilation controlled fire.
Figure 5.17: Measured and predicted enclosure gas temperatures for Config.
P using SMC pyrolysis submodel with effective heat of combus-
tion = 12, 14 and 16 MJ/kg.
Figure 5.18 shows the predicted total HRR for the three cases. The
effect of a higher heat of combustion value is to increase the total
HRR as shown.
5.8 debonding of the wood lamellae
5.8.1 Debonding submodel
This section describes an adaptation of the previously described heat
conduction submodel used to predict the time that each lamella of
a CLT wall or ceiling element would debond. An assumed adhesive
debonding temperature is specified by the user along with the num-
ber of lamellae used and their thickness. Further to the discussion in
Section 4.7 a value of 200°C is used as the default debonding tem-
perature but this can be changed by the model user. In addition, this
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Figure 5.18: Predicted enclosure total HRR for Config. P using SMC pyroly-
sis submodel with effective heat of combustion = 12, 14 and 16
MJ/kg.
heat conduction submodel also allows the position of the char depth
with time to be determined so that the pyrolysed material can be
added to the fuel load as described in Section 5.5.1. This accounts for
any potential change in the char rate following debonding of any fire
exposed lamellae.
The time for the specified adhesive debonding temperature to be
reached at the depth below the surface corresponding to the position
of the adhesive line is determined from the heat conduction submodel
described in Section 5.2. This is the time that the first lamella debonds.
A simple schematic of the finite difference scheme is illustrated in
Figure 5.19.
At that time, the finite difference scheme is reformulated to remove
the fire exposed lamella from the scheme thus exposing the next layer
to the radiative and convective boundary conditions computed by
the zone model of the fire compartment. The procedure is repeated
with each subsequent lamellae removed if the required temperature
at each adhesive line is reached. The reformulated schematic of the
finite difference scheme is illustrated in Figure 5.20.
Once lamella are discarded following debonding, the temperature
of that element is set equal to the char temperature thereafter. The
element is able to contribute additional mass and energy to the en-
closure consistent with the assumed char temperature of 300°C. As
noted previously by Bartlett et al. [174, 175] and Aguanno [176] it is
unlikely that the entire lamella would instantaneously fall away upon
the adhesive line reaching the nominated debond temperature. The
debonding submodel was coded into the B-RISK zone model and
requires the user to specify the lamella thickness and the adhesive
debonding temperature.
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Figure 5.19: Schematic view of finite difference scheme before layer debond-
ing.
Figure 5.20: Schematic view of finite difference scheme after layer debond-
ing.
5.8 debonding of the wood lamellae 83
5.8.2 Sensitivity to the assumed debonding temperature
To illustrate an example of the effect of the debonding submodel, and
its sensitivity to the assumed adhesive debonding temperature, an
experiment conducted by Hadden et al. [165] is used. An approxi-
mately cubic compartment of internal dimensions 2.72× 2.72× 2.77
m3 (width × length × height) was constructed with CLT elements
with the CLT on the ceiling, rear wall and one side wall exposed
to the fire and other surfaces protected. There was a door opening
1.84× 0.76 m2 (height × width) and the fuel load was relatively low
(56 kg of wood crib) with the intention to ensure burnout of the
wooden cribs within a short period of time after flashover. The CLT
comprised five layers of 20 mm thick predominantly Spruce wood
bonded with a polyurethane adhesive. The thermal properties for
room materials used in this example are given by Hadden et al. as
shown later in Table 6.2. The finite difference scheme represented
each layer with 10 nodes per layer giving a total of 46 nodes for the
overall 100 mm thick CLT element. The wood pyrolysis submodel
SMA was used with GE taken as 2.0.
Three simulations using the submodel were performed where the
only change in input was the assumed adhesive debonding temper-
ature which was given a value of 150, 200 and 250°C respectively.
The submodel results are quite sensitive to this parameter with more
extensive debonding predicted as the debonding temperature is low-
ered. This leads to re-growth in the fire development and an increas-
ing fire gas temperature as each layer falls away as shown in Fig-
ure 5.21.
Figure 5.21: Effect of the adhesive debonding temperature on the upper
layer gas temperature.
The total rate of heat release is compared for the different cases in
Figure 5.22. This is the sum of the heat release rate inside the room
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and that burning outside the room. The predicted peak rate of heat
release is comparable to the measured values indicating that the as-
sumed GER of 2.0 (which governs the relative proportion of fuel mass
burning inside and outside the room) is reasonable. Figure 5.22 also
shows the model predicting transitions between ventilation-controlled
and fuel surface area-controlled burning. The debonding of lamella
causes a period of ventilation-controlled burning followed by a tran-
sition back to fuel-control as the fire decays.
Figure 5.22: Effect of the adhesive debonding temperature on the total rate
of heat release.
Figure 5.23: Effect of the adhesive debonding temperature on the predicted
depth of char in the ceiling element.
The progression of the char below the exposed surface within the
CLT ceiling element for the three cases is shown in Figure 5.23 clearly
indicating the debonding of each layer and the time at which it is
predicted to occur. Using the lower 150°C debonding temperature,
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debonding of multiple layers is predicted whereas for the higher
debonding temperature of 250°C no debonding is indicated. The pre-
dicted total fuel mass loss is compared in Figure 5.24 illustrating the
extent to which debonding of CLT lamella contributes to the over-
all fuel load. Nodal temperatures within the CLT ceiling element is
shown in Figure 5.25 where debonding of the surface layer is clearly
shown followed by a rapid increase in temperatures within the freshly
exposed layer. The debonding behaviour in the model is such that
each lamella in its entirety is assumed to fall completely away at the
predicted time of debonding. In reality, there will be some variabil-
ity in the internal temperatures and a more progressive debonding
process.
Figure 5.24: Effect of the adhesive debonding temperature on the predicted
total fuel mass loss.
Figure 5.25: Nodal temperatures in the upper wall for the simulation using
the adhesive debonding temperature of 200°C.
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This debonding model could in the future be adapted to also pre-
dict the case of a protected mass timber element i.e. a surface layer
of inert gypsum plasterboard that falls off when the temperature at
the gypsum-timber interface reaches a pre-defined temperature, ex-
posing a contributing timber material.
5.9 other assumptions and considerations
As previously noted, the fire model calculates the incident radiant
heat flux to the interior surfaces considering re-radiation between the
different surfaces. Absorption and emission by carbon dioxide, water
vapour and soot in the respective gas layers is considered. Contribu-
tion to generation of these species from the timber surfaces are also
included.
However, the model is not able to account for any difference in the
position of exposed wood surfaces other than as a ceiling or a wall.
Medina Hevia [157] showed that exposed CLT on opposite walls was
worse than CLT on adjacent walls (at least in small rooms) which is
attributed to the increased thermal feedback between two opposite
surfaces.
The compartment heat loss calculation currently does not allow
more than one material to be specified for the wall. Where part of the
wall is exposed CLT and another part is CLT protected with plaster-
board, only thermal properties of wood will be used for calculating
total heat losses through the walls. For the case where some of the
CLT is encapsulated with a less insulating material than wood (e.g.
plasterboard), it means that the overall surface conductive heat losses
may be underestimated. This is likely to lead to slightly higher cal-
culated gas temperatures than otherwise expected depending on the
relative material surface areas concerned. This is considered a con-
servative assumption for most applications but the model could be
refined to account for this in the future.
Where a protection system such as gypsum plasterboard encapsu-
lation is used to protect timber surfaces from the fire, the model does
not determine the ability of the system to remain in place during
the fire. It is assumed that the protection is sufficient to prevent any
contribution of the protected wood to the fire development.
While the dynamic changes in charring rate determined from the
300°C isotherm eventually ceases as the fuel depletes, additional cri-
teria to address the potential for smouldering combustion during the
decay period might be necessary. Crielaard proposed a criterion of 5
kW/m2 for the maximum incident radiant flux be used to determine
if auto-extinction has been achieved [199, 200].
6
B E N C H M A R K I N G T H E P Y R O LY S I S S U B M O D E L S
6.1 general
This chapter presents and discusses results obtained by comparing
model predictions with data from experiments undertaken by others
and previously reported in the literature.
Table 6.1 lists a series of 19 enclosure fire experiment configurations
taken from four different series of experiments. These are used for
benchmarking the performance of the modified enclosure fire model
with the two new wood combustion pyrolysis submodels described
in Chapter 5 for the exposed mass timber surfaces. Configs. A – E
were nominally identical except for the location and amount of ex-
posed timber surfaces within the enclosure. Similarly, Configs. F – H
were also nominally identical except for the location and amount of
exposed timber surfaces within the enclosure. Configs. I - N varied by
the opening size as well as the location and amount of exposed tim-
ber surfaces within the enclosure. Configs. O - S varied by the type,
location and amount of exposed timber surfaces.
In Configs. A, I, J and O the timber surfaces were fully protected
and these experiments provided a baseline comparison for the other
Configs with exposed timber. In Configs. O - S, the CLT for enclo-
sure construction was manufactured with a thermal resistive adhe-
sive meaning the CLT in those experiments was expected to perform
similarly to solid wood.
In this chapter, SMA refers to the global equivalence wood py-
rolysis submodel A described in Section 5.5 while SMC refers to
the kinetic pyrolysis submodel C described in Section 5.7. In all the
benchmarking cases discussed here, a common set of temperature
dependent thermal properties for CLT have been used as given in
Section 5.3. A constant effective heat of combustion value for wood
of 14 MJ/kg was also adopted as discussed in Section 5.3.2.
87
88 benchmarking the pyrolysis submodels
config room size opening wood exposed ref .
m m
A. 4.5× 3.5× 2.5 1.069× 2.0 none [156]
B. 4.5× 3.5× 2.5 1.069× 2.0 4 walls, ceil [156]
C. 4.5× 3.5× 2.5 1.069× 2.0 2 adj walls [157]
D. 4.5× 3.5× 2.5 1.069× 2.0 2 opp walls [157]
E. 4.5× 3.5× 2.5 1.069× 2.0 rear wall [157]
F. 2.72× 2.72× 2.77 0.76× 1.84 back, side wall [165]
G. 2.72× 2.72× 2.77 0.76× 1.84 back wall, ceil [165]
H. 2.72× 2.72× 2.77 0.76× 1.84 back, side wall, ceil [165]
I. 9.1× 4.6× 2.7 1.8× 2.0 none [168]
J. 9.1× 4.6× 2.7 3.6× 2.0 none [168]
K. 9.1× 4.6× 2.7 3.6× 2.0 side wall [168]
L. 9.1× 4.6× 2.7 1.8× 2.0 ceil [168]
M. 9.1× 4.6× 2.7 1.8× 2.0 side wall [168]
N. 9.1× 4.6× 2.7 1.8× 2.0 side wall, ceil [168]
O. 4.5× 2.4× 2.7 0.76× 2.0 none [171]
P. 4.5× 2.4× 2.7 0.76× 2.0 33% wall, 10% ceil [171]
Q. 4.5× 2.4× 2.7 0.76× 2.0 36% wallsa [171]
R. 4.5× 2.4× 2.7 0.76× 2.0 19% walla, 100% ceil [171]
S. 4.5× 2.4× 2.7 0.76× 2.0 35% wall, 100% ceil [171]
a This was exposed Glulam beams/columns represented as an equivalent
area of wall.
Table 6.1: Summary of enclosure fire experiment configurations used in
benchmarking the pyrolysis submodels.
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6.2 carleton university experiments (config . a-e)
6.2.1 Description
Five configurations of room fire experiments conducted at Carleton
University representing bedroom fires with different room construc-
tion types are presented in this section [28].
In Test 1 and 2 from [158] (both Config. A), CLT walls were pro-
tected with two layers of 12.7 mm thick gypsum board. These were
identical tests with no contribution from the CLT. The average HRR
of Test 1 and 2 was reported, and due to system malfunction, only
the gas temperature for Test 2 was reported [158]. In Test 3 (Config.
B), the wall and ceiling CLT panels were totally exposed. Three addi-
tional experiments in the same series (Tests 4, 5 and 6) are not relevant
to the present study because the CLT panels were protected with light
frame plasterboard-lined construction so these are not included here
but were similar to Tests 1 and 2. Three further room fire experiments
(Configs. C, D, E) were carried out by Medina Hevia [157] with the
goal of determining the maximum percentage of exposed CLT that
would result in auto-extinction of the CLT room surfaces.
All rooms were constructed from CLT panels manufactured by
Nordic Engineered Wood [238]. They were 105 mm thick with nomi-
nal density 515 kg/m3 and comprised three layers each 35 mm thick.
The layers were adhered with a polyurethane-based adhesive. The
enclosure geometry and ventilation were as given in Table 6.1. The
CLT floor panel in each room was protected with a layer of 15.9 mm
(5/8 inch) thick Type X fire-rated gypsum board with a layer of 12.7
mm thick cement board installed on top. Over the cement board, a
layer of 19 mm thick hardwood tongue and groove maple flooring
was installed.
Since the actual thermal properties of the construction materials
were not reported, the temperature properties shown in Table 6.2
were assumed (with Hankalin et al. properties [243] for the thermal
conductivity of wood) for the subsequent modelling described in this
section. Emissivity is assumed to be 0.71 for all wood surfaces based
on a graphite material [251]. The fuel load was bedroom furniture and
clothing and also included maple boards on the floor. The furniture
layout in the room is shown in Figure 6.1.
The HRR was recorded for each test using oxygen consumption
calorimetry and therefore burning just outside the room opening
was captured along with burning inside the room. Gas temperatures
were measured with unshielded Type K thermocouple wire on therm-
couple trees. Each thermocouple tree included 6 thermocouples at
1 This value may be too low for wood char with a value of 1.0 being considered more
reasonable [132]. A sensitivity analysis on the effect of using emissivity 0.7 vs 1.0
showed it made almost negligible difference to the predicted gas temperatures.
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Property Timber Plasterboard
Thermal conductivity W/(m K) see Section 5.3 0.24 [165]
Density kg/m3 515 [238] 784 [165]
Heat capacity J/(kg K) see Section 5.3 950 [165]
Table 6.2: Thermal properties used as model input.
Figure 6.1: Furniture layout in Config. A – E. Reprinted from Li et al. [158]
with permission from Springer Nature.
heights of 0.4, 0.8, 1.2, 1.6, 2.0 and 2.4 m from the floor. The ther-
mocouple wire ends were twisted together to make the connection
and the trees were covered with a 12.7 mm fibreglass insulation layer.
Trees were located at the doorway, two near the centre of the room
and one at the rear of the room [156]. Temperature data presented in
the following figures are the average of all the trees.
6.2.2 Config. A prediction – timber fully protected
This configuration allows the fire model to be evaluated for the burn-
ing contents without any contribution from linings to give a baseline
against which to compare the other configurations. Integrating the
measured heat release rate curves from calorimetry, McGregor [156]
estimated the actual energy release from the furniture for this case as
366 MJ/m2 and the wood equivalent fuel load on a floor area basis
as 30.2 kg/m2. The maple flooring was included as part of this fuel
load. An effective average heat of combustion for the fuel can then be
calculated as 366/30.2 = 12.1 MJ/kg. This is typical for wood during
the early pyrolysing period when mostly flaming combustion occurs
[233].
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In these simulations, a heat of combustion for wood of 17.5 MJ/kg
from Eurocode 5 [146] with an assumed combustion efficiency of 0.8
is used giving an effective value of 14 MJ/kg. The characteristic fuel
thickness for the wood crib representation assumed in the simula-
tions (Equation 5.29) is 50 mm. Since the CLT was fully protected it
is assumed there is no contribution to the burning. For the case of
the moveable fire load, simulations with GER of 1.3 and 2.0 are done.
GER of 1.3 means that, for ventilation control, the mass loss rate from
the fuel will be 30% higher than can burn inside the room, and this is
of the same order as noted previously for wood cribs burning in an
enclosure. Li et al. [158] estimated the GER to be 1.18 for this experi-
ment.
Figure 6.2 shows the total rate of heat release predicted by the
model. The rate of heat release is the sum of the energy generated
inside the enclosure plus any combustion outside the opening. The
prediction is comparable to the average rate of heat release (for Test
1 and 2 [156, 158]) from oxygen calorimetry in the experiment also
shown in Figure 6.2.
Figure 6.2: Measured and predicted total HRR for Config. A - no pyrolysis
submodels.
Figure 6.3 shows the gas temperature history predicted by the model.
This is comparable to (with a slightly higher peak) the gas tempera-
ture history for Test 2 also shown in Figure 6.3. An estimate of the
combined relative uncertainty (95% confidence interval) of 0.20 and
0.14 for rate of heat release and gas temperature respectively for the
measurement is shown as grey shading based on typical uncertainty
estimates from the literature [252]. These are also shown on subse-
quent figures for the other configurations (B-H).
Since the initial growth rate was not the focus in this study, it is set
to Q̇ ≈ 0.004t2 (kW) to give a time to flashover that approximately
matches the experiments. The flashover time from visual observation
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Figure 6.3: Measured and predicted enclosure gas temperatures for Config.
A - no pyrolysis submodels.
was reported by Li et al. [158] for the repeated Test 1 and Test 2
as 6.5 and 8.6 min respectively. However, based on time for the gas
temperatures to reach 500°C, flashover in Test 2 was closer to 10 min
(see Figure 6.3) and is 10.2 min in the simulation.
6.2.3 Config. B prediction – timber fully exposed
For Config. B, the CLT ceiling and walls were fully unprotected and
contributed fuel to the fire. GER of 2.0 is assumed in submodel SMA
generally consistent with previous experiments of fully timber-lined
rooms reported in the literature. For example, Hakkarainen [153] con-
ducted a fire experiment in an unprotected heavy laminated timber
enclosure and estimated the proportion of fuel burning externally to
be 50%. This means, for ventilation control, the mass loss rate from
the fuel was twice that able to burn inside the room based on the avail-
able oxygen. Li et al. [158, 159] estimated the GER to be about 3.1 for
Config. B, while McGregor [156] noted that the energy release rate
in the unprotected configuration was approximately twice that of the
protected configuration. This also means that external burning and
external flame projection was more pronounced for an unprotected
timber enclosure compared to a fully protected or non-combustible
enclosure.
In these simulations, the initial growth rate is set to Q̇ = 0.012αt2
(kW) to give a time to flashover that approximately matches the ex-
periments. Figure 6.4 shows the measured and predicted total heat
release rate for both GER = 2.0 and GER = 3.1 cases for SMA and
SMC in the absence of any debonding. SMC predicts a much sharper
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initial peak followed by a rapid decline that is not apparent in the
measured data.
Figure 6.4: Measured and predicted total HRR for Config. B - without
debonding.
Figure 6.5: Measured and predicted enclosure gas temperatures for Config.
B - without debonding.
Figure 6.5 shows the gas temperature history in the room predicted
by the submodel for Config. B. This also compares well with the
mean temperature measurements in the experiment (also shown in
the same Figure). A plate thermometer was included in the room and
it is noted that it gave measurements that were approximately 180°C
lower than the average of the thermocouple trees.
An assumed value of GER = 2.0 in the simulation with SMA pro-
vides a better match to the measured total HRR than does Li et al.’s es-
timate of 3.1, while the gas temperature predictions are similar. How-
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Figure 6.6: Measured and predicted total HRR for Config. B - with debond-
ing.
ever, there is uncertainty in whether all the gasified fuel is completely
burned as well as uncertainties in the means used by Li et al. to esti-
mate GER in the experiment. However, it seems reasonable that the
actual GER in the experiment was likely not lower than 2 and could
have been as high as 3.1.
McGregor observed that all items in the room became fully in-
volved at 5:55 minutes when the floorboards in the doorway ignited.
He also noted that at 39 minutes, the HRR began to rise again en-
tering a second growth phase, at which time pieces of the first CLT
lamella were observed to fall off.
To illustrate the effect of including debonding in the model simula-
tions of total HRR for both the SMA and SMC cases ’with debonding’
is shown in Figure 6.6 and the gas temperature in Figure 6.7. The
effect of the debonding in contributing fresh fuel to the fire can be
clearly seen in the case of SMC (the kinetic submodel), however it
is barely noticeable in the SMA cases. This is because the debond-
ing occurs while the burning is already ventilation-controlled such
that a release of additional mass following debonding would lead to
an extended burning duration for SMA but would be immediately
released in the vent flow to burn outside in the case of SMC.
McGregor estimated the overall average charring rate to be 0.85
mm/min based on a charring depth of 24 mm in 40 min [156]. This is
less than the predictions illustrated in Figure 6.8. At 40 minutes the
model predicted char depths of about 35 mm and 37 mm for SMA
and SMC respectively. Overall for Config. B, SMA with GE 2.0 gives
the best overall agreement with the experimental data considering
heat release rate, gas temperatures and char depth.
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Figure 6.7: Measured and predicted enclosure gas temperatures for Config.
B - with debonding.
Figure 6.8: Config. B - Char depth in wall based on 300°C isotherm.
6.2.4 Config. C prediction - two adjacent walls with timber exposed
In this configuration, CLT panels on the rear wall and one side wall
were exposed with other surfaces protected [157]. This was test 5
reported by Medina Hevia [157]. Flashover was observed at about
5 min with the gas temperature reaching a peak of about 1200°C after
20 min. The initial growth rate is set to Q̇ = 0.017αt2 (kW) to give a
time to flashover that approximately matches the experiments. From
Figure 6.9, the measured rate of heat release started to increase for
a second peak around 65 min being the result of some debonding
exposing fresh timber to the fire. A second flashover then occurred
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following the rapid rise in temperature shown at around 75 min. The
gas temperatures are shown in Figure 6.10.
Figure 6.9: Measured and predicted total HRR for Config. C - without
debonding.
Figure 6.10: Measured and predicted enclosure gas temperatures for Config.
C - without debonding.
Model simulations for this configuration were run for SMA with
GE 1.3 and GE 2.0 and for SMC with and without the debonding sub-
model. The HRR curves with the debonding submodel utilised are
shown in Figure 6.11 and the corresponding gas temperatures in Fig-
ure 6.12. Prior to debonding at 65 min, the predicted total HRR with
GER = 1.3 provides a better match with the measured peak HRR in
the experiment, whereas for the gas temperature, SMA with GER =
2.0 and SMC provide the better match due to predicted shorter times
to reach the peak temperature. However, with respect to gas tem-
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perature and fire severity, GER = 1.3 provides the more conservative
prediction as seen in Figure 6.10. The corresponding comparisons for
HRR and gas temperature with the debonding submodel included
are shown in Figure 6.11 and Figure 6.12 respectively.
Figure 6.11: Measured and predicted total HRR for Config. C - with debond-
ing.
Figure 6.12: Measured and predicted enclosure gas temperatures for Config.
C - with debonding.
The predicted debonding times (about 23-28 min) from both SMA
and SMC when the 200°C criterion for temperature at the adhesive
line is used is significantly less than the observed time in the exper-
iment of about 65 min. The predicted char depths versus time are
shown in Figure 6.13. Medina Hevia [157] reported char depths of 71
- 80 mm in the exposed CLT walls. The prediction using SMA and
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utilising the debonding submodel is reasonable and conservative as
shown in Figure 6.13.
Figure 6.13: Config. C - Char depth in wall based on 300°C isotherm.
Figure 6.14: Measured and predicted total HRR for Config. D - without
debonding.
6.2.5 Config. D prediction - two opposite walls with timber exposed
In this configuration, CLT panels on two opposite side walls were
exposed representing 59.4% of the total wall surface area. Flashover
was observed at about 4 min and was earlier than for Config C. The
initial growth rate is set to Q̇ = 0.029αt2 (kW) to give a time to
flashover that approximately matches the experiment. The furniture
was reported to have been consumed by 16 min. Figure 6.14 and Fig-
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ure 6.15 shows the measured and predicted total HRR without and
with the debonding submodel included.
Figure 6.15: Measured and predicted total HRR for Config. D - with debond-
ing.
The surface layer of CLT debonded during the experiment leading
to a second flashover as illustrated by the increase in gas temperature
after 45 min in Figure 6.16. Corresponding gas temperatures with the
debonding submodel included are shown in Figure 6.17. The peak
measured total HRR lies between the predicted values for SMA with
GE 1.3 and SMA with GE 2.0 - with GE 1.3 again providing the more
conservative prediction for the gas temperature and fire severity, but
GE 2.0 better matching the measured data. There was a reported in-
strumentation failure in the HRR measurement around 30 min.
Figure 6.16: Measured and predicted enclosure gas temperatures for Config.
D - without debonding.
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Figure 6.17: Measured and predicted enclosure gas temperatures for Config.
D - with debonding.
The predicted char depths versus time are shown in Figure 6.18.
Medina Hevia [157] reported char depths of 53 - 60 mm in the ex-
posed CLT walls which was less than for the two adjacent walls in
Config. C. The prediction using SMA and utilising the debonding
submodel is reasonable and conservative as shown in Figure 6.18.
Figure 6.18: Config. D - Char depth in wall based on 300°C isotherm.
6.2.6 Config. E prediction - one wall with timber exposed
In this configuration, CLT panels on the rear wall were exposed rep-
resenting 29.7% of the total wall surface area. The initial growth rate
is set to Q̇ = 0.029αt2 (kW) to give a time to flashover that approxi-
mately matches the experiment. Figure 6.19 shows the measured and
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predicted heat release rate without debonding and Figure 6.20 shows
the same with the debonding submodel included. Debonding was
not observed in this experiment, however is predicted to occur if a
debonding temperature of 200°C is specified with either the SMA or
SMC submodels.
Figure 6.19: Measured and predicted total HRR for Config. E - without
debonding.
Figure 6.20: Measured and predicted total HRR for Config. E - with debond-
ing.
Figure 6.21 and Figure 6.22 show the measured and predicted gas
temperature without and with debonding respectively for SMA with
GE 1.3 and GE 2.0.
The predicted char depths versus time are shown in Figure 6.23.
Medina [157] reported char depths of 21 - 44 mm in the exposed
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Figure 6.21: Measured and predicted enclosure gas temperatures for Config.
E - without debonding.
Figure 6.22: Measured and predicted enclosure gas temperatures for Config.
E - with debonding.
CLT wall. The prediction using SMA and utilising the debonding sub-
model is reasonable and conservative as shown in Figure 6.23.
6.3 edinburgh university experiments (config . f-h)
6.3.1 Description
These configurations were investigated by Hadden et al. [165] in a
room measuring 2.72 × 2.72 × 2.77 m high with an opening 1.84 m
high and 0.76 m wide as summarised in Table 6.1. The timber used in
these experiments was a CLT panel comprising five layers of spruce
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Figure 6.23: Config. E - Char depth in wall based on 300°C isotherm.
wood bonded with a polyurethane adhesive. The total panel thickness
was 100 mm, and each layer (lamella) had a uniform thickness of
20 mm. The thermal properties for room materials were as given by
Hadden et al. as shown previously in Table 6.2.
The contents fuel load was four wood cribs, with each crib consist-
ing of five layers of sticks of cross-section 25 × 25 mm at a spacing
75 mm. The total mass of timber was approximately 56 kg in each ex-
periment. Assuming an effective heat of combustion of 14 MJ/kg, the
wood crib fuel load is estimated to be 106 MJ/m2. The initial growth
rate is set to Q̇ = 0.014αt2 (kW) for this set of simulations. A typical
interior view of the enclosures is shown in Figure 6.24.
6.3.2 Config. F prediction - rear and one side wall with timber exposed
This configuration was designated ‘Alpha’ by Hadden et al. [165] and
had CLT panels on the rear wall and one side wall exposed. The ex-
periment was repeated with a change made to the protection system
such that, for Alpha-1, the gypsum plasterboard protection was fixed
directly over the timber surfaces, while for Alpha-2, stone wool insu-
lation was installed between the plasterboard and the timber. Plaster-
board was observed to fall during both experiments, but previously
protected timber surfaces only contributed to the fire after falling off
occurred for experiment Alpha-1.
In experiment Alpha-2, pieces of gypsum plasterboard started to
fall from 25 min, but none of the protected timber contributed to
the fire. Following the first peak in HRR and decline, the HRR in-
creased again from 32.4 min. This was attributed to debonding of
the surface layer. Figure 6.25 shows the measured and predicted heat
release rate. Figure 6.26 shows the measured and predicted gas tem-
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Figure 6.24: View inside a typical enclosure prior to ignition. Reprinted from
Hadden et al. [165] under a Creative Commons License.
perature. While the GE 2.0 assumption matches the peak total HRR
more closely, GE 1.3 provides a better prediction for the gas tempera-
ture history up until the time debonding was observed.
Figure 6.25: Measured and predicted total HRR for Config. F - without
debonding.
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Figure 6.26: Measured and predicted gas temperature for Config. F - with-
out debonding.
The HRR curves with the debonding submodel utilised are shown
in Figure 6.27 and the corresponding gas temperatures in Figure 6.28.
Figure 6.27: Measured and predicted total HRR for Config. F - with debond-
ing.
Based on the predicted time for the temperature at the adhesive
line to reach 200°C, debonding is predicted to occur at about 15.5 min
for the GER 1.3 case. This is earlier than observed in the experiment.
The predicted gas temperatures in the enclosure prior to the time of
predicted debonding agree well with the experiment.
Hadden et al. [165] reported that the maximum char depth in the
exposed timber was 53 mm after 60 min. Figure 6.29 shows the pre-
dicted char depth versus time for submodels and SMA and SMC
without debonding and with debonding for SMA with GE 2.0. Simu-
lations were made using a debond temperature of 200°C and 300°C. It
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Figure 6.28: Measured and predicted gas temperature for Config. F - with
debonding.
can be seen that the debonding submodel predicts the exposed wall
to be completely charred through with a charring rate that is more
rapid than measured in the experiment.
Figure 6.29: Config. F - Char depth in wall based on 300°C isotherm.
6.3.3 Config. G prediction - rear wall and ceiling with timber exposed
This configuration was designated ‘Beta’ by Hadden et al. [165] with
CLT panels on the ceiling and rear wall exposed. The experiment
was repeated (designated Beta-1 and Beta-2). The different behaviour
observed for the repeated experiments was attributed by Hadden
et al. to the uncertainties in the duration of the enclosure fire. Fig-
ure 6.30 shows the measured and predicted heat release rate. Fig-
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ure 6.31 shows the measured and predicted gas temperature (without
debonding). Both the SMA GE 2.0 and SMC submodels provide good
agreement with the gas temperatures prior to when debonding was
observed.
Figure 6.30: Measured and predicted total HRR for Config. G - without
debonding.
Figure 6.31: Measured and predicted gas temperature for Config. G - with-
out debonding.
Figure 6.32 and Figure 6.33 show the predicted HRR and gas tem-
peratures respectively with the debonding submodel included. Sub-
model SMA predicts debonding at about 16 min compared to about
20 min in experiment Beta-2. In Figure 6.33 the time between suc-
cessive temperature peaks for experiment Beta-2 was about 15 min
however it is half this time for the SMA predictions, with debonding
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occurring every 6 min or so until the char penetrates the full depth of
the wall.
Figure 6.32: Measured and predicted total HRR for Config. G - with debond-
ing.
Figure 6.33: Measured and predicted gas temperature for Config. G - with
debonding.
The maximum char depth measured in experiment Beta-1 and Beta-
2 after 60 min was 11 mm and 44 mm respectively [165]. Figure 6.34
shows the predicted char depth versus time for submodels and SMA
and SMC without debonding and with debonding for SMA with GE
2.0. Simulations are made using a debond temperature of 200°C and
300°C. As was the case for Config. F, it can be seen that the debond-
ing submodel predicts the exposed wall to be completely charred
through with a charring rate that is more rapid than measured in the
experiment.
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Figure 6.34: Config. G - Char depth in wall based on 300°C isotherm.
6.3.4 Config. H prediction - rear, side wall and ceiling with timber exposed
This configuration was designated ‘Gamma-1’ by Hadden et al. [165]
with CLT panels on the ceiling, rear wall and one side wall exposed.
Figure 6.35 shows the measured and predicted total heat release rate.
Figure 6.36 shows the measured and predicted gas temperature. Again
SMC and SMA GE 2.0 both provide good agreement with the exper-
iment up until the time debonding and regrowth in the fire was ob-
served.
Figure 6.35: Measured and predicted total HRR for Config. H - without
debonding.
Figure 6.37 and Figure 6.38 show the predicted HRR and gas tem-
peratures respectively with the debonding submodel included. The
predicted time for the 200°C isotherm to reach the adhesive line is
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Figure 6.36: Measured and predicted gas temperature for Config. H - with-
out debonding.
about 16 min for SMA and about 13 min for SMC. This is the same
as for Config. G. For this configuration, Hadden et al. [165] indicated
that the critical heat flux for sustained burning and continued pyrol-
ysis was able to be maintained within the enclosure was due to radia-
tive exchange between the surfaces. This meant the effect of debond-
ing was not as distinctly obvious in the measured gas temperature
Figure 6.36 when compared with Config. G.
Figure 6.37: Measured and predicted total HRR for Config. H - with debond-
ing.
The maximum char depth measured in experiment Gamma-1 after
60 min was 58 mm [165]. This is compared with the predicted char
depth for SMA and SMC in Figure 6.39. As for the Config. F and
Config. G, the debonding submodel predicts debonding of successive
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Figure 6.38: Measured and predicted gas temperature for Config. H - with
debonding.
lamella at a faster rate than is observed in the experiment. This could
indicate that the assumed debonding temperature of 200°C is too low
and/or that the calculation of the heat conduction into the wall is not
sufficiently accurate.
Figure 6.39: Config. H - Char depth in wall based on 300°C isotherm.
6.4 fprf/nrcc experiments (config . i-n)
6.4.1 Description
These configurations were reported by Su et al. [168] in a room mea-
suring 9.1 × 4.6 × 2.7 m high with an opening 2.0 m high and either
1.8 or 3.6 m wide as summarised in Table 6.1. These enclosures were
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intended to represent a studio sized apartment unit. In addition to
these openings, there were two additional small openings in the op-
posite (rear) wall. Each one was 150 mm diameter and positioned 0.3
m and 1.8 m above the floor. These were intended to simulate leakage
of gases through a protected entrance doorway.
All rooms were constructed from CLT panels 175 mm thick and
comprising five lamellae each 35 mm thick and manufactured from
spruce-pine-fir lumber. The lamellae were adhered with a one compo-
nent polyurethane adhesive (with a brand name of HBE). The panels
were stated to conform to American National Standard ANSI/APA
PRG-320-2012 [253].
The fuel load comprised mostly cellulosic furniture (white pine,
hardboard and douglas fir) with a small amount of polyurethane
foam (about 3% by mass) which was intended to provide a FLED
of 550 MJ/m2. Closer inspection of the report revealed the average
heat of combustion assumed was 19.7 MJ/kg which was unlikely to
have been the effective heat combustion realised in the experiments
during the flaming stage as there was no allowance for a combustion
efficiency (see also Section 5.3.2). Therefore, for the simulations re-
ported here the FLED was downgraded to 391 MJ/m2 to correspond
to an average effective heat of combustion of 14 MJ/kg as discussed
in Section 5.3.2. A view of the fuel load is shown in Figure 6.41 and
the layout in Figure 6.40. For this series of experiments, the gas tem-
perature presented in the figures is the average reading from the four
thermocouples located on tree 3 opposite the opening over the height
range 1.1 to 2.6 m above the floor.
Figure 6.40: Configs. I - N. Layout of room contents showing location of
instrumentation trees. Reprinted from [168] with permission.
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Figure 6.41: Configs. I - N. View of room contents. Reprinted from [168]
with permission.
6.4.2 Config. I prediction - timber fully protected
This configuration was referred to as Test 1-1 by Su et al [168]. There
was an opening 1.8 m wide× 2.0 m high in one wall. Walls and ceiling
were fully protected with 3 layers of 15.9 mm Type X gypsum plaster-
board. The t2 growth rate coefficient used is 0.0037 kW/s2 to approx-
imately match the experimental time to reach 500°C (flashover). The
experiment is modelled assuming both the walls and ceiling were 175
mm thick wood covering with 48 mm of gypsum plasterboard.
Figure 6.42 shows the measured and predicted gas temperatures
and Figure 6.43 shows the measured and predicted total rate of heat
release. In both cases the agreement between the model and the mea-
sured values is considered to be very good. Since neither of the wood
surface pyrolysis submodels are required for these simulations the
model results reflect the underlying performance of the fire model.
The model results indicate a short period of ventilation-controlled
burning after flashover followed by a fuel-controlled regime in the
decay phase. The user specified GE ratio influences the burning rate
of the room contents with either GE 1.0 or GE 1.3 appearing to pro-
vide acceptable results in comparison with the measured data. GE 2.0
is too high for this experiment where there was no contribution from
the surface linings and confirms that GE 1.3 is a reasonable default
value to use in the model.
6.4.3 Config. J prediction - timber fully protected
This configuration was referred to as Test 1-2 by Su et al [168]. There
was an opening 3.6 m wide × 2.0 m high. The walls and ceiling were
fully protected with 2 layers of 15.9 mm Type X gypsum plasterboard.
The t2 growth rate coefficient used was 0.0052 kW/s2 to approxi-
mately match the experimental time to reach 500°C (flashover). This
configuration differed from Config. I by having double the area of
ventilation for the largest opening. Flashover occurred at 15.3 min fol-
114 benchmarking the pyrolysis submodels
Figure 6.42: Config. I - measured and predicted gas temperature.
Figure 6.43: Config. I - measured and predicted total heat release rate.
lowed by a large external fire plume. The fire started to decay at 37
min and external flaming ceased from 40 min.
The model prediction of the peak gas temperature is clearly lower
than measured in this experiment as seen in Figure 6.44 unlike for
Config. I where a good prediction of the peak gas temperature is
achieved. On the other hand the prediction of the total rate of heat
release appears in good agreement as seen in Figure 6.45. The model
considered this experiment to be fuel surface area controlled and not
ventilation limited unlike Config. I. where a period of ventilation con-
trolled burning of about 20 minutes duration is apparent from the
plateau in the predicted rate of heat release curve (Figure 6.43). The
poor agreement for the gas temperature might be interpreted as sug-
gesting that the fuel surface controlled (free-burning) mass loss rate
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for the wood cribs was not a good representation of the real furniture
used in this experiment.
Figure 6.44: Config. J - measured and predicted gas temperature.
Figure 6.45: Config. J - measured and predicted total heat release rate.
6.4.4 Config. K prediction - one wall with timber exposed
This configuration was referred to as Test 1-3 by Su et al [168]. There
was an opening 3.6 m wide × 2.0 m high (the same as Config. J). One
wall was exposed (33%) with the remainder protected with 2 layers
of 15.9 mm Type X gypsum plasterboard. The ceiling was fully pro-
tected with 3 layers of 15.9 mm Type X gypsum plasterboard. The t2
growth rate coefficient used is 0.0083 kW/s2 to approximately match
the experimental time to reach 500°C (flashover).
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Figure 6.46 shows the measured and predicted gas temperatures
and Figure 6.47 shows the measured and predicted total rate of heat
release. The predicted gas temperature curve for GE ratios of 1.3 and
2.0 are identical indicating that the model treats this experiment as
fuel surface area controlled (as previously noted also for Config. J)
and not ventilation limited. This is consistent with using Equation 2.1
and an assumed heat of combustion of 14 MJ/kg which gives 12.8
MW for ventilation controlled HRR for a 3.6 × 2.0 m high opening
and which wasn’t quite reached in the experiment. The peak gas tem-
perature predicted from SMA is also lower than the measured tem-
perature by at least 100°C. On the other hand the prediction of the
total rate of heat release appears comparable. SMC matches the peak
gas temperature more closely.
Figure 6.46: Config. K - measured and predicted gas temperature.
Char depth was measured in the exposed CLT wall at heights of 0.6,
1.1 and 1.6 m after the experiment and were found to be in the range
60-85 mm [168]. This is shown is Figure 6.48 along with the predicted
char depths using submodel SMC with and without the debonding
submodel. SMA with an assumed debonding temperature of 200°C
resulted in a final char depth of 126 mm - well in excess of the maxi-
mum measured value of 85 mm. An assumed debonding temperature
of 220°C gives a final char depth of 93 mm, however if a debonding
temperature of 300°C is used the predicted final char depth is only
34 mm, only 1 mm short of reaching the adhesive line meaning no
debonding is predicted. Therefore, final char depths can be very sen-
sitive to the assumed debonding temperature for the adhesive used.
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Figure 6.47: Config. K - measured and predicted total heat release rate.
Figure 6.48: Config. K - measured and predicted char depth.
6.4.5 Config. L prediction - ceiling with timber exposed
This configuration was referred to as Test 1-4 by Su et al [168]. There
was an opening 1.8 m wide × 2.0 m high (the same as Config. I). The
walls were fully protected with 3 layers of 15.9 mm Type X gypsum
plasterboard. The ceiling was fully exposed. The t2 growth rate coef-
ficient used is 0.0037 kW/s2 to match Config. I. Flashover occurred
at 11.5 min with the exposed ceiling fully involved. The fire started
to decay at 75 min after the charred first lamella of the CLT panels
fell off the ceiling. At 85 min external flaming ceased and oxygen vol-
ume fraction returned to above 15% in the enclosure. The enclosure
temperatures kept decreasing until 140 min. The test was terminated
by manual fire suppression at 159 min after the second lamella of
the CLT panels fell from the ceiling at about 150 min and the third
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lamella became involved. After the test two and half lamellae of CLT
were lost at the centre of the ceiling [168].
The simulations assumed the ceiling and walls were both 175 mm
thick wood comprising 5 layers each 35 mm thick however only the
ceiling contributed to the fire. Figure 6.49 shows the measured and
predicted gas temperatures and Figure 6.50 shows the measured and
predicted total rate of heat release. Submodel SMA with GE 1.3 ap-
pears to most closely match the measured gas temperature and total
heat release rate. The submodels SMA with GE 2.0 and SMC both
predict a similar time to peak burning that is quicker than observed
in the experiment.
Figure 6.49: Config. L - measured and predicted gas temperature.
Figure 6.50: Config. L - measured and predicted total heat release rate.
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After the test the depth of char in the ceiling panels was determined
to be in the range 66 to 90 mm. This is shown is Figure 6.51 along with
the predicted char depths using submodel SMC with and without the
debonding submodel.
Figure 6.51: Config. L - measured and predicted char depth.
The simulations with the debonding submodel give char rate pre-
dictions that are too quick compared to the measured data and this be-
comes more apparent as the temperature at the adhesive line reaches
the specified debonding temperature and each successive lamella is
predicted to fall away. This is expected to be a result of the simply-
ing assumption that each layer is removed from the entire surface at
the debonding time. In reality the process of debonding is a much
more progressive one occurring over a longer timeframe. Debonding
may still need to be included in the model, at least for CLT where
a thermal resistive adhesive has not been used, as ignoring the phe-
nomenon in these cases would be non conservative.
6.4.6 Config. M prediction - one wall with timber exposed
This configuration was referred to as Test 1-5 as reported by Su et al
[168] and a short summary of their observations follow. There was an
opening 1.8 m wide × 2.0 m high (the same as Config. I and Config.
L). The walls and ceiling were fully protected with 3 layers of 15.9
mm Type X gypsum plasterboard except for one wall representing
33% of the total wall area left exposed. The t2 growth rate coefficient
used is 0.0037 kW/s2 to match Config. I. In the experiment, flashover
occurred at 11.5 min followed by a large external fire plume. The
contents were consumed by 40 min but the exposed wall continued to
burn. From 52 min to 75 min pieces of the first lamella of the exposed
wall was observed to gradually fall away. External flaming ceased at
67 min. The second lamella continued to burn until 100 min. From 100
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to 130 min there was little visible flame on the exposed wall but from
130 to 140 minutes flaming resumed. At 140 min external flaming
also resumed. The gypsum board protection started to fail with the
ceiling contributing from 150 min and the other walls became fully
involved from 185 min after their protection fell off. The experiment
was manually suppressed at 202 minutes. Key events with room gas
temperature are shown in Figure 6.52.
Figure 6.52: Config. M - Measured gas temperature with key events.
Figure 6.53: Config. M - measured and predicted gas temperature.
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It is noted that debonding of the first lamella is occurring after the
room contents have mostly burned out and with the fire starting to
return to fuel-surface control. Since only a small part of the wall was
exposed to start with, the regrowth in the fire is not very apparent
from the gas temperature measurements during this phase of the fire.
The simulations assume the ceiling is 48 mm thick plasterboard and
the walls are modelled as 175 mm thick wood comprising 5 lamella
each 35 mm thick. Figure 6.53 shows the measured and predicted gas
temperatures and Figure 6.54 shows the measured and predicted total
rate of heat release. The prediction for submodel SMC with debond-
ing at 300°C is also included.
Figure 6.54: Config. M - measured and predicted total heat release rate.
The failure of gypsum plasterboard protection during the experi-
ment, which is not accounted for in the model is partly responsible
for the variation between measured and predicted gas temperature
and heat release rate. After the test, the depth of char in the wall
was measured to be in the range 102 to 141 mm. This is shown in
Figure 6.55 along with the predicted char depths. The char depth pre-
dictions for the submodel SMC for debonding temperatures of both
200°C and 300°C is shown and clearly demonstrates the sensitivity
of the char depth prediction to the debonding behaviour and if and
when it occurs.
6.4.7 Config. N prediction - one wall and ceiling with timber exposed
This configuration was referred to as Test 1-6 as reported by Su et al
[168]. There was an opening 1.8 m wide × 2.0 m high (the same as
Config. I, L and M). The ceiling and one wall was fully exposed with
the remaining walls protected with 3 layers of 15.9 mm Type X gyp-
sum plasterboard. Again the t2 growth rate coefficient used is 0.0037
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Figure 6.55: Config. M - measured and predicted char depth.
kW/s2 to match Config. I. In the experiment, flashover occurred at
9.8 min followed by external flaming. At 80 min the external flam-
ing reduced in size and the inside of the room became partly visible.
At 100 min the external flaming increased once more obstructing the
view. At 120 min the ceiling appeared to sag. At the end of the test,
one of the ceiling panels collapsed into the room after manual fire
suppression was commenced.
The measured predicted gas temperatures are shown in Figure 6.56
and the total heat release rate in Figure 6.57. Similar trends are seen
as for the previous experiments.
Figure 6.56: Config. N - measured and predicted gas temperature.
Char depths after the test were measured in the range 89 - 143 mm
for the exposed wall and in the range 116 - 154 mm in the ceiling.
The predicted char depth in the exposed wall is shown in Figure 6.58
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Figure 6.57: Config. N - measured and predicted total heat release rate.
with almost identical predictions shown in Figure 6.59 for the ceiling.
Again, use of the debonding submodel results in charring rate pre-
dictions that are too quick and too deep compared to that seen in the
experiment.
Figure 6.58: Config. N - measured and predicted char depth in the wall.
6.5 nrcc experiments (config . o-s)
6.5.1 Description
A series of five enclosure fire experiments incorporating combina-
tions of CLT panels and Glulam structural elements were conducted
at the National Research Council of Canada by Su et al. [171]. The
enclosures were constructed from 175 mm thick CLT manufactured
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Figure 6.59: Config. N - measured and predicted char depth in the ceiling.
from spruce-pine-fir lumber using five lamellae each 35 mm thick
and bonded together with a thermal resistive polyurethane adhesive
which met the full-scale fire test requirements recently added to AN-
SI/APA PRG-320-2018 [170]. The density of the CLT was not reported
by Su et al. [171] but the same CLT specification was reported by
Janssens [169] to have a nominal density of 31.5 lb/ft3 (505 kg/m3)
and similar to the nominal density of 515 kg/m3 for the CLT used in
experiments by McGregor [156]. The enclosure measured 4.5 m long
× 2.4 m wide × 2.7 m high with a single doorway opening in one
of the longer walls measuring 0.76 m wide × 2.0 m high. The fuel
contents in each experiment comprised three wood cribs each weigh-
ing 120 kg. The wood cribs were constructed from 0.9 m long sticks
of 95 × 38 mm spruce and are shown in Figure 6.60. The CLT was
encapsulated with gypsum board to varying degrees as summarised
in Table 6.3. The proportion of the wall and ceiling area exposed is
given in Table 6.4 where the Glulam is represented as an equivalent
wall area for modelling purposes based on the surface area directly
exposed to the fire.
The use of a thermal resistive adhesive to bond the CLT lamella
meant that debonding was not observed in these experiments. How-
ever, in some cases, there was still some additional CLT contribution
later in the fire development which was attributed to charring and
pyrolysis of wood behind some of the failing gypsum board encap-
sulation. It was therefore expected that the CLT in these experiments
would burn in a manner similar to solid wood, providing a useful set
of experiments for benchmarking the submodels without the added
complexity of the lamellae debonding.
Three thermocouple trees were installed in the enclosure to mea-
sure the enclosure gas temperatures. Each thermocouple tree had
five thermocouples at heights of 0.6, 1.2, 1.6, 2.0 and 2.4 m above
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Figure 6.60: View of wood cribs used in Configs. O to S. Reprinted from Su
et al. [171] with permission.
Config. Walls Ceiling Floor Glulam
O 3GB a 3GB 3GB -
P 33% exposed 10% exposed
rest 2GB b rest 2GB 2GB -
Q 2GB 2GB 2GB beam ≈ 11.5% wall
column ≈ 24.5% wall
R 2GB 100% exposed 2GB beam ≈ 6.4% wall
column ≈ 12.6% wall
S 35% exposed 100% exposed 2GB
rest 2GB -
a 3 GB: 1 / 15.9 mm Type X gypsum board + 2 / 12.7 mm Type X gypsum board
b 2 GB: 2 / 12.7 mm Type X gypsum board
Table 6.3: Summary of room fire test with configurations of exposed timber
as reported by Su et al. [171].
Config. Wall area exposed Ceil area exposed Moist. content
O 0% 0% 8.9%
P 33% 10% 7.0%
Q 36% 0% 7.5%
R 19% a 100% 8.1%
S 35% 100% 7.1%
a This was exposed Glulam beams/columns represented as an equiv. area of wall.
Table 6.4: Proportion of the wall and ceiling area exposed as assumed in
simulations.
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the floor. Another thermocouple tree was located at the centreline of
the opening to record the smoke temperature exiting the enclosure.
Three thermocouples were at heights of 0.6, 1.2 and 1.6 m above the
floor within the doorway opening. The thermocouples on the trees
were Type K, stainless steel sheathed, 3.18-mm diameter, grounded
junction thermocouples shielded for radiation. Thermocouples were
also embedded inside the CLT at various locations at the depths of
17.5, 35, 52.5, 70 and 105 mm from the interior CLT surface. There
were no mass loss or calorimetry measurements made during these
experiments.
Based on the mass of wood cribs (360 kg) and an assumed effec-
tive heat of combustion of 14 MJ/kg [146], it is determined that the
fire load energy density for the moveable fire load is 467 MJ/m2. The
initial fire growth is assumed to be a Fast t2 fire until flashover after
which the mass loss rate of the moveable fire load is determined from
the lesser of the ventilation-controlled burning rate, crib porosity-
controlled burning rate and the fuel-controlled burning rate for wood
cribs. The calculated mass loss from the exposed wood surfaces is ad-
ditional to the moveable fire load with the mass loss rate provided
by the applicable wood combustion submodel. The heat conduction
calculations for the 175 mm thick CLT walls and ceiling use finite
difference layers that are 1.0 mm thick. The emissivity of the CLT is
taken as 0.7 (see note in Section 6.2.1) regarding this value) and the
initial density as 515 kg/m3.
The actual measured moisture content for the CLT was in the range
7.0 to 8.9% as shown in Table 6.4 and these values were also used in
the simulations. A sensitivity analysis for Config. P showed an almost
negligible difference in the predicted enclosure gas temperatures with
a moisture content in the range 7 to 10%.
Simulations of each of the five experiments are carried out. For the
four experiments with exposed wood elements, multiple simulations
are made using submodel SMA (with GE ratios of 1.0, 1.3 and 2.0) as
well as the kinetic submodel SMC. For the SMC submodel the burn-
ing rate for the moveable fire load during the ventilation-controlled
burning period is assumed to be 1.3 × stoichiometric. Simulations
with SMC assume three different thermal conductivity relationships
for the wood – temperature dependent properties from Hankalin et
al. [243], Eurocode 5 (EC5) [146] along with an assumed constant ther-
mal conductivity of 0.13 W/mK.
6.5.2 Config. O - timber fully protected
This experiment was designated experiment 1 by Su et al. [171] and
did not include any wood surface contribution and therefore is use-
ful to compare with the other four experiments that only varied due
to the amount of exposed CLT or Glulam beams/columns present.
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The average gas temperature shown in Figure 6.61 is the average tem-
perature reading from the TC trees inside the enclosure. The shaded
region shown corresponds to the range of temperatures measured
by individual thermocouples on the thermocouple trees. Figure 6.61
also shows the gas temperature measured in the doorway opening at
heights of 0.6, 1.2 and 1.6 m above the floor. The peak average gas
temperature in the room of 1129°C was measured at about 19 min.
The gas temperature predicted by the fire model (peak 1146°C at 21
min) provides good agreement with the measured average gas tem-
perature from the thermocouple trees until the latter part of the decay
where the predicted temperatures are higher than those measured.
This change in slope in the predicted temperature occurs following
predicted burnout of the contents and is due to the ‘hot’ layer ceasing
to vent once the layer interface in the enclosure lifted to reach the top
of the opening.
Figure 6.61: Measured and predicted enclosure gas temperatures for Config.
O with no contribution from exposed wood surfaces.
6.5.3 Config. P - timber partially exposed
This experiment was designated experiment 2 by Su et al. [171]. A
view of the room is shown in Figure 6.62 showing the exposed wall
and ceiling.
With some exposed CLT introduced to the walls and ceiling the pe-
riod of intense burning was extended with the peak average gas tem-
perature of 1184°C recorded at about 26 min. Figure 6.63 shows the
predicted gas temperature with the various pyrolysis submodels com-
pared with the average temperature recorded by two thermocouple
trees along with the thermocouples in the doorway opening. The grey
shaded band represents the range of temperature readings recorded
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Figure 6.62: Config. P - view of the room showing exposed wall and part of
ceiling. Reprinted from Su et al. [171] with permission.
by the 10 individual room thermocouples. In addition, the gas tem-
perature measured at elevations of 1.6 m, 1.2 m and 0.6 m above the
floor in the opening are also shown.
Figure 6.63: Measured and predicted enclosure gas temperatures for Config.
P using kinetic and GE (with 3 different GE factors) pyrolysis
submodels.
The predicted gas temperature using submodel SMA with an as-
sumed GE ratio of 2 (i.e. equal burning inside and outside the open-
ing) provides the best agreement for the time to reach the peak gas
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temperature consistent with previous observations by Hakkarainen
[153]. Lower GE ratio increases the fire duration by burning more
fuel inside the room. For the kinetic submodel the closest overall
agreement is obtained using the Hankalin et al. properties [243]. For
the simulation using thermal conductivity from EC5 the predicted
peak gas temperatures are appreciably lower and this is perhaps un-
expected. The EC5 equations may work better when simulating stan-
dard fire resistance tests where the boundary condition gas temper-
ature or heat flux is prescribed. In the case of a enclosure fire that
solves the governing energy conservation equation, assuming higher
thermal conductivity for the solid/char at higher temperatures (i. e.
nearer to the surface) as used in EC5 has the counter effect of cooling
the fire gas temperature since more of the energy from the fire is con-
ducted into the wall (and less is used to increase the fire gas tempera-
ture). When simulating a standard fire resistance test (or a prescribed
parametric time temperature curve) in a finite element heat transfer
model the assumed energy of the fire (in a broad sense) does not
change. It is also generally seen that the predicted gas temperature
corresponds more closely with the outflow temperatures in the door
opening than with the average readings from the thermocouple trees
inside the room. The outflow temperatures may be more representa-
tive of a ‘well-mixed’ room gas temperature. The constant thermal
conductivity simulation initially closely follows the gas temperature
using the Hankalin properties but the temperature drops off more
rapidly during the decay phase.
Figure 6.64: Measured versus predicted char depth in the exposed wall
based on the time to reach 300°C determined from the pre-
dicted temperature/depth profile below the surface of the ex-
posed wall for Config. P.
Figure 6.64 shows measured and predicted char depth in the wall.
While the kinetic submodel (with Hankalin et al. thermal conductiv-
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ity) gave a predicted maximum depth of char of 48 mm (being 5 mm
less than indicated by the internal thermocouple readings) the initial
char rate appears to be over-predicted. A resistograph was also used
to measure char depth at 16 locations across the surface of the wall af-
ter the experiment and maximum depths recorded were in the range
50 – 95 mm (average 68.5 mm) [171]. The embedded thermocouples
within the wall were at a height of 1.8 m and recorded maximum char
depths of 53 mm. The resistograph readings at a similar height were
in the range 50 to 70 mm.
6.5.4 Config. Q - Glulam beams and columns exposed
This experiment was designated experiment 3 by Su et al. [171]. The
only exposed timber surface in this enclosure was due to the glulam
beams and columns and these were represented in the model as an
equivalent area of wall. The walls and ceiling were protected with
gypsum plasterboard and are assumed not to contribute any fuel to
the fire.
The fire was in the fully developed stage from flashover to 40 min
with the measured peak average temperature reaching 1127°C shown
in Figure 6.65. The fire then started to decay. In the period from 50
min to 85 min, the room temperatures increased again because the
protected CLT panels started to char behind the gypsum board pro-
tection, causing flaming to occur at cracks and joints in the gypsum
board which contributed heat to the room. This behaviour is not cap-
tured in the model where it is assumed there would be no contribu-
tion by any protected CLT. The model provides reasonable agreement
for the time to reach peak gas temperatures and for the initial period
of decay. However, thereafter the rate of decline in the predicted room
gas temperature is much faster than that recorded by the thermocou-
ple trees, but comparable to the measurements in the doorway open-
ing. The same prediction trends apply when using submodel SMA
where the GE ratio is controlled between 1 (i.e. stoichiometric MLR)
and 2 (i.e. 2 × stoichiometric MLR). Once again the peak predicted
gas temperatures using the kinetic submodel SMC with EC5 prop-
erties are appreciably lower than obtained using Hankalin’s thermal
conductivity.
6.5.5 Config. R - Ceiling, Glulam beams and columns exposed
This experiment was designated experiment 4 by Su et al. [171]. The
additional exposed surface timber in this enclosure is provided by the
ceiling (100%) and glulam beams and columns which are estimated
to provide the same surface area as 19% of the wall. The average
measured gas temperature from two different thermocouple trees is
shown in Figure 6.66. The peak average gas temperature measured
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Figure 6.65: Measured and predicted enclosure gas temperatures for Config.
Q using kinetic and GE (with 3 different GE factors) pyrolysis
submodels.
was 1133°C at 23 min with a noticeable decline after about 30 minutes.
The room temperatures slowly increased again from 60 to 90 min
due to some charring behind the gypsum board protecting the CLT
panels.
Figure 6.66: Measured and predicted enclosure gas temperatures for Config.
R using kinetic and GE (with 3 different GE factors) pyrolysis
submodels.
Overall the kinetic submodel with the Hankalin et al. thermal con-
ductivity provides the best agreement with the experiment compared
to either using the EC5 or constant thermal conductivity or using the
alternative GE submodel.
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Figure 6.67: Measured versus predicted char depth in the exposed wall
based on the time to reach 300°C determined from the pre-
dicted temperature/depth profile below the surface of the ex-
posed wall for Config. R.
A resistograph was used to measure the maximum char depth af-
ter the experiment and was determined to be in the range 47-66 mm
(average 54 mm – at 16 locations) in the ceiling. The predicted maxi-
mum char depth is 51 mm and within the range measured by the re-
sistograph and greater than that derived from the embedded thermo-
couples as shown in Figure 6.67. Temperatures from the embedded
thermocouples in the ceiling showed that the maximum temperature
reached by the thermocouples located at a depth of 52.5 mm below
the surface was 271°C and therefore the char line did not reach that
depth at that location.
6.5.6 Config. S - Ceiling fully exposed, walls part exposed
This experiment was designated experiment 5 by Su et al. [171]. It
had the greatest area of wood surfaces exposed to the fire compared
to the previous experiments in this series with all the ceiling exposed
and 35% of the wall. A view of the room showing the exposed ceiling
and one of the exposed walls is shown in Figure 6.68.
The measured average gas temperature shown in Figure 6.69 was
again the average of 10 thermocouple readings from two different
thermocouple trees. The peak average gas temperature measured was
1158°C at 28 min with a gradual decline thereafter. The kinetic wood
pyrolysis submodel and the GE submodel with GE 2 give similar
times to reach the peak gas temperature with the kinetic submodel
giving a temperature decay that more closely matches the experiment
as shown in Figure 6.69. The GE submodel assuming a stoichiometric
release (GE 1.0) of mass from the wood surfaces overestimates the
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Figure 6.68: Config. S - view of exposed ceiling and wall before test.
Reprinted from Su et al. [171] with permission.
Figure 6.69: Measured and predicted enclosure gas temperatures for Config.
S using kinetic and GE (with 3 different GE factors) pyrolysis
submodels.
time to reach the peak gas temperature by more than a factor of two.
The kinetic wood pyrolysis submodel also once again provides better
134 benchmarking the pyrolysis submodels
agreement with the experiment compared to using EC5 or constant
thermal conductivity.
A resistograph measured char depths in the ceiling to be in the
range 70-90 mm (average 78 mm – at 16 locations). In the exposed
walls the char depth was 81-109 mm (average 89 mm – at 8 locations)
with greater char depth measured in the lower portion of the walls
compared to elsewhere. This may have been due to the positioning of
the wood cribs relatively close to the wall. While the predicted char
depth as seen in Figure 6.70 for the ceiling is comparable to that de-
termined using the embedded thermocouples, depths recorded by re-
sistograph after the experiment were much greater. Interestingly, the
resistograph measured the lowest char depths (70 mm) in the centre
region of the ceiling which exactly agreed with the char depth de-
termined from the embedded thermocouples in that region. Greater
char depths were recorded by the resistograph around the outer ar-
eas of the ceiling that were closer to the walls. The greater charring
in these areas may have been due to the increased convective flows
impinging on the ceiling from burning at the wall surface. This was
not observed for Config. R which did not have any exposed wood
on the walls. The maximum predicted char depth in the ceiling us-
ing the kinetic sub-model is 62 mm which under-predicts the average
predicted depth from the embedded thermocouples by 11.4%.
Figure 6.70: Measured versus predicted char depth in the ceiling based on
the time to reach 300°C determined from the predicted temper-
ature/depth profile below the surface of the exposed ceiling for
Config. S.
6.5.7 Discussion
Since the CLT in this series of experiments was manufactured using a
thermal resistive adhesive to bond the lamellae together it is expected
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that the CLT in these cases would burn in a manner similar to solid
wood. This is therefore expected to provide useful data for bench-
marking the model discussed in this research without the added com-
plexity that would be introduced with lamellae that debonded during
the experiment.
Mass loss contribution from the moveable fire load (wood) during
the fully developed phase is assumed to equal 1.3 × oxygen available
(as for stoichiometric burning). This may not be very accurate when
additional mass is also contributed by the exposed wood surfaces
and in the absence of any means of accounting for other interactions
between the fire and the fuel sources that could influence the mass
loss rate of the moveable fire load. In Chapter 8, a fuel response effects
submodel for the moveable fire load in a mass timber enclosure is
discussed. This would consider the effect on the mass loss rate of the
moveable fire load due to thermal feedback to the fuel surfaces and
due to depletion of oxygen inside the room.
The EC5 temperature dependent thermal conductivity for wood
resulted in significantly lower peak gas temperatures (in excess of
100°C lower) compared to that predicted using the properties de-
scribed by Hankalin et al. [243]. As discussed previously for Config.
P, while the EC5 properties may be appropriate for use with the gas
time temperature curve in the standard fire resistance test, they may
not be optimal when used in conjunction with enclosure fire models
that solve energy conservation equations.
Representing the exposed area of the glulam beams/columns as
equivalent wall area may be also inappropriate since only one di-
mensional heat transfer is modelled into the wall and ceiling sur-
faces whereas heat transfer into the beam and columns occurred on
more than one side. The model is expected therefore to underestimate
the contribution by the glulam elements and this is reflected in Fig-
ure 6.65 and Figure 6.66 where the divergence between the measured
and predicted gas temperatures is the greatest.
The char depth predicted by the model is greater than that mea-
sured in the earlier part of each experiment. However, the differ-
ence reduced as the experiment progressed. Comparisons with char
depths measured after the experiments were terminated are in most
cases reasonable but not always conservative with respect to the mea-
sured char depths.
A current model limitation is that when a wall or ceiling surface is
partly exposed wood and partly gypsum plasterboard, enclosure heat
loss calculations assume the entire surface has the thermal properties
of wood – this is expected to lead to slightly higher gas temperature
than otherwise expected depending on the relative areas concerned.
This is considered a conservative assumption but if necessary, the
model could be refined to account for this in the future.
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Overall, the kinetic pyrolysis submodel gives improved agreement
compared to the GE pyrolysis submodel, with the added advantage
that the user is not required to specify the global equivalence ratio
in advance which governs the proportion of fuel burned inside and
outside the opening. In particular, the kinetic submodel captures the
shape of the decay more closely than does the GE submodel. In all
five experiments, the predicted peak gas temperatures are higher and
within 9% of the measured peak average value from the thermocou-
ple tree measurements. There is however larger variation in the time
at which the peak temperatures which range from -2% for experi-
ment 3 to +49% in the case of Config. R. Closer agreement during the
decay period is shown with the temperature of the gas flow leaving
through the opening compared to the thermocouple tree data. There
is greater disparity during the decay phase of the fire for some exper-
iments which is partly attributed to charring and pyrolysis of wood
behind failing gypsum board encapsulation which is not currently
addressed in the model. Measured gas temperature data for the gas
flows leaving through the opening may also be more representative of
the average enclosure gases with greater mixing and therefore more
consistent with the underlying basis of the two-zone enclosure fire
model.
6.6 discussion
6.6.1 SMA - global equivalence submodel
The wood pyrolysis submodel SMA relies on a user specified GE ra-
tio. A lower value for this ratio increases the simulated fire duration
and fire severity inside the room at the expense of external flaming,
whereas a higher value will increase external flaming but reduce fire
duration and severity inside the room. A lower value for GE is likely
to more realistic when all surfaces are protected (i.e. only the room
contents burn) or where only a small proportion (e.g. 30% based on
Config. E) of wall surfaces are exposed. A higher value is more rep-
resentative when larger areas of exposed surfaces and/or when the
ceiling is fully exposed since unreacted fuel gasified from the timber
surfaces into an oxygen depleted hot gas layer will be more readily
transported with the combustion products leaving through the open-
ing.
In all cases here, where a timber ceiling was fully unprotected (i.e.
Configs. B, G, H, L, R and S), assuming a GE ratio of 2.0 gives rea-
sonable predictions for both the total HRR and the gas temperatures
up until the predicted time of debonding (if any). The predictions are
closer to the measured data compared with simulations using GE 1.3
or GE 1.0 with the exception of Config. L where GE 1.3 appeared to be
a better fit to the measured gas temperature. As previously noted GE
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2.0 is a value that is consistent with the Hakkarainen experiment [153]
with unprotected glue-laminated timber on the walls and ceiling and
also with the unprotected timber enclosure experiment (Config. B) by
McGregor [156].
A comparison between the predicted and measured peak gas tem-
peratures for the series of enclosure fire experiments described in
Configs. A - S and using the pyrolysis submodel SMA with GE 1.3 is
shown in Figure 6.71. The comparison includes an estimate of model
bias and uncertainty using the procedure described by McGrattan et
al. [254] and as described in Appendix C. The bias factor indicates the
extent to which the model, on average, underpredicts or overpredicts
the measurements. The model bias factor calculated for the simula-
tions using SMA GE 1.3 was 1.003 indicating minimal bias.
Figure 6.71: Submodel SMA GE 1.3 - Predicted versus measured peak gas
temperature in rooms with and without exposed wood surfaces.
A comparison between the predicted and measured peak gas tem-
peratures for the series of enclosure fire experiments described in
Configs. A - S and using the pyrolysis submodel SMA with GE 2.0
is shown in Figure 6.72. In this case the model bias factor calculated
for the simulations is 0.974. However this included the room config-
urations where the wood surfaces are fully protected and for which
GE 2.0 would not be generally expected. The comparison between the
predicted and measured peak gas temperatures for only those room
configurations with at least some exposed wood surfaces is shown
in Figure 6.73. In this case the model bias factor calculated for the
simulations is 0.982 and in all cases the predicted peak temperatures
were within experimental uncertainty. The experimental uncertainty
assumed for the measurement of the peak gas temperature was a
138 benchmarking the pyrolysis submodels
typical value from the literature of 0.14 for the combined relative un-
certainty for the measurement of a temperature rise [254, 255].
Figure 6.72: Submodel SMA GE 2.0 - Predicted versus measured peak gas
temperature in rooms with and without exposed wood surfaces.
Figure 6.73: Submodel SMA GE 2.0 - Predicted versus measured peak gas
temperature in only rooms with exposed wood surfaces.
Bearing in mind that wood cribs and timber linings do in practice
burn quite differently, in submodel SMA where the global equiva-
lence ratio is user-specified, the overall rate at which the fuel is made
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available for burning under ventilation-control is therefore set by the
user. This means a greater contribution from the surface linings will
extend the duration of burning rather than the fuel gases being de-
posited immediately within the room only to burn in the external
flame. For the case of well-ventilated enclosures where the fire may
be fuel-surface controlled, the assumption that timber surfaces burn
as do wood cribs could be less tenable. Furthermore, there are lim-
ited experiments that allow the current model to be validated for this
scenario. This requires further research and experiments.
For design purposes, where a more conservative prediction for the
gas temperatures and fire severity inside the enclosure is desired, the
default GE of 1.3 would seem to be a reasonable choice when the
room contents are mainly cellulosic. GE = 2.0 is reasonable where a
high proportion of the timber surfaces are unprotected and partic-
ularly if the ceiling is exposed wood or where a more conservative
prediction for the external flaming environment is desired. It is ac-
knowledged that there is a high degree of uncertainty associated with
these estimates and they could also be dependent on the size of the
enclosure.
6.6.2 SMC - kinetic submodel
A comparison between the predicted and measured peak gas temper-
atures for the series of enclosure fire experiments for all configura-
tions with some exposed wood surfaces and using the kinetic sub-
model SMC is shown in Figure 6.74. The model bias factor calculated
for the simulations using the kinetic pyrolysis submodel SMC is 1.011
indicating there is a small bias toward overprediction. Assuming a
combined relative uncertainty (95% confidence interval or 2 standard
deviation) for the peak gas temperature measurement of 14%, all the
predicted peak gas temperatures are found to be within experimental
uncertainty.
With the kinetic pyrolysis submodel SMC, the initial fire growth
and rate of heat release is predicted to be very steep due to the as-
sumption that all the ceiling and all wall surfaces will contribute mass
based on a single heat conduction calculation for that element i.e.
the internal temperature distribution within the ceiling element is as-
sumed to apply to the entire surface area of the ceiling and therefore
the calculated generation rate of pyrolysis gases for the surface is uni-
form across the ceiling. This is a reasonable assumption for smaller
rooms after flashover but as the area of the room increases the expec-
tation that the burning behaviour will be uniform across the ceiling
will decrease. It is also noted that in the event of there being no ex-
posed wood surfaces, use of the SMC submodel is redundant and
will provide the same result as submodel SMA.
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Figure 6.74: Submodel SMC - Predicted versus measured peak gas tempera-
ture in rooms with exposed wood surfaces.
6.6.3 Debonding of timber layers
As previously observed, use of the debonding submodel usually pro-
vided much greater predictions of char depth than was measured.
This was generally true when using either 200°C or 300°C as the
criterion for debonding based on temperature reached at the glue-
line. The idealised nature of the submodel in instantly discarding the
complete facing lamella from all the walls or ceiling at the predicted
debonding time is not a good representation of what is a complex
and more gradual process in practice. For example Figure 6.75 shows
a view of the ceiling following flaming extinction in one of the Config.
G experiments where partial debonding of the facing lamella can be
seen.
For engineering applications, an adhesive failure temperature of
200°C as proposed by Craft [188] is likely to be quite conservative.
However, it is noted that, for the kinetic model, using a lower debond-
ing temperature may not always be the worst case for the severity
inside the enclosure, as early debonding (during the period of ven-
tilation control) may result in more fuel mass burning outside the
enclosure. A worst case approach could be when the debonding oc-
curs later e.g. during the decay phase where a greater proportion of
the fuel is able to burn inside the enclosure. This has the effect of
potentially increasing the fire severity and leading to the maximum
char depth.
The model could be used to assess whether debonding is expected
or not depending on the design fire and the thickness of the sur-
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Figure 6.75: Config. G - charred timber on the ceiling and back wall af-
ter auto-extinction (note localised areas of fall-off of the first
lamella on the ceiling). Reprinted from Hadden et al. [165] un-
der a Creative Commons License.
face lamella. An appropriate thickness for the facing lamella could
be specified such that the temperature at the adhesive line is kept
below 200°C to avoid debonding. In the event that the adhesive is ex-
pected to reach 200°C, selecting a suitable thermal resistive adhesive
to prevent debonding such that mass timber panels perform similarly
to solid wood is a more reliable approach than attempting to model
the debonding process, and thus reducing the uncertainty associated
with the debonding phenomenon and simplifying the fire design pro-
cess.
6.6.4 Timber protection systems
Timber encapsulation or protection systems intended to prevent tim-
ber surfaces from contributing to the fire are typically non-combustible
or limited-combustible boards such as gypsum plasterboard. The de-
gree to which protective boards help to prevent or delay pyrolysis
and combustion of the underlying wood will depend on the proper-
ties, thickness and how the protective linings are fixed. They could
fall off at some time during the fire or else remain in place protect-
ing the surface beneath for the full fire duration. The latter is a more
dependable means of limiting the potential contribution of timber to
the fire.
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While the current fire model described here cannot be used to eval-
uate the ability of the protection system to remain in place, it could be
used to estimate the thickness of protection needed to keep the tem-
perature of the timber beneath to below 300°C and thus avoid any
burning of the protected timber. The model could also be improved
by allowing two bounding surface systems (for the protected and un-
protected wood surfaces) to be specified instead of one. Currently, if
an estimate of char depth is needed for determining the timber con-
tribution to the fire, timber must be the selected as the wall surface
material. While the user can specify the proportion of the room with
timber exposed, the heat loss calculations assume the specified ma-
terial to be on all walls. Therefore, with the current model, tempera-
tures behind an encapsulation system can only be determined for the
case where exposed timber is only on the walls and the protection
system is on the ceiling. The calculation may also be overly conserva-
tive for gypsum plasterboard protection unless additional allowance
is made for the time taken to drive off free and bound moisture in the
board.
In summary, for the current model, it is assumed that plasterboard
fixed to timber surfaces for protection does not fall off, and the ability
of the protection system to remain in place for the full fire duration
must be separately confirmed by the model user. Including a more
accurate submodel for the behaviour of gypsum board protection is
expected to be a beneficial feature that could be added in the future.
6.6.5 Autoextinction
The predicted incident radiant heat flux to a wall for Config. E is
shown in Figure 6.76. for the GE 1.3 case. The incident radiant flux
drops below the Emberley et al. [167] flaming-extinction criterion
of 45 kW/m2 at 37 min and below Crielaard’s [199] smouldering-
extinction criterion of 5 kW/m2 at 57 min. The latter is slightly sooner
but close to the time for the char depth (as represented by the 300°C
isotherm) to reach a plateau as also shown in Figure 6.76. Similarly,
Figure 6.77 shows the equivalent comparison with Config. D. This
supports the use of the smouldering-extinction criterion as a better
choice for auto-extinction than the flaming-extinction criterion in con-
junction with the present model.
It is also noted that surface erosion of the char layer where glowing
combustion, char oxidation and mechanical disintegration of the char
eventually erode or ablate the outer char layer [137] has not been
specifically modelled here.
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Figure 6.76: Predicted incident heat flux on wall compared with flaming and
smouldering extinction criteria and char depth represented by
the 300°C isotherm (for GE 1.3) for Config. E.
Figure 6.77: Predicted incident heat flux on wall compared with flaming and
smouldering extinction criteria and char depth represented by
the 300°C isotherm (for GE 1.3) for Config. D.
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6.7 summary
A two-zone enclosure fire model with wood pyrolysis submodels for
determining the contribution of specified areas of solid timber sur-
faces has been described, and a set of 19 experiments reported in the
literature have been used to evaluate and benchmark the model. It
has been shown that the model can be used to provide conservative
predictions, as part of an engineering analysis, of the upper layer fire
temperatures for enclosures with timber exposed on the walls and/or
ceiling. However, there are several limitations to consider as noted be-
low.
A debonding submodel has been presented and is likely to be con-
servative in estimating char depth post-debonding in its current form.
However the debonding process is complex with large uncertainties
such that it is not recommended that the submodel be used in a de-
sign situation, other than to determine if debonding is expected. A
range of adhesive failure temperatures appear in the literature. Bar-
lett et al. [181] report debonding temperatures as low as 90-125°C and
Janssens reported 200-220°C [169]. Craft [188] suggested 200°C could
be assumed and based on the submodels developed here, this is likely
to be conservative. However, given the sensitivity of the debonding
process to the choice of the adhesive failure temperature and possible
other factors, it would be advisable to support a selected failure tem-
perature with other supporting calibration or benchmarking studies.
Preventing debonding is a preferable design strategy based on de-
termining a suitable minimum thickness for the facing lamella or by
choice of a suitable thermal-resistant adhesive.
Where timber surfaces are protected, it is assumed the protection
remains in place for the full fire duration. This must be separately
established and is not predicted by this model. Also, the model does
not distinguish the relative position of exposed timber surfaces on
the walls (e.g. adjacent walls versus opposing walls or high or low
position on a given wall). It only considers the percentage of surface
area of the timber exposed and able to contribute fuel to the fire.
Furthermore, both the fuel provided by the contents (and from the
exposed timber surfaces in the case of submodel SMA) are assumed
to burn as ‘equivalent wood cribs’.
The fire dynamics within a timber-lined enclosure are significantly
influenced by the global equivalence ratio resulting from the specific
fuel and ventilation characteristics. In the case of the GE pyrolysis
submodel SMA it influences the relative proportion of heat released
inside and outside the enclosure openings. This ratio can be varied
by the specified user input value for the excess fuel factor. A value no
greater than 1.3 is recommended in all cases where a conservative pre-
diction for the gas temperatures and fire severity within a timber en-
closure is desired. An excess fuel factor of 2.0 is recommended where
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a high proportion of timber surfaces are unprotected, especially the
ceiling, or where a conservative prediction for the external flaming
environment is desired. The kinetic wood pyrolysis submodel SMC
generally gave closer agreement with the gas temperature measured
in the experiments although the rate of burning initially may be over-
predicted. The kinetic submodel has the advantage of not requiring
the global equivalence ratio to be a constant pre-determined value.
Both submodels resulted in gas temperatures during the decay phase
that were generally lower than the measured gas temperatures.
It is recommended that Eurocode 5 thermal conductivity properties
not be used with the pyrolysis submodels developed in this thesis and
the Hankalin et al. thermal conductivity equations be used instead as
previously discussed. This is due to the coupled interaction between
the surface heat conduction calculations and the energy balance cal-
culations for the enclosure.
It was found that smouldering extinction rather than flaming ex-
tinction criterion provided extinction times closer to that correspond-
ing to a plateau in the 300°C isotherm although it is not clear whether
separate extinction criteria are required since the char depth reaches
a natural plateau for a given design fire and fuel load. Other factors
such as air flow velocities and oxygen concentrations during the de-
cay phase could also influence the auto-extinction process and this is
not considered in the model.
The benchmarking against the 19 experiment configurations de-
scribed in this thesis gives some confidence that the model can pro-
vide conservative prediction of the fire behaviour in enclosures with
varying amounts of exposed CLT surfaces provided any debonding
is either avoided or accounted for. However, while there has been no
systematic calibration of the model in relation to experiments used
for benchmarking, recommendations regarding appropriate values
for excess fuel factor (global equivalence ratio) along with debonding
and auto-extinction criteria have been made considering the bench-
marking results. The benchmarking also showed that predicted peak
gas temperatures within the enclosures agreed with the measured
peak gas temperature within the range of experimental uncertainty.
However, it is recommended that further benchmarking be carried
out for enclosures with a wider range of ventilation condition, geome-
try and fuel load. This will test the model under a wider range of con-
ditions to further support or refine the parameters and assumptions
recommended in this thesis for use in conjunction with the model.

7
F U E L R E S P O N S E E F F E C T S I N I N E RT E N C L O S U R E S
7.1 general
The fire dynamics within a mass timber enclosure is the result of
a complex coupled interaction between the fire source, the fuel re-
sponse effects due to the enclosure and the burning of the enclosure
wood surfaces. The simulations presented earlier in this thesis did
not include any of the enclosure fuel response effects. This chapter
describes the implementation of a submodel for predicting these ef-
fects on the mass loss rate and heat release rate of an item burning
within a non-combustible or inert enclosure. The extension of the sub-
model to mass timber enclosures is then discussed in Chapter 8.
Traditional zone-type models require the user to fully define the
fire in advance by specifying two of the following three parame-
ters: mass loss rate, heat release rate and heat of combustion. These
inputs are commonly based on experimental data for fuel burning
in well-ventilated conditions. However, many burning objects inter-
act with the surrounding environment. Some objects experience en-
hanced burning in response to radiative heating from the hot layer
and heated enclosure surfaces. For example, the surface of a liquid
pool fire is fully exposed to the radiative environment and may expe-
rience a large increase in the mass loss rate. This effect is smaller for
wood cribs in which a large proportion of the surface area is within
the crib lattice where it does not directly see the radiative environ-
ment [256]. In the case of upholstered furniture, the design and ge-
ometry of the item may be quite important for its response to the
radiative environment.
In addition to the radiative effects, inside an enclosure, the avail-
ability of oxygen to the fuel may be restricted due to the size of
any openings, the position of the fuel and the flow dynamics near
to the openings. A descending smoke layer within the room can mix
with and dilute the incoming flow of fresh air from outside the enclo-
sure, thus reducing the oxygen concentration in the gases reaching
the flame. This, in turn, can cause the flame flux, fuel mass loss rate
and heat release rate to reduce or in some cases the flame to be ex-
tinguished. The radiative effects and the oxygen vitiation effects are
competitive since the former acts to increase the mass loss rate while
the latter acts to reduce it. For any given enclosure and fire source the
combined effect could result in the total mass rate being either higher
or lower than the measured loss rate for the same fire source under
well-ventilated conditions.
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In the rest of this Chapter, a fuel response effects submodel is de-
scribed and benchmarked against a series of fourteen heptane pool
fire experiments in a reduced-scale enclosure, as well as five enclosure
fire experiments with single upholstered chairs in a room.
7.2 oxygen vitiation
Peatross and Beyler conducted an experimental study burning diesel,
wood cribs and polyurethane slabs in a full sized enclosure with both
natural and forced ventilation [257]. They found that a reduced oxy-
gen concentration at the base of the flame caused the fuel mass loss
rate to be reduced and there was a linear relationship between the
two variables. They developed the general linear correlation in Equa-
tion 7.1 where they normalised the mass loss rate per unit area for a
given fuel by the mass loss rate per unit area under normal ambient
oxygen levels of 21% by volume.
ṁ′′
ṁ′′∞ = 0.1O2[%] − 1.1 (7.1)
They included data from their pan fire experiments with forced
ventilation as well as small scale data from Tewarson et al. [258] and
Santo and Delichatsios [259] and plotted the data as shown in Fig-
ure 7.1 along with the proposed correlation. Peatross and Beyler came
to the conclusion that -
"the practice of using furniture calorimeter data as input to fire
models without consideration of oxygen concentrations at the
flame base is questionable. In many cases, it will seriously over-
estimate enclosure temperatures and flashover potential" [257].
7.3 vent mixing flow
When cool air flows into the room through a wall vent, it can entrain
some of the gases from the upper layer into the lower layer. This is
the driving mechanism for the reduction in oxygen in the air feed-
ing the flame. Utiskul [225] conducted an experimental study of the
near vent mixing phenomenon and developed a correlation where the
incoming cold air behaves like a jet entering the vent with a charac-
teristic velocity and diffusing downwards because of buoyancy. His
correlation is given as:
ṁvm =

1.14ϕṁo,in for ϕ < 1.1
1.28ṁo,in for ϕ > 1.1
0 for N < z
 (7.2)
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Figure 7.1: Effect of oxygen concentration on normalized mass loss rate per
unit area. Reprinted from Peatross and Beyler [257] with permis-














where ṁvm is the mixing flow; ṁo,in is the vent inflow; T∞ is the gas
temperature of the inflowing gases (ambient); T is the temperature of
the upper layer gases; N is the neutral plane elevation; B is the sill
elevation above the floor; Wo is the opening width; and z is the layer
height.
Figure 7.2 shows an image from one of Utiskul’s experiments illus-
trating the doorway mixing flow phenonema.
7.4 enclosure enhancement effect
An isolated fuel bed burning in the open will burn at a rate ṁ′′ de-
termined by the heat flux from the flame to the surface of the fuel q̇′′F
as described by Equation 7.4 [42] where q̇′′L is the heat loss from the







A number of researchers have studied the burning rate enhance-
ment due to enclosure feedback effects. Friedman [260] burned slabs
of PMMA in a reduced-scale enclosure where a hood forming the
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Figure 7.2: Image capturing doorway mixing phenomena. Reprinted from
Utiskul [225] with permission.
ceiling and upper walls deflected the flame causing increased radiant
feedback to the fuel. There was unrestricted supply of air underneath
the hood on all sides. They measured maximum burning rates three
times greater than in the open. The rate of burning for alcohol fires
has been reported by Bullen and Thomas [261] to be up to six times
higher than in the open. For methanol pool fires, Takeda and Akita
[262] found the maximum burning rate was up to 7.2 times the open
burning rate.
Fleischmann and Parkes [263] conducted an experimental study
burning 20 cm diameter pans of heptane in a reduced-scale enclosure.
They varied the width and height of the opening with opening factors
in the range 0.0039 to 0.071 m5/2 and found the mass loss rate for
the highest opening factor to be almost 4 times higher than for the
actual measured free burning case. This was almost 7 times higher
than the value for the free-burning mass loss rate obtained using the
semi-theoretical expression given later as Equation 7.15 for radiation
dominated burning of 20 cm diameter heptane pool fires.
Pool fires have the fuel surface fully exposed to radiation from the
flames and enclosure surfaces such that the burning enhancement ef-
fect is maximised. In the case of upholstered chair fires burning in
a room of size similar to ISO 9705 then burning enhancement effect
is much smaller. Babrauskas states there is approximately a 20% aug-
mentation of the burning rate compared to the open-burn case for
fires in the range 100-1000 kW [246]. He also comments on a lack
of quantitative guidance for how to account for room enhancement
effects for many practical cases.
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7.5 related modelling
Previous research most relevant to the present study is that by Utiskul
[225]. He developed a single-zone enclosure fire model along with a
fuel mass loss rate model that accounted for the thermal enhance-
ment, oxygen-limiting feedback, fuel type and configuration. His ex-
periments used wood cribs and heptane pool fires and were used to
validate his mathematical model. He explored the range of phenom-
ena associated with fully developed fires: extinction, oscillation, fire
area shrinkage and the response of fuel to thermal and oxygen effects.
Subsequently, Mizukami et al. [264] described the implementation of
an enclosure burning rate algorithm into the BRI two-zone model.
The BRI model modifications generally followed the Utiskul method-
ology [225]. They reported good agreement for small-scale enclosure
data for heptane pan fires.
Wahlqvist and van Hees [265] implemented very similar equations
as correlations in FDS as a simple way to compensate for the reduced
radiative feedback the fuel surface receives when the oxygen con-
centration is lowered and the flame is cooled down, prolonged or
detached from the fuel base. They made use of the oxygen volume
fraction close to the flame base. They found that the model produced
accurate predictions of the mass loss rate as long as the overall flow
was reasonably resolved by the model.
7.6 theory
In this chapter, the two-zone enclosure fire model (B-RISK [114]) has
been modified to include a pyrolysis submodel for predicting the fuel
response effects on the mass loss rate of the fuel. Instead of provid-
ing a heat release rate for the fire source as input for the calculations,
a free-burning mass loss rate is used. The model then calculates the
fuel response effects depending on the enclosure geometry, thermal
characteristics and ventilation and predicts mass loss rate and heat re-
lease rate for a fire in a ventilated enclosure. The two-zone model uses
these calculated parameters as source terms in the mass and energy
conservation calculations. The model output predicts the gas layer
temperatures, smoke concentrations and other parameters required
for fire safety engineering analysis.
The selected submodel for the fuel response effects follows the gen-
eral approach developed by Utiskul and Quintiere [225, 264, 266–270].
The submodel accounts for the oxygen vitiation and thermal feedback
effects to the fuel from the hot gases and the enclosure surfaces.
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7.6.1 Burning rate
The burning rate ṁb is defined as the rate at which the fuel is con-




ṁf φ < 1 and Tf > 1300oC
ṁo/s φ > 1 and Tf > 1300oC






where ṁf is the mass loss rate of the fuel; ṁo is the air flow into
the enclosure; s is the stoichiometric air to fuel ratio; φ is the global
equivalence ratio; and Tf is the flame temperature. A critical flame
temperature of 1300oC is assumed, below which extinction occurs
and no energy is generated into the system [271]. See Equation 7.14
later.
The energy release into the enclosure is then given by:
Q̇ = ∆Hcṁb (7.7)
where ∆Hc is the effective heat of combustion of the fuel.
7.6.2 Fuel response effects
Given that user-supplied free-burn mass loss rate data is available,
Equation 7.8 gives the fuel mass loss rate [270, 272]. The first term
on the right-hand side is the free-burn mass loss rate. The second
term is a reduction in mass loss rate due to a vitiated oxygen environ-
ment. The third term represents enhancement of the mass loss rate (or
‘thermal effect’) due to re-radiation from the hot gas layers and the
enclosure surfaces (i.e. walls, ceiling and floor). The first two terms
combined represent the vitiated oxygen effect on the flame flux and,
in this chapter, is referred to as the ‘ventilation effect’.










where ṁFB is the user-supplied free-burn mass loss rate; YO2,l is
the mass fraction of oxygen in the gases feeding the flame (or in the
lower layer); YO2,∞ is the mass fraction of oxygen under ambient free-
burning conditions; Q̇ext is the total external heating rate from the hot
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gas layers and enclosure surfaces; and Lg is the heat of gasification of
the fuel.







+AFp,b (1− εf) q̇
′′
rad,inc (7.9)
where q̇′′rad,inc is the incident radiation flux on the fuel surface; AFp
is the surface area of the fuel exposed to the radiation; AFp,b is the
burning area of the fuel; and εf is the flame emissivity.
The radiation reaching the burning area on the fuel surface is atten-
uated by the flame based on the flame emissivity. q̇′′rad,inc is computed
by the radiation submodel in B-RISK and is approximated by the inci-
dent radiation on the floor surface resulting from radiation exchange
between the hot gas layers and enclosure surfaces. Figure 7.3 illus-
trates the flaming and non-flaming surface area of a pool fire with
radiation feedback. The projected flaming fuel surface area AFp is in-
tended to represent the area affected by (or ’seeing’) the radiation. For
a pool fire it is simply the area of the pool.
(a) (b)
Figure 7.3: External radiation feedback on flaming and non-flaming surface
area for a pool fire. (a) over ventilated case (b) under ventilated
case. Reprinted from Utiskul [225] with permission.
At each time step, the surface area of the fuel exposed to the radia-





where q̇′′c – characteristic heat release rate per unit area for the fuel.
For a generic rectilinear object sitting on the floor and assuming
that the top surface and four sides receive external radiation, a maxi-
mum value of the projected flaming fuel surface area could be given
as:
AFp = LW + 2H(L+W) (7.11)
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where L is the object length, W is the object width and H is the
object height. The lesser value of AFp calculated according to Equa-
tion 7.10 and Equation 7.11 is used in Equation 7.9.
In ventilation-limited conditions it is assumed that the burning
is coupled to the rate at which air is supplied such that the flame
may not cover the entire exposed surface area of the fuel. Utiskul
and Quintiere [273] proposed that the flame burns only on a certain
area to match the needed fuel and then moves when the local fuel
is exhausted. This agreed with their own observations and those of
Thomas and Bennetts [274] who observed flames burning partially
over liquid fuel trays. The flame initially formed at the tray closest to
the vent, and when that fuel was consumed, the flame moved towards
the rear of the enclosure to the next tray.
For the underventilated condition (φ > 1) where ṁb = ṁo/s, the









where ṁ′′FB is the free-burn mass loss rate per unit area, ṁFB/AFp,
s = ∆Hc/∆HO2 and ṁo ≈ YO2,lṁp/YO2,∞. The term ‘fuel surface
area shrinkage ratio’ (AFp,b/AFp) is used when the calculated ‘burn-
ing’ surface area is less than the exposed fuel surface area. Under









To determine if extinction occurs, the flame temperature is calcu-
lated, and extinction is assumed to occur (ṁb = 0) if the calculated
flame temperature is below 1300°C [271].
Tf = Tl +





7.7 benchmarking - heptane pan experiments
7.7.1 Scenario description
The modified B-RISK model (version 2019.03) has been used to pre-
dict the mass loss rate and enclosure gas temperature for a series of
14 experiments conducted by Fleischmann and Parkes [263] burning
20 cm diameter pans of heptane in a reduced scale enclosure with a
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single opening. The size of the wall opening was varied in each exper-
iment such that the opening factor varied from 0.0039 to 0.071 m5/2
with a total of nine different opening geometries. They measured the
free-burn mass loss rate for the 20 cm diameter pan of heptane to be
0.0011 kg/s noting that it was 1.8 times greater than that calculated
from Equation 7.15 a common used expression for burning organic
liquids in the radiative regime.
ṁ = ṁ′′∞ (1− e−kβD)A (7.15)
Babrauskas [246] gives the relevant thermophysical and empirical
constants for heptane as ṁ′′∞ = 0.101(±0.009) kg.m−2.s−1, kβ =
1.1(±0.3) m−1 and where D is the pool diameter in m and A is the
area of the pool fire in m2. There were 14 experiments conducted
with variations in the dimensions of the wall opening. The experi-
ments are summarised in Table 7.1 showing the vent width, height,
soffit elevation and opening factor. Also shown is the measured mass
loss rate and average gas temperature recorded (for the thermocouple
tree nearest the opening) over the steady burning period.
Run W H Soffit Opening factor MLR Tavg
(m) (m) (m) AH1/2 (m5/2) (kg/s) (K)
1 0.20 0.50 0.75 0.0707 0.0043 1318
2 0.13 0.50 0.75 0.0460 0.0023 1157
3 0.13 0.50 0.75 0.0460 0.0024 1234
4 0.13 0.38 0.63 0.0305 0.0021 1059
5 0.06 0.50 0.75 0.0212 0.0017 999
6 0.13 0.25 0.50 0.0163 0.0012 884
7 0.13 0.25 0.75 0.0163 0.0012 891
8 0.06 0.38 0.63 0.0141 0.0011 887
9 0.03 0.50 0.75 0.0106 0.0012 849
10 0.03 0.50 0.75 0.0106 0.0011 856
11 0.06 0.25 0.50 0.0075 0.0007 777
12 0.03 0.38 0.63 0.0070 0.0009 850
13 0.03 0.25 0.50 0.0038 a
14 0.03 0.25 0.50 0.0038 a
a Fire self-extinguished without reaching steady state.
Table 7.1: Experiment summary - data from Fleischmann and Parkes [263].
The apparatus used by Fleischmann and Parkes is shown in Fig-
ure 7.4 and comprised an enclosure with dimensions 1.48 m long,
0.95 m wide and 0.98 m high. The enclosure walls and ceiling was
constructed with three layers of a 25 mm thick refractory fibre blan-
ket installed over a 20 mm layer of calcium silicate board and 20 mm
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layer of gypsum wallboard. The floor comprised two 20 mm layers of
calcium silicate board over a 20 mm layer of gypsum wallboard [263].
Figure 7.4: Sketch of the experimental apparatus used by Fleischmann and
Parkes. Reprinted from Fleischmann and Parkes [263] with per-
mission from the IAFSS.
7.7.2 Model baseline parameters
In all cases, the heptane pool was in a container 0.2 m diameter and 35
mm high (above the floor surface). The pan was placed in the rear of
the enclosure with the heptane supplied from a header tank to main-
tain a constant fuel surface height [263]. For the simulations, fuel heat
of combustion was taken as 41.2 kJ/g [229, 264], the radiant loss frac-
tion 0.33 [229], carbon dioxide yield 2.85 g/g [229] and soot yield
0.037 g/g [229]. The effective heat of gasification for heptane burning
in a 9.5 cm pan was experimentally approximated by Utiskul from ex-
periments using a cone calorimeter as 0.87 kJ/g [225]. This value was
assumed in the simulations here. Given the fuel heat of combustion,
pan surface area and the free-burn mass rate are known for these
pool fire experiments, a characteristic heat release rate per unit area
of 1443 kW/m2 is calculated for consistency in Equation 7.10.
The model simulations assumed the thermal properties for the en-
closure selected from the B-RISK materials database as shown in Ta-
ble 7.2.
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Property Refractory calcium gypsum
Fibre Silicate Board
Blanket Board
Thickness mm 75 20 20
Thermal conductivity W/m.K 0.09 0.08 0.16
Density kg/m3 128 336 810
Heat capacity J/kg.K 1040 1090 900
Table 7.2: Thermal properties used as model input.
7.7.3 Model predictions and discussion
Figure 7.5 shows a scatterplot comparing the measured fuel mass loss
rate over the steady burning period with the predicted mass loss rate
from the model. On average the model overpredicted the mass loss
rate by 15%. The expanded uncertainty in the measured mass loss
rate was not reported but has been estimated as 10% for the purposes
of the scatterplot. The expanded uncertainty (2 standard deviation) is
estimated to be 36% for the model predictions of the mass loss rate.
Figure 7.5: Scatterplot comparing measured and predicted mass loss rate of
heptane fuel.
Figure 7.6 shows a scatterplot comparing the measured average
enclosure gas temperature over the steady burning period with the
predicted average enclosure gas temperature from the model. On av-
erage the model underpredicted the gas temperature by 2%. The ex-
panded uncertainty in the measured temperatures was not reported
but has been estimated from the literature as 14%. The expanded un-
certainty (2 standard deviation) is estimated to also be 14% for the
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model predictions of gas temperature indicating the predictions can
be considered to be within experimental uncertainty.
Figure 7.6: Scatterplot comparing measured and predicted enclosure gas
temperature.
For runs 13 and 14, Fleischmann and Parkes observed that the fire
self-extinguished before reaching a steady state regime therefore the
mass loss rate and average gas temperature are not reported here.
These runs are also excluded from the scatterplots shown in Fig-
ure 7.5 and Figure 7.6. For all other runs, the average values over the
period 3600 - 5400 seconds were used for the predicted values. The
scatterplots were generated using the methodology described by Mc-
Grattan et al. [254] (see Appendix C). The mass loss rate and gas tem-
perature predicted by the model for runs 13 and 14 were 0.0004 kg/s
and 360°C giving the lowest values of all the experiments simulated.
To demonstrate the application of the model for Run 1 which was
the largest opening factor included in the Fleischmann and Parkes
study, Figure 7.7 shows the contribution to the total mass loss rate
due to the thermal feedback effect and due to the ventilation effect.
The mass loss rate of the fuel for the free burning case in the open is
also shown. The (oscillation) noise in the predicted values is a result
of the predicted flame temperature switching above and below the
flame extinction criterion of 1300°C.
7.8 benchmarking - upholstered chair experiments
7.8.1 Scenario description
The modified B-RISK model (version 2016.031) was used to predict
the mass loss and heat release rate for a series of five enclosure exper-
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Figure 7.7: Predicted contributions to mass loss rate for Run 1 (see Table 7.1).
iments with upholstered chairs as the fuel source. These experiments
were previously carried out at the University of Canterbury and re-
ported by Girgis [275]. Only experiments where the mass loss rate of
the chair was measured in both the ISO 9705 room and in the furni-
ture calorimeter were selected as they give a meaningful comparison.
The scenario investigated involved an upholstered chair positioned
in the rear corner of an ISO 9705 room [120] as illustrated in Figure 7.8.
The room measured 3.6 m long, 2.4 m wide and 2.4 m high with an
opening 2.0 m high and 0.8 m wide in one of the short walls. The
room was lined with two layers of 12.5 mm thick paper-faced gypsum
plasterboard. The ignition source was a 30 kW propane gas burner
ring exposing the top surface of the chair seat. The chairs were con-
structed using typical upholstered furniture fabric (100% polypropy-
lene) and polyurethane foam combinations, and the design followed
that used in the CBUF study [276]. The five chair specimens reported
here varied only in the foam type used.
7.8.2 Model baseline parameters
Free-burning mass loss rate data for each of the upholstered chairs
was input to the modified B-RISK model. This free-burn data was
previously obtained from the furniture calorimeter experiments con-
ducted by Denize [277]. The mass and energy contributed by the gas
burner has not been accounted for in the model predictions and was
relatively small (≈ 30 kW) compared to the heat output from the
chairs i. e. less than 10% of the peak HRR. Details for each chair are
summarised in Table 7.3.
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Figure 7.8: View of an upholstered chair placed in the corner of the room































11.24 25.6 239.7 470.3










12.53 25.0 266.8 450.4
Table 7.3: Chair details based on data from Denize [277] and Girgis [275].
The total combustible mass was estimated from the measured mass
of the chair before and after the room experiment. When the model
determined that all the available mass had been pyrolysed, the mass
loss rate was set to zero thereafter. The effective heat of combustion
for each chair was based on the cone calorimeter experiments for each
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foam-fabric combination also carried out by Denize [277]. The 300-s
average and peak HRRPUA based on cone calorimeter experiments
for each foam-fabric combination are also shown [277]. Other model
inputs included a radiant loss fraction 0.52 [229], soot yield 0.131
kg/kg [229], carbon dioxide yield 1.55 [229], stoichiometric air/fuel
ratio 9.5 and latent heat of gasification 1.4 kJ/g [278]. These values
were based on typical properties for flexible polyurethane foam since
they were not measured by either Girgis or Denize.
The material selected for the walls, ceiling and floor was 25 mm
thick ‘plasterboard’ from the B-RISK database with a thermal conduc-
tivity 0.16 W/(m K), density 810 kg/m3 and specific heat 900 J/(kg
K). The corner plume entrainment algorithm in B-RISK was selected
to correspond with the experimental configuration with the base of
the fire taken as 0.315 m above floor level.
7.8.3 Model predictions
Figure 7.9 shows the total mass loss rate versus time, predicted and
measured in the enclosure experiments for each of the five chairs.
The mass loss rate for the same chairs under free-burn conditions
as measured in the furniture calorimeter and used for input to the
model is also shown.
Figure 7.10 shows the heat release rate versus time predicted and
measured in the enclosure experiments for each of the five chairs. The
heat release rate for the same chairs under free-burn conditions as
measured in the furniture calorimeter is also shown. The predicted
heat release rate shown here is total theoretical HRR including the
energy released both inside and outside the room. Since HRR mea-
surements for the room experiments were from oxygen calorimetry
downstream of the collection hood, it is impossible to distinguish,
other than visually, between HRR inside and outside the room open-
ing. It was therefore more appropriate in this case to compare the
prediction for the total theoretical HRR with the measured data. B-
RISK calculates the HRR inside the room as well as the HRR from
combustion of any unburned mass transported along with the vent
flow out.
Chairs 21-I-S2-1 and 21-L-S2-1 both show a sudden drop to zero
in the mass loss rate (Figure 7.9(c) and (e)) and heat release rate
(Figure 7.10 (c) and (e)). This occurs when the model has calculated
that the total available combustible mass as shown in Table 7.3 has
been consumed. A comparison between the predicted and measured
peak mass loss rate of the upholstered chairs in the enclosure experi-
ments is shown in Figure 7.11. The comparisons include an estimate
of model bias and uncertainty using the procedure described by Mc-
Grattan et al [254] and as described in Appendix C. The bias factor
indicates the extent to which the model, on average, underpredicts or
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(a) Chair 21-H-S2-1 (b) Chair 21-G-S2-1
(c) Chair 21-I-S2-1 (d) Chair 21-J-S2-1
(e) Chair 21-L-S2-1
Figure 7.9: Mass loss rate versus time for furniture calorimeter and room
experiments compared with model predictions.
overpredicts the measurements. The model bias factor was calculated
as 1.09.
In addition, a comparison between the predicted and measured
peak heat release rate of the upholstered chairs in the enclosure ex-
periments is shown in Figure 7.12. The model bias factor for the peak
heat release rate was calculated as 1.27 using the same methodology
[254]. The expanded uncertainties in the mass loss rate and HRR mea-
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(a) Chair 21-H-S2-1 (b) Chair 21-G-S2-1
(c) Chair 21-I-S2-1 (d) Chair 21-J-S2-1
(e) Chair 21-L-S2-1
Figure 7.10: Heat release rate versus time for furniture calorimeter and room
experiments compared with model predictions.
surements were not known. They have been estimated here, based on
review of the literature, as ±10% and ±20% respectively at the 95%
confidence interval (two standard deviation, 2 std) [279].
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Figure 7.11: Predicted versus measured peak mass loss rate.
Figure 7.12: Predicted versus measured peak heat release rate.
7.8.4 Discussion
7.8.4.1 General
The heat output from the ignition burner is not included separately
in the model calculations. However, the prediction does assume the
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same ignition source characteristics such as position relative to the
chair and heat output as used in the furniture calorimeter experi-
ments. This is implicit in the measured free-burn mass loss rate data
used as model input.
The model also assumes the same incident radiant flux on all ex-
posed fuel surfaces at any point in time, this being equal to the flux
calculated as incident on the floor surface. In practice, the incident
radiant flux would vary depending on the orientation and location of
the various fuel surfaces on different parts of the chair.
7.8.4.2 Contribution to total mass loss rate
Figure 7.13 shows the individual contributions (due to ventilation
and the thermal effects) to the predicted total mass loss rate (MLR) of
chair 21-G-S2-1. This is compared with the measured free-burn and
the total mass loss rate versus time. Early in the fire growth period,
the ventilation effect is the main contributor to the predicted total
mass loss rate. During the peak burning period, the thermal effect is
greater than the ventilation effect. In this example, the peak mass loss
rate is approximately double that measured for the same chair in the
furniture calorimeter. The plateau in the predicted ventilation effect is
principally due to fuel area shrinkage during the time of ventilation
control. The predicted fuel surface area shrinkage ratio (AF,b/AF) to
match the available air supply is shown in Figure 7.14.
Figure 7.13: Chair 21-G-S2-1: mass loss rate model predictions.
7.8.4.3 Sensitivity to HRRPUA input
The model used 300-s average HRRPUA, shown in Table 7.3, obtained
from cone calorimeter experiments for the same foam-fabric combina-
tion as the chair specimen in the room experiment. This was used in
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Figure 7.14: Chair 21-G-S2-1: fuel surface area shrinkage ratio.
Figure 7.15: Predicted vs measured peak mass loss rate (with peak HRRPUA
as input instead of 300-s average).
Equation 7.12 to determine the fuel surface area over time, which was
assumed to follow the shape of the mass loss rate for the chair under
free-burning conditions. The results were therefore quite sensitive to
this parameter. For example, the simulations were repeated using the
peak HRRPUA (also shown in Table 7.3) instead of the 300-s aver-
age from the cone calorimeter experiments. This resulted in a smaller
fuel surface as well as lower mass loss rate and heat release rate pre-
dictions for the room experiment. For this case, Figure 7.15 and Fig-
ure 7.16 compare the predicted and measured peak mass loss rate
and heat release rates respectively. The bias factors (see Appendix C)
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were determined as 0.83 and 0.94 respectively, indicating a trend to-
wards underpredicting the peak mass loss rate and peak heat release
rate. Therefore, using the 300-s average HRRPUA is preferred over
the peak HRRPUA as it provided a conservative prediction for the
peak mass loss rate and peak heat release rate.
Figure 7.16: Predicted vs measured peak heat release rate (with peak
HRRPUA as input instead of 300-s average).
7.8.4.4 Sensitivity to chair position in the room
The experiments were carried out with the chairs positioned in the
rear corner of the room. B-RISK includes different plume entrainment
algorithms for the centre, wall and corner location, and in this case,
the algorithm for the corner location (based on Zukoski’s correlation
[280]) was selected. To assess the significance of this, additional simu-
lations were carried out using a centre location and with other inputs
as given in Section 7.8.2. Figure 7.17 and Figure 7.18 compare the pre-
dicted and measured peak mass loss rate and peak heat release rate
respectively.
The bias factors were determined as 1.66 and 1.69 respectively (see
Appendix C). The comparison of the peak values is particularly skewed
by large peak values for two of the chairs (21-I-S2-1 and 21-L-S2-1).
An example of this for chair 21-L-S2-1 is shown in Figure 7.19 and
Figure 7.20. A higher plume entrainment rate due to a centre loca-
tion increases the oxygen available for combustion in the plume and
is consistent with increased mass loss and heat release rates. There-
fore the use of the corner plume algorithm matching the experiment
configuration was the appropriate choice.
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Figure 7.17: Predicted vs measured peak mass loss rate (with axisymmetric
plume entrainment).
Figure 7.18: Predicted vs measured peak heat release rate (with axisymmet-
ric plume entrainment).
7.8.4.5 Sensitivity to heat of gasification
Given the range for heat of gasification reported in the literature [278]
for ‘flexible polyurethane foam’, the effect of increasing the heat of
gasification from 1.4 to 2.4 kJ/g was investigated. Other inputs were
as given in section 4.2 with a corner location. Figure 7.21 and Fig-
ure 7.22 compare the predicted and measured peak mass loss rate
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Figure 7.19: Predicted vs measured mass loss rate (21-L-S2-1 corner vs cen-
tre location).
Figure 7.20: Predicted vs measured heat release rate (21-L-S2-1 corner vs
centre location).
and heat release rates respectively. The bias factors were determined
as 0.83 and 0.98 respectively (see Appendix C). Increasing the heat of
gasification reduces the mass loss rate (as per Equation 7.8) because
of the higher energy needed to gasify the fuel.
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Figure 7.21: Predicted vs measured peak mass loss rate (with heat of gasifi-
cation 1.4 kJ/g).




A predictive model for calculating the mass loss rate in an enclosure
fire has been implemented within the B-RISK two-zone model. The
model includes both ventilation and thermal effects on the fuel re-
sponse and utilises measured free-burn data for the fire source as
input. The enclosure bounding surfaces are assumed to be inert and
do not contribute to the fuel load.
Free-burn mass loss rate data for upholstered furniture is readily
obtained by placing the item on scales beneath a furniture calorimeter
under well-ventilated ambient conditions. Correlations are available
in the literature for estimating the free-burn mass loss rate for liquid
pool fires and for wood cribs.
The model was used to predict the mass loss and heat release rates
of 14 heptane pool fire experiments in a vented enclosure; and 5 up-
holstered chairs burning within a different vented enclosure. For the
heptane pool fires the predicted peak mass loss rate was on aver-
age overestimated by 15% and for the upholstered chair experiments
on average overestimated by 9% when the foam-fabric 300-s aver-
age HRRPUA input was used. The predicted gas temperatures for
the heptane experiments were on average underpredicted by 2% but
within experimental error. The predicted peak heat release rate for the
upholstered chairs was on average overestimated by 27%. Therefore it
is concluded that the fuel response effects submodel as implemented
within B-RISK provides generally conservative prediction of the over-
all enclosure effects influencing the mass loss rate. This is considered
relevant for engineering analysis.
However, it is noted that predictions are sensitive to the input pa-
rameters that characterise the fuel and its position in the enclosure.
Further investigation and benchmarking of the submodel against other
experimental datasets would be useful to confirm if the parameter se-
lections reported here have wider applicability.

8
F U E L R E S P O N S E E F F E C T S I N M A S S T I M B E R
E N C L O S U R E S
8.1 general
This chapter describes and discusses the modified B-RISK enclosure
fire model with both the fuel response effects submodel from Chap-
ter 7 and the kinetic submodel for wood burning surfaces from Sec-
tion 5.7 both active. The application of the model for predicting fire
development incorporating fuel response effects and mass timber con-
tributions is explored with reference to the experiments by Hadden
et al. [165] previously presented in Section 6.3 and experiments by
Su et al. [171] presented in Section 6.5. There are limited experimen-
tal data in the literature where well-characterised fuel contents have
been burned both in the open (with mass loss rate measurements)
and within an enclosure of exposed or partially protected mass tim-
ber construction. Therefore this feature of the model is somewhat
exploratory and no strong conclusions are drawn about the overall
accuracy of this part of the model.
8.2 university of edinburgh experiments
In the Hadden et al. [165] experiments there were four wood cribs as
the moveable fire load as previously shown in Figure 6.24. Each crib
consisted of 5 layers of 25 x 25 mm sticks, each 1 m in length with a
clear spacing between sticks of 75 mm. The total mass of timber was
approximately 56 kg in each experiment. Hadden et al. measured
the mass loss rate of the cribs during each experiment and this is
shown in Figure 8.1. Repeat experiments were conducted in the case
of Config. F and Config. G.
The four wood cribs were closely spaced and here are treated as a
single large crib 2 m wide × 2 long × 0.125 m high. The free burn
mass loss rate of the wood cribs has been estimated from the correla-
tions given by Babrauskas [246] and as presented in Section 5.4. The
calculated free burn mass loss rate is given in Figure 8.2 however the
curve was time-shifted by 4 minutes to better match the measured
start of the fire growth. A 30-sec ramp up period was also added to
the start. The calculated mass loss rate for the wood cribs with a peak
of 0.18 kg/s is comparable to those shown in Figure 8.1 with good
agreement for the peak mass loss rate. Since the fuel comprised wood
cribs it is acknowledged that any burning rate thermal enhancement
was not expected to be very significant (due to many surfaces in the
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Figure 8.1: Mass loss rate of wood cribs measured during experiments by
Hadden et al. Reprinted from Hadden et al. [165] under a Cre-
ative Commons License.
crib lattice being shielded from the external radiation as discussed
in Section 7.1) and this is apparent by comparing Figure 8.1 and Fig-
ure 8.2. therefore, these experiments are not ideal for the evaluating
this feature of the model. A more thorough evaluation in the future
using a wider variety of fuel types is recommended.
Figure 8.2: Free burn mass loss rate of wood cribs calculated from correla-
tions in [246].
As with previous simulations an effective heat of combustion for
wood of 14 MJ/kg has been assumed [146]. A carbon dioxide yield of
1.33 g/g, soot yield 0.015 g/g and a radiant loss fraction 0f 0.3 were
also assumed [229] and a flame absorption coefficient of 0.8 m−1 from
Lautenberger [281]. Other parameters for the enclosure dimensions,
ventilation and thermal properties are as described in Chapter 6.
A characteristic HRRPUA for wood of 154 kW/m2 for use in the
fuel response effects submodel (i.e. Equation 7.10) has been used be-
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ing a 300 s average from cone calorimeter experiments at an irradi-
ance of 50 kW/m2 as reported by Collier et al. [282]. A 300 s average
value was also used for the upholstered chair fires as previously dis-
cussed in Section 7.8.4.3. However, based on the overall dimensions
of these cribs, in this case Equation 7.10 is only used after the mass
loss rate is below 0.055 kg/s i.e. when Equation 7.10 governs rather
than Equation 7.11. This is the point at which Equation 7.10 governs
rather than Equation 7.11.
The heat of gasification of wood was taken as 2.8 kJ/g [42] however
it is acknowledged that a wide range of values can be found in the
literature. For example, Tewarson and Pion [283] give 1.82 kJ/g while
Quintiere et al. [284] quote a heat of gasification of 6.3 kJ/g for a
spruce wood panel and a value of 6.2 kJ/g for an ordinary birch
plywood.
The three configurations investigated by Hadden et al. [165] dif-
fered only in the proportion of timber surfaces that were unprotected
or exposed within the enclosure.
8.2.1 Config. F - 50% walls exposed
With the free burn mass loss rate for the wood cribs from Figure 8.2
used as input to the model, the resultant mass loss rate curve includ-
ing the enclosure effects on the fuel response is shown in Figure 8.3.
The model prediction of the total mass loss rate shows only a small
enhancement effect which is consistent with a wood crib. Since the
total mass of fuel must be conserved for the moveable fire load, the
mass loss rate drops to zero when the total mass loss corresponds to
the initial mass of the moveable fire load.
The predicted HRR including the relative proportions burning in-
side and outside the enclosure is shown in Figure 8.4 along with the
total measured HRR during experiments. In the experiment desig-
nated alpha-1 in Figure 8.4, plasterboard protection started to fall off
from about 23 minutes. Hadden et al. reported that the load cell sys-
tem indicated 26 instances of plasterboard falloff. They estimated 99
kg of plasterboard fell in total.
The HRR after the burnout of the moveable fire load is solely due to
the burning exposed wood wall surfaces. Plasterboard started to fall
during the alpha-1 test from 23 minutes exposing additional wood
surfaces, while in alpha-2 no involvement of protected wood surfaces
occurred. The predicted HRR was less than the measured HRR fol-
lowing the predicted burnout time of the moveable fire load. The
simulation was repeated using the debonding model with a debond-
ing criterion of 300°C and this curve is also shown in Figure 8.4. With
debonding, the simulation predicted complete burn-through of the
walls within 40 minutes which was not the case in the experiment. It
is apparent use of the debonding submodel leads to a char rate that
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Figure 8.3: Config. F. Predicted mass loss rate (MLR) for moveable fire load
based on specified free burn curve.
Figure 8.4: Config. F. Predicted HRR using both fuel response effects and
kinetic wood pyrolysis submodels with and without debonding.
is much faster than occurred in the experiment probably due to the
assumption that the entire lamella falls away instantaneously expos-
ing the next lamella to the fire. As previously discussed in Section 5.8,
debonding is a more gradual process.
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8.2.2 Config. G - 25% walls, 100% ceiling exposed
With the free burn mass loss rate for the wood cribs from Figure 8.2
used as input to the model, the resultant mass loss rate curve for Con-
fig. G including the enclosure effects on the fuel response is shown in
Figure 8.5.
Figure 8.5: Config. G. Predicted mass loss rate (MLR) for moveable fire load
based on specified free burn curve.
Figure 8.6: Config. G. Predicted HRR using both fuel response effects and
kinetic wood pyrolysis submodels.
The predicted HRR including the proportions burning inside and
outside the enclosure is shown in Figure 8.6 along with the total mea-
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sured HRR during the repeated experiment designated beta-1 and
beta-2. In the beta-2 experiment Hadden et al. observed there was
about 8 kg of plasterboard in total that fell starting from 23 min which
coincides with the regrowth as shown in Figure 8.6. There was no
plasterboard fall off observed in the beta-1 experiment. At previously
stated, the model does not consider the possibility of the gypsum
board encapsulation falling off.
8.2.3 Config. H - 50% walls, 100% ceiling exposed
With the free burn mass loss rate for the wood cribs from Figure 8.2
used as input to the model, the resultant mass loss rate curve for Con-
fig. H including the enclosure effects on the fuel response is shown
in Figure 8.7.
Figure 8.7: Config. H. Predicted mass loss rate (MLR) for moveable fire load
based on specified free burn curve.
The predicted HRR including the proportions burning inside and
outside the enclosure is shown in Figure 8.8 along with the total mea-
sured HRR during the experiment.
8.2.4 Summary
The results from simulations using both the fuel response effects and
kinetic wood pyrolysis submodels for the Configs. F, G and H ex-
periments show similar trends and are not greatly different from the
previous results in Section 6.3 where the calculated free burn move-
able fire load mass loss rate was used without enclosure effects. As
previously stated this could be expected since the movable fire load
was wood cribs with a large proportion of fuel surface area located
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Figure 8.8: Config. H. Predicted HRR using both fuel response effects and
kinetic wood pyrolysis submodels.
within the crib lattice and shielded from external radiation from the
enclosure. The comparison is also made more difficult by the fall-off
of charred timber lamella and failure of some of the gypsum plaster-
board protection of which the latter was not modelled.
8.3 nrcc experiments
8.3.1 Config. P - 33% walls, 10% ceiling exposed
Config. P removes debonding as a variable in the simulation since the
CLT was manufactured with a thermal resistive adhesive as discussed
previously in Section 6.5.3. The moveable fire load was wood cribs
and therefore the free burn mass loss rate could be estimated, again
using the correlations in Section 5.4 from Babrauskas [246]. Three
wood cribs were used weighing 120 kg each as previously described
in Section 6.5 and seen in Figure 6.60. The calculated free burn mass
loss rate for the wood cribs is shown in Figure 8.9 along with the mass
loss rate including ventilation and thermal feedback effects during
the simulation. In this case, the peak mass loss rate is predicted to
be less than the peak mass loss rate under well-ventilated free burn
conditions.
The measured and predicted gas temperature in the enclosure is
shown in Figure 8.10 along with the previous prediction from Sec-
tion 6.5.3 where the postflashover burning of the wood cribs was
represented by the free burn curve. For this experiment, including
the enclosure effects on the fuel has led to a significantly lower pre-
dicted peak temperature and a more extended fully developed burn-
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Figure 8.9: Predicted mass loss rate (MLR) for moveable fire load based on
specified free burn curve for Config. P.
ing stage. This appears to follow the same trend as for the predicted
mass rate with enclosure effects included as seen in Figure 8.9.
Figure 8.10: Measured and predicted enclosure gas temperatures for Config.
P using kinetic pyrolysis submodel and enclosure effects.
The predicted depth of char versus time is shown in Figure 8.11 in-
cluding corresponding predictions from the simulations reported in
Section 6.5. The predicted char depth for the wood kinetic submodel
with enclosure effects on the moveable fire load is greater than previ-
ous obtained without the enclosure effects. It was also similar to that
obtained from the simpler GE pyrolysis submodel with a GE ratio of
1.0.
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Figure 8.11: Measured versus predicted char depth in the exposed wall
based on the time to reach 300°C determined from the predicted
temperature - depth profile below the surface of the exposed
wall for Config. P.
8.3.2 Config. S - 35% walls, 100% ceiling exposed
The calculated free burn mass loss rate for the wood cribs is shown
in Figure 8.12 along with the mass loss rate including ventilation and
thermal feedback effects during the simulation. The curve is almost
identical to that from Config. P indicating that the increase in exposed
surface area has little effect on the burning of the moveable fire load
in this case.
Figure 8.12: Predicted mass loss rate (MLR) for moveable fire load based on
specified free burn curve for Config. S.
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For Config. S, the measured and predicted gas temperature in the
enclosure is shown in Figure 8.13 along with the previous prediction
from Section 6.5.6 where the postflashover burning of the wood cribs
was represented by the free burn curve. The additional contribution
from the wood surfaces in this case leads to a much slower decay in
the predicted gas temperature when compared with Config. P.
Figure 8.13: Measured and predicted enclosure gas temperatures for Config.
S using kinetic pyrolysis submodel and enclosure effects.
The predicted depth of char versus time is shown in Figure 8.14
including corresponding predictions from the simulations reported in
Section 6.5. The maximum predicted char depth is signficantly greater
being 71 mm compared to 56 mm when the enclosure effects on the
moveable fire load was ignored.
8.3.3 Summary
The wood cribs used in the Config. P and S experiments were pre-
dicted to have a peak mass loss rate of about 2/3 of the peak free
burn mass loss rate, unlike the wood cribs used in the Config. F, G
and H experiments where a small enhancement of the mass loss rate
was predicted. However, since the moveable fire load was in the form
of wood cribs none of the predictions indicated there would be a
significant enhancement in the burning rate. The comparisons made
here are illustrative to demonstrate the functionality of the fuel re-
sponse effects submodel for a mass timber enclosure. A systematic
study of the behaviour of the model for a wider range of fuel sources
and ventilation conditions would be warranted. In any case, this fea-
ture of the model may more useful with forensic applications in mind
rather than for design where exact details of the moveable fire load
may not be known.
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Figure 8.14: Measured versus predicted char depth in the exposed wall
based on the time to reach 300°C determined from the pre-
dicted temperature/depth profile below the surface of the ex-
posed wall for Config. S.
8.4 sensitivity to area of wood surfaces exposed
Additional simulations were performed, again using both the kinetic
wood pyrolysis and the fuel response effects submodels to illustrate
the sensitivity of the overall model predictions to the area of exposed
wood within the enclosure. The room dimensions, ventilation, fire
load and other model inputs parameters are the same as for the
NRCC experiments reported by Su et al. [171] and as previously dis-
cussed in Section 6.5 and Section 8.3. The only parameter varied here
was the proportion of the walls and ceiling that were exposed wood.
The simulations assume that no debonding of lamella or fall-off of
any protective plasterboard in non-exposed wood areas occur.
Figure 8.15 gives the predicted enclosure gas temperature depend-
ing on the relative areas of exposed wood surface. The predicted en-
closure gas temperature for the Config. P and Config. S experiments
are also shown. It is clear that the area of exposed wood surfaces af-
fects the duration of burning and time to reach the peak temperature.
It also affects the rate of gas temperature decay following the burnout
of the moveable fire load which is predicted to occur after about 52
minutes by reference to Figure 8.12. The more exposed wood present,
the slower is the rate of temperature decay.
Figure 8.16 give the predicted char depth beneath the exposed sur-
face of the enclosure walls depending on the relative areas of exposed
wood surface. Greater areas of exposed wood results in a greater char
depth being reached.
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Figure 8.15: Effect of area of exposed wood on the predicted enclosure gas
temperatures using kinetic pyrolysis submodel including enclo-
sure effects on the moveable fire load.
Figure 8.16: Effect of area of exposed wood on the predicted depth of char in
the wall using kinetic pyrolysis submodel including enclosure
effects on the moveable fire load.
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M O D E L A P P L I C AT I O N S
9.1 general
The model described in this thesis could be used to inform the struc-
tural fire engineering design of mass timber enclosures as well as
noncombustible enclosures. It could also be used to help determine
appropriate design FLED values to be used for mass timber enclo-
sures instead of the values typically specified for noncombustible en-
closures in a verification method such as NZBC C/VM2 [285] or when
using simplified formula for determining equivalent time of fire ex-
posure (e.g. EN 1991-1-2, Annex F [286]). These potential applications
are discussed in this chapter.
9.2 structural fire engineering design
The maximum char depth calculated by the enclosure fire model with
the wood pyrolysis submodels could be used directly as part of the
assessment of the structural performance of solid wood walls and ceil-
ings where the heat transfer is primarily one-dimensional. The maxi-
mum char depth determined would enable the designer to determine
fire resistance based on the residual cross section area method as de-
scribed in standards such as Eurocode 5 [146], NZS 3603 [145] or NZS
AS 1720.1 [287]. However, char depths based on one-dimensional heat
transfer may not be applicable for structural elements that are ex-
posed to fire on more than one side such as beams and columns.
In these cases, the enclosure fire model can still provide an approx-
imate means of generating the thermal boundary conditions for use
in a more detailed thermal/structural model e.g. SAFIR [218] for de-
termining the char depth, residual cross-sections and structural re-
sponse of the members. Östman et al. [24] illustrate the relevant pa-
rameters for a structural fire engineering design in Figure 9.1.
In order to allow for the fuel contribution from the beams or col-
umn, these would need to be represented as equivalent surface areas
of exposed wall or ceiling as was previously done for the simulations
of Config. Q (Section 6.5.4) and Config. R (Section 6.5.5).
The mass timber enclosure model calculates the thermal environ-
ment within the room in terms of the gas time-temperature and heat
fluxes to the room surfaces. This allows the Adiabatic Surface Tem-
perature (AST) over time to be calculated (also done by the model).
The AST curve is used as the surface temperature boundary con-
dition for the more detailed thermal-structural analysis, where for
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Figure 9.1: Flowchart for predicting structural fire performance. Adapted
from Östman et al. [24] with permission from Elsevier.
wood components, the char depth could be recalculated (and checked
against the preliminary estimate provided by the mass timber enclo-
sure model) and the residual cross sections determined and used in
the structural analysis.
9.2.1 Theory, adiabatic surface temperature
This description of AST follows that presented by Wickström in nu-
merous publications in the literature [288–290], and in particular from
Wickström et al. [289]. Wickström proposes that AST can be used as a
means of characterising the thermal exposure to a surface as a single
parameter that can easily be passed from the fire model to a ther-
mal/structural model. The fire model is principally concerned with
the gas phase and is only interested in the enclosure surfaces to the
extent that they represent a source of heat loss from the enclosure
and as a potential source of additional fuel. Therefore simple heat
transfer submodels such as a semi-infinite solid or 1-D finite differ-
ence methods are usually incorporated within the fire model. On the
other hand, a thermal/structural model is principally concerned with
the detailed temperature distributions within an element exposed to
the fire (in two or three dimensions) so that its structural response ac-
counting for the elevated temperatures can be determined. The ther-
mal/structural model is only interested in the gas phase conditions to
the extent it provides the thermal boundary condition for the analysis.
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The adiabatic surface temperature is used as a means of transferring
the output from the fire model to the thermal/structural model.
Heat transfer to solid surfaces exposed to fire comprises convection







Ignoring any reflected radiation, the net radiant contribution is
given as the difference between the absorbed radiation and the rera-


















The incident radiant flux striking an enclosure surface q̇′′inc comes
from several sources and is in general a complicated term involving
contributions due to radiation from the fire plume (point source as-
sumption), radiant exchange contributions from other surfaces in the
enclosure (depends on view factors and absorption/transmission by
the gas layers separating the surfaces) and emission from the gas lay-
ers to the surface (including emission by soot particles and absorption
by CO2 and H2O). B-RISK uses a 4-wall radiation model assuming
a rectangular shaped enclosure where the ceiling, upper wall, lower
wall and floor are considered separate entities and heat transfer is
calculated to each one. The incident radiant heat flux is calculated by








Where the subscript i refers to the various surfaces and source
terms contributing to the incident radiation striking a surface. The
convective heat transfer to the surface is given by:
q̇′′con = h(Tg − Ts) (9.5)
The convective heat transfer coefficient is calculated for natural con-
vection as a function of the Grashof and Prandtl numbers (described
in the B-RISK manual) but for the mass timber enclosure fire model a
constant value of 35 Wm−2K−1 is used as discussed in Appendix B.







+ h(Tg − Ts) (9.6)
188 model applications
In the case of a perfect insulator that is exposed to the same heating
conditions as the real surface, its surface temperature is designated
the ‘adiabatic surface temperature’ or AST. In this case, by definition,







+ h(Tg − TAST ) (9.7)
Since the fire model (B-RISK) calculates q̇′′inc to the real surface with
emissivity ε, along with the temperature of the adjacent gas layer Tg
and the convective heat transfer coefficient h, Equation 9.7 can be
solved for the adiabatic surface temperature TAST . Incidentally, in
fire resistance furnace tests and in fire enclosure experiments, the






s ) + h(TAST − Ts) (9.8)
If we ignore any storage of heat by the plate thermometer, Equa-
tion 9.8 allows the net heat transfer to a surface in a fire resistance
test or enclosure fire experiment to be calculated using the plate ther-
mometer temperature (AST) and a measurement of the surface tem-
perature of the real surface in the same test or experiment. Ignoring
storage of heat by the plate thermometer is only reasonable for rel-
atively steady heating conditions where the temperature difference
between the plate and the surrounding gases are reasonably small.
It cannot be ignored if the temperatures are changing rapidly. Wick-
ström et al. [291] developed an inverse procedure for how to consider
the inertia of the plate.
9.2.2 Example application - Config Q
This example uses the experiment described previously as Config.
Q (Section 6.5.4) which was experiment 3 in the test series reported
by Su et al. and which included an unprotected glulam beam and
columns [171].
Figure 9.2 shows the setup for Config. Q where a beam (327 ×
457 mm) was exposed to fire on three sides and the columns (457 ×
457 mm) exposed on four sides. The wall and ceiling surfaces were
fully protected with gypsum plasterboard. It was determined that the
fire-exposed surface area of the beam and column was equivalent to
36% of the enclosure wall area (see Table 6.1), and this was how the
experiment was simulated.
The measured char depth was in the range 90 mm to 160 mm for
each exposed side of the glulam after four hours. The average char
depth was 110 mm for each exposed beam/column side. Figure 9.3
shows the measured and predicted (using the kinetic pyrolysis model
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Figure 9.2: Config. Q - Fully exposed beams and columns. Reprinted from
Su et al. [171] with permission.
Figure 9.3: Measured and predicted enclosure gas temperatures, and pre-
dicted ceiling surface temperature and ceiling adiabatic surface
temperature for Config. Q using kinetic submodel.
without enclosure effects on the moveable fire load) gas temperatures
along with the calculated AST. As noted previously in Section 6.5.4 in
the period from 50 min to 85 min, the room temperatures increased
because the protected CLT panels started to char behind the gypsum
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board protection and this was not considered by the model. The cal-
culated AST is seen to lie between the predicted gas temperature and
the surface temperature, and can be used to prescribe the tempera-
ture of the fire exposed surface (as a Dirichlet boundary condition)
in a more advanced thermal and structural finite element model (e.g.
SAFIR [218]). An additional check is required to ensure that the pre-
dicted char depth for a one-dimensional timber element is consistent
between the fire model and the thermal/structural model.
9.2.3 Example application - Config R
This example uses the experiment described previously as Config. R
(Section 6.5.5) which was experiment 4 in the test series reported by
Su et al. [171] and which included an unprotected glulam beam and
column and a fully exposed wood ceiling.
Figure 9.4 shows the setup for Config. R where a beam (327 ×
457 mm) was exposed to fire on three sides and the column (457 ×
457 mm) exposed on four sides. Figure 9.5 shows the position of the
glulam elements in plan view. The walls were fully protected with
gypsum plasterboard while the ceiling was fully exposed. The fire-
exposed surface area of the beam and column was equivalent to 19%
of the enclosure wall area (see Table 6.1), and again this was how
the experiment was simulated. The measured char depth was in the
range 60 mm to 90 mm for each exposed side of the glulam elements
after four hours with an average char depth of 70 mm.
Figure 9.6 shows the measured and predicted (using the kinetic
pyrolysis model without enclosure effects on the moveable fire load)
gas temperatures along with the calculated AST.
9.3 equivalent time of fire severity
Not all buildings warrant detailed structural fire engineering design
or need to be designed for total burnout to prevent collapse. For
many low-rise and low-risk buildings prescriptive fire resistance rat-
ings may be specified in building code solutions to ensure fire spread
is controlled for a period sufficient for occupants to escape or to limit
fire spread to nearby property. Furthermore, even if a structural fire
engineering analysis for load-bearing mass timber elements is under-
taken for design to prevent structural collapse, there may be other
construction within the same enclosure that also require fire resis-
tance e.g. light-weight gypsum plasterboard walls, fire rated doorsets,
or fire-stopping penetration systems. It is usually not practicable (and
in some cases not possible) to also design these types of systems from
first principles and common practice is to select systems meeting fire
resistance levels specified in codes or calculated from equivalent time
of severity formula.
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Figure 9.4: Config. R - Fully exposed ceiling, beam and column. Reprinted
from Su et al. [171] with permission.
Figure 9.5: Config. R - Plan view showing position of glulam. Reprinted
from Su et al. [171] with permission.
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Figure 9.6: Measured and predicted enclosure gas temperatures, and pre-
dicted ceiling surface temperature and ceiling adiabatic surface
temperature for Config. R using kinetic submodel.
The concept of equivalent fire severity (or the ’destructive power
of a fire’ as described by Harmathy [292]) is used to determine the
duration of exposure in a standard fire resistance test that would pro-
duce the same destructive effect on a specified construction element
as would occur when exposed to a specified real fire. This approach
enables the vast amount of data collected in standard fire resistance
tests over many years to still be used as part of a fire engineering
analysis. It is generally not practical for construction elements to be in-
dividually tested for the large number of different time-temperature
exposures possible in enclosure fires dependent on the enclosure size,
ventilation thermal properties [32].
One of the first methods developed was that by Ingberg [293] who
compared the area under the time-temperature curve above a certain
reference temperature to that in the standard fire test. His approach
did not have any real theoretical merit [294] and did not account for
ventilation conditions or any variations in the thermal properties of
the enclosure boundaries. Thomas [295] and Law [296] further devel-
oped the time equivalent concept using data from wood crib fires.
Law went on to compare various formula spanning from Ingberg’s
work through to the Eurocode formula with postflashover data and
did not find the correlations to be very satisfactory [297].
Harmathy [292, 298, 299] proposed the concept of the ’Normalised
Heat Load (NHL)’ as a method of ranking various enclosure fires on a
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‘potential for destruction scale’. Harmathy [300] based his proposed
on an analytical solution for the maximum temperature reached at
a given depth below the surface of a semi-infinite solid. His idea
was applicable to reinforced or prestressed concrete elements where
steel reinforcement is located at a defined depth beneath the surface
and where the structural performance depended on the maximum
temperature reached. Harmathy defined the normalised heat load H
(with units s1/2K) as the heat absorbed per unit area divided by the
thermal inertia of the enclosure boundaries as shown in Equation 9.9
where q̇ is an average heat flux penetrating the surface. It can be seen








The idea of equivalent fire severity being related to an absorbed
energy dose has also been proposed by others including Harada et
al. [301] and Kodur et al. [294, 302]. Nyman et al. [303, 304] also
proposed an energy dose method (see Section 9.6 later) but it was
based on a cumulative dose of incident radiant flux.
9.4 en 1991-1-2 annex f equivalent time of fire exposure
The simple formula given in EN 1991-1-2 Annex F to relate the equiv-
alent time of exposure in a standard fire resistance test to a natural
fire defined by the fire load, opening size and thermal properties of
the enclosure was developed after extensive reviews of the previous
formulations, but with more conservative estimates of the lining fac-
tor as recommended by Kirby et al. [305]. Law [297] reported that the
original form of the Eurocode formula was based on correlating re-
sults from a heat balance model or computer program called MRFC
developed at the University of Kassel. Kirby [305] reported the for-
mula came from a CIB W14 report [306] which in turn was based on
the DIN 18230 standard [307], thus it appears that Germany was the
country of origin.
The formula for time equivalent (te) as it appears in C/VM2 [285]
is shown in Equation 9.10 where ef is the FLED, kb is a conversion
factor to account for thermal properties of the materials, km is a mod-
ification factor for the structural material and wf is the ventilation
factor.
te = efkbkmwf (9.10)
Purkiss and Li [308] stated that the time equivalence should only
be used where structural behaviour can be characterised by a sin-
gle temperature (e. g. steelwork or concrete in flexure). They also say
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that time equivalence cannot be used for timber since the controlling
phenomenon is char depth. Clearly the issue of time equivalence is
much more complicated for a combustible material. Despite limita-
tions and criticisms [297, 309] of the EN 1991-1-2 Annex F [286] and
similar simple formulations to calculate fire severity they continue
to be widely used in New Zealand [285] mainly due to their con-
venience and simplicity. Wade et al. [32] stated "that time-equivalence
methods seem most useful for determining the fire resistance ratings required
when little is known about the specific materials and type of construction to
be used, e.g. to inform prescriptive Building Code compliance documents."
Verification method C/VM2 [285] allows fire resistance ratings to
be determined by calculating the equivalent fire severity from the
formula in Eurocode 1 [286] but there is no explicit guidance pro-
vided in C/VM2 as to how to address the potential for increased
fire severity resulting from the presence of large areas of exposed
combustibles on the walls and ceiling within an enclosure. The fire
severity within an enclosure with mass timber surfaces may be sim-
ilar to a non-combustible enclosure during the period of ventilation-
controlled burning, however once the moveable fire load burns out,
continued burning of the timber surfaces can extend the period of
ventilation-controlled burning and slow the rate of temperature de-
cay resulting in a greater fire severity.
9.5 design fire loads in fire severity calculations
NZBC C/VM2 [285] specifies the design FLED values shown in Fig-
ure 9.7 for the moveable fire load and these can be presumed to be
applicable to non-combustible enclosures since there is no allowance
made or required for any additional contribution from combustible
construction.
Therefore, where unprotected combustible construction is exposed
to the fire, the following procedure is suggested to modify the de-
sign FLED for use in fire severity calculations such as the Eurocode
formula [286].
1. Use the enclosure fire model to determine the maximum char
depth (dc) in walls and ceiling in m.
2. Calculate the total mass of wood (in kg) pyrolysed from the
surface area of wood exposed (Aw), the wood density (ρw) and
the char depth.
mw = dcAwρw (9.11)
3. Determine the total heat release (Qtot) and the heat released in-
side the enclosure (Qin) in MJ (by integrating the two respective
HRR curves from the fire model).
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Figure 9.7: Design FLEDs used for modelling fires in C/VM2 [285].
© The Crown.
4. Determine the fraction of total energy released (λ) inside the
enclosure.
λ = Qin/Qtot (9.12)
5. Calculate the modified design (FLEDc) in MJ/m2 of floor area,
for the combustible enclosure.
FLEDc = FLEDnc + λ∆Hcmw/Afloor (9.13)
9.5.1 Example
This example uses the enclosure simulations presented in Section 8.4
using both the SMC kinetic wood pyrolysis and enclosure effects sub-
models. The enclosure is assumed to be the same as for the NRCC
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experiments reported by Su et al. [171]. The enclosure measured 4.5
m × 2.4 m × 2.7 m high with an opening 2.0 m high × 0.76 m wide.
The moveable fire load (being wood cribs) was previously estimated
to represent a FLED of 467 MJ/m2 assuming an effective heat of com-
bustion of 14 MJ/kg.
Simulations were conducted for the case of no exposed wood on
the ceiling and exposed wood surfaces on the walls ranging from 0
- 50%. The predicted gas temperature curves were previously deter-
mined and shown in Figure 8.15. Following the proposed procedure
the maximum char depths were determined as previously shown in
Figure 8.16. The calculation results are summarised in Table 9.1.
Percentage wall exposed 0% 10% 20% 30% 50%
Area exposed (m2) 0.00 3.73 7.45 11.18 18.63
Maximum char depth (m) - 0.048 0.050 0.052 0.060
Mass of wood pyrolysed
(kg)
0.0 92.1 191.9 301.6 574.7
Heat release fraction (-) 1.00 0.77 0.69 0.62 0.58
Movable FLED (MJ/m2) 467 467 467 467 467
Updated FLED (MJ/m2) 467 559 638 711 900
Table 9.1: Summary of calculation outputs to determine the FLED for the
enclosure with different quantities of exposed wood on the walls.
Figure 9.8 plots the FLED against the percentage of timber wall sur-
face exposed to the fire. The FLED for the case where all of the wall
contribution burned inside the enclosure and for the case where only
part of the wall contribution burned inside are both shown. The fire
gas temperature curve for this example considering only the move-
able fire load of 467 MJ/m2 using the parametric equations from
EN 1991-1-2 [78] were also determined. The form of the parametric
equations included the suggested modifications by Reitgruber et al.
[310]. A thermal inertia factor (b =
√
kρc) for insulating enclosure
surfaces of 400 Jm−2s−1/2K was assumed along with a tlim = 20 min-
utes for a medium growth rate fire. The gas temperature is shown
in Figure 9.9 along with the gas temperature predicted from the fire
model and the measured gas temperatures reported by Su et al. [171].
Both the fire model and the parametric equations agree reasonably
well except for the latter part of the decay phase where both are seen
to diverge from the measured data. Again a distinct difference is seen
between the predictions with and without the enclosure effects sim-
ilar to that seen earlier in Figure 8.10 for Config. P. The peak gas
temperature for the parametric curve falls in between the two curves
predicted using the model.
Figure 9.10 shows the predicted gas temperatures from the equa-
tions given in EN 1991-1-2 for each of FLED values corresponding to
the different proportions of exposed wood wall surface.
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Figure 9.8: New design FLEDs versus percentage of timber wall surfaces
exposed to fire (applicable to NRCC enclosure).
Figure 9.9: Gas temperatures for Config. O with no wood surface contribu-
tion.
Figure 9.11 compares the gas temperatures from EN 1991-1-2 us-
ing the updated FLEDs with model gas temperature predictions. The
peak temperature from the parametric curve is higher but the rate of
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Figure 9.10: Parametric gas temperatures from EN 1991-1-2 [78] .
Figure 9.11: Parametric gas temperatures from EN 1991-1-2 compared with
model prediction with updated FLEDs.
temperature decay is more rapid when compared to the model. How-
ever, the model shows a similar trend to EN 1991-1-2 by extending the
duration of burning as the fuel load increases with a small increase
in the peak gas temperature.
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9.5.2 Summary remarks
It is not clear whether the proposed procedure for determining up-
dated design FLED values for mass timber enclosures is conserva-
tive or non-conservative and further work is required to study this in
more detail. However, since currently the verification method C/VM2
[285] is silent on how to allow for the contribution of exposed mass
timber surfaces and similarly it is unaccounted for entirely in the fire
resistance ratings specified in the Acceptable Solutions [311], then ap-
plying the procedure in fire safety design would be an advancement
compared to designs where the wood surface contribution is entirely
omitted.
9.6 cre method and example
The cumulative radiant energy (CRE) method [304] involves calcu-
lating the dose (qinc) of incident blackbody thermal radiation flux
experienced by a construction element exposed to fire. It provides a
simple means of comparing the severity of a different (non-standard)
fire with a fire following a standard time-temperature curve [141].
Equation 9.14 is used for calculating the blackbody radiation dose
where σ is the Stefan-Boltzmann constant, T is the gas temperature,





When calculating the CRE dose for the standard time-temperature
curve, the gas temperature relationship given in Equation 9.15 can be
used.
T = 345log10(8t+ 1) + T∞ (9.15)
Nyman et al. [304] assumed that the enclosure and the furnace fire
have similar heat transfer coefficients and that the ratio of the convec-
tive to total heat transfer is similar in both the enclosure and the test
furnace. Their study examined the performance of light timber and
light steel frame construction with gypsum plasterboard linings fixed
to each side. In their enclosure experiments they found that insulation
failure predictions were generally conservative, but nonconservative
for the assemblies which failed structurally or on integrity (e. g. the
floor/ceiling and metal stud systems). Nyman et al. concluded that
the CRE method could be used for predicting insulation failure times
of drywall assemblies, during the period of fire exposure where heat
transfer is dominated by radiation.
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The CRE method was recently evaluated by Jessop et al. [27] as a
predictive tool relating the general damage experienced by the enclo-
sure during the fire with the fire severity. This was done by compar-
ing the CRE for two different fire severities experienced by the same
enclosure using the results from a furnace experiment [40] and a nat-
ural enclosure experiment [27, 312]. They listed a series of damage
markers which were used to compare the CRE dose received by the
construction element at the time the event occurred in each experi-
ment. Jessop et al. [27] concluded that CRE can be used as a general
indicator to construct a timeline for the expected enclosure damage.
However, they stated caution is required in extending this to other
events or markers such as structural failure of the specific compo-
nents without a more detailed analysis of the failure mechanisms and
how they are affected by temperature and energy dose.
In the context of the present study, the fire model described in
this thesis could be used to allow the calculation of the CRE and the
equivalent time of exposure in a standard fire resistance test based
on the predicted gas temperature history and the equivalent time of
exposure in a standard fire resistance test.
Using the simulation data from the preceding example in Section 9.5.1,
Figure 9.12 shows the equivalent time of exposure in a standard fire
resistance test as calculated from the fire model (with kinetic and en-
closure effects included); the EN 1991-1-2 Annex A parametric time-
temperature equation and CRE method; and the EN 1991-1-2 Annex
F equivalent time of exposure formula. All cases assume the NRCC
enclosure size of 4.5 m × 2.4 m × 2.7 m high with an opening 2.0
m high × 0.76 m wide as described by Su et al. [171]. The moveable
fire load (being wood cribs) was taken as 467 MJ/m2 assuming an
effective heat of combustion of 14 MJ/kg.
It can be seen in Figure 9.12 that the parametric time temperature
equations [78] with the CRE method produces the lowest calculated
equivalent time of exposure, probably as a result of the steeper tem-
perature decay phase compared to the fire model gas temperature
predictions. Both the calculated equivalent time of exposure from the
fire model and from the EN 1991-1-2 Annex F formula give somewhat
comparable results.
It is emphasised that this approach to determining the equivalent
time of exposure is intended for non load-bearing elements in mass
timber enclosures that require fire resistance and not for load-bearing
mass timber elements where structural fire engineering procedures
should be used as previously discussed in Section 9.2.
The examples presented in this chapter illustrate some possible
approaches for designing mass timber buildings for fire resistance,
however the examples are very limited in scope and have only been
demonstrated for a single set of simulation data. Clearly there could
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Figure 9.12: Calculated equivalent time of exposure for NRCC enclosure
with movable FLED = 467 MJ/m2 for different areas of exposed
wood on the walls.
be a great deal more research done to investigate the methods further
and extend the work in the future.

10
C O N C L U S I O N S A N D R E C O M M E N D AT I O N S
10.1 conclusions
It is concluded that where mass timber structures must be designed
to ’not collapse’ in fire then satisfying prescriptive time periods in
standard fire resistance tests is not sufficient. The fire performance
of these structures need to be specifically engineered considering the
expected growth, duration and decay period of the fire. This requires
a coupled interaction between the moveable fire load and the com-
bustible enclosure surfaces to be considered. The fully developed fire
model described in this thesis may be used as a basis for improv-
ing the understanding and prediction of these coupled effects. The
following additional specific conclusions are made.
1. Two-zone models and postflashover fires. As demonstrated
in Appendix A, a two-zone model can be used for underventi-
lated postflashover fires since the plume flow becomes coupled
to the air entering the compartment under ventilation limited
conditions. While the problem can be simplified by using a one-
zone model instead, it is not necessary to do so.
2. EC5 Thermal conductivity. As found in Section 6.5.3, the EN
1995-1-1 temperature dependent thermal conductivity equations
for wood may not be suitable for use with enclosure fire mod-
els where energy conservation equations for the fire source are
enforced. This is because a higher thermal conductivity for the
solid/char at higher temperatures (i.e. nearer to the surface) as
used in EC5 has the counter effect of cooling the fire gas temper-
ature since more of the energy from the fire is conducted into
the wall (and less is used to increase the fire gas temperature).
3. CLT Debonding submodel.
It is observed that internationally there are different approaches
to managing the risk of lamella debonding during a fire result-
ing in potential regrowth in the fire development due to adhe-
sive failure. In Europe there seems to be greater interest in al-
lowing for potential debonding, predicting if and when it occurs
and avoiding its occurrence by ensuring that the facing lamella
is sufficiently thick to prevent the adhesive reaching tempera-
tures that would result in failure. In contrast, in North Amer-
ica, the emphasis is now to demand use of adhesives that have
greater thermal resistance such that the element as a whole be-
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haves like solid wood. The latter approach is likely to be more
dependable.
While it was shown in Section 5.8 that debonding of CLT lamel-
lae can be modelled based on the temperature reached at the
adhesive line, it is a progressive process and therefore variable
in nature. Early debonding may not be the worse case in terms
of the fire severity. The benchmarking of the model described
indicates that the proposed debonding submodel is conserva-
tive with respect to predicting the rate of charring following
a debonding event which becomes more apparent as each suc-
cessive lamella adhesive line reaches the specified debonding
temperature. This is expected to be a result of the simplifying
assumption that each lamella is completely removed from the
surface at the debonding time. In reality the process of debond-
ing is a much more progressive one occurring over a longer
timeframe. It is suggested that adopting a stochastic approach
to modeling debonding of lamella in engineered wood may be
more appropriate.
From a design perspective, it is preferable to design to avoid
the occurrence of debonding by selecting a thermal resistive ad-
hesive in the manufacture of engineered wood products that
require fire resistance. However, ensuring the facing lamella is
sufficiently thick or allowing for debonding in the design pro-
cess could be alternative but less dependable methods.
4. Equivalence ratio wood pyrolysis submodel SMA. The wood
pyrolysis submodel described in Section 5.5 contributes mass
and energy to the enclosure fire based on pyrolysis of the charred
surface material as defined by the position of the 300°C isotherm.
The pyrolysis gases are assumed to burn however at a rate con-
trolled by a user-specified excess fuel factor or global equiv-
alence ratio. This allows a more conservative approach to be
used in design including assuming all the pyrolysis gases will
burn inside the enclosure at a rate controlled by the available
oxygen supply.
5. Kinetic wood pyrolysis submodel SMC. The alternative ki-
netic wood pyrolysis submodel described in Section 5.7 con-
tributes mass and energy to the enclosure fire based on an Ar-
rhenius equation for the temperature-dependent reaction rate
that describes the thermal decomposition of the individual wood
constituents lignin, cellulose and hemicellulose. Pyrolysis gases
are assumed to be instantly transported to the surface with
burning occurring at the time the decomposition products are
released; inside the enclosure if oxygen is available or outside
the enclosure openings if oxygen is not available. Benchmark-
ing results from Chapter 6 show the kinetic wood pyrolysis sub-
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model tends to be consistent with a global equivalence ratio
between 1.3 and 2.0. Unlike submodel SMA, this submodel has
the added advantage of providing an estimate of the proportion
of heat release inside and external to the enclosure.
6. Pyrolysis of the moveable fire load. In Section 5.4, the move-
able fire load is represented as wood cribs in the enclosure
based on the specified fire load for the enclosure fire. The mass
loss rate of the wood cribs is based on the lesser of the ventilation-
controlled mass loss rate or the fuel-controlled mass loss rate
using correlations for well-ventilated wood cribs from the lit-
erature. It is found that the simplified wood crib assumption
provides the designer with a practical approach where the ex-
act nature of the fire load may not be known in advance.
7. Fuel response effects. As discussed in Chapter 7, the use of
free-burning rate of heat release data as the design fire in many
fire models may not be appropriate in cases where the burn-
ing may be significantly enhanced due to radiation feedback
within an enclosure. This is especially true for liquid fuel fires
where the fuel surface fully sees the flames and hot surfaces and
where, as shown in Section 7.7, mass loss rates can be increased
by a factor of 4 or more compared to burning in the open. It
may be important for some upholstered furniture, but is less
important for wood cribs where a significant proportion of the
fuel surface area is within the crib lattice and does not directly
see the flame.
Chapter 8 demonstrated the application of the fuel response ef-
fect submodel for a mass timber enclosure however, it has not
been adequately validated here due to a sparsity of experimen-
tal data. The examples presented illustrated that when the fuel
response effects were included for wood crib within a mass tim-
ber enclosure, the predicted peak gas temperature was reduced
but the duration of burning extended with a slower gas tem-
perature decay compared to the kinetic submodel without fuel
response effects. The predicted final char depth was also greater.
A combined model of this type is also likely to be more useful
for forensic applications rather than for fire safety design be-
cause the exact nature and arrangement of contents are usually
not known at the design stage of buildings, or may regularly
change over the life of the building, however it could be used
where a wood crib moveable fire load is assumed.
8. Application to structural fire engineering. Section 9.2 sug-
gested how the fire model described in this thesis could be
used to provide a boundary condition such as the adiabatic
surface temperature that is useful for use in more detailed ther-
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mal/structural finite element codes as may be required for eval-
uating structural performance of loadbearing beams and columns
during and following fire exposure.
9. Equivalent time of fire exposure. The fire model described
in this thesis may also be useful to determine equivalent time of
fire exposure for non-structural assemblies within mass timber
enclosures as discussed in Section 9.3. It is proposed that the
fire load energy density contributed by mass timber elements
based on the maximum char depth, and multiplied by the frac-
tion of energy release inside the enclosure can be added to the
moveable fire load and used in existing equivalent time of fire
exposure formula.
10. Fire safety engineering design. The model described in this
thesis may be useful as part of a performance-based design of
mass timber enclosures where fire resistance is required. The
zone model approach provides advantages in speed and sim-
plicity for fire safety engineering. Given the uncertainties in ba-
sic design parameters such as ventilation and fire load, the sim-
pler submodel SMA with a GE ratio of 1.3 may be adequate and
sufficiently conservative for many cases, however the kinetic py-
rolysis submodel allows the proportion of burning inside and
external to the enclosure to be estimated and appears to pro-
vide a more accurate prediction. Use of the fuel response effects
submodel may also provide better prediction for the rate of tem-
perature decay.
11. The conventional fire resistance framework. The applica-
bility of the conventional fire resistance framework developed
and used for decades for non-combustible construction is highly
questionable when applied to combustible compartments. If mass
timber structures must be designed to ’not collapse’ in fire then
satisfying arbitrary time periods in a standard fire resistance
test is not sufficient. The fire performance of these structures
needs to be specifically engineered considering the expected fire
growth, burning duration and decay of the fire.
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10.2 recommended model improvements
The following is a list of recommended improvements to the fully
developed fire model for mass timber enclosures as described in this
thesis.
1. Thermal conductivity of wood and char.
The thermal conductivity value given in Equation 5.22 applied
to a pyrolysing wood particle at ambient temperature and was
given as the average of the longitudinal and radial directions.
This is inappropriate and would result in the thermal conduc-
tivity being overestimated for the typical mass timber installa-
tions. Values of thermal conductivity perpendicular to the grain
or in the radial direction should be used.
For example, TenWolde [242] gives the following equation for
thermal conductivity measured across the grain for wet wood
at ambient temperature. For wood with an oven dry density
of 460 kg/m3 at 10% moisture content, this equation gives a
thermal conductivity of 0.127 W/mK.
k = 0.001ρw,dry(0.1941+ 0.4064u) + 0.01864 (10.1)
Janssens and Douglas [132] also provide detailed equations for
the thermal conductivity of wood, char and partially charred
wood at ambient and elevated temperature. In future, these
should be investigated for use in the model.
2. Specific heat of wood.
The equations given in Section 5.3.5 do not account for the latent
heat of vaporisation of the moisture in wet wood. In addition,
the additional heat required, above the heat of vaporisation of
free water, to evaporate water from a substance in which it has
been absorbed (i.e. the heat of wetting) is also not accounted for.
Janssens and Douglas [132] give the heat of vaporisation of wa-
ter in kJ/kg of water as a function of temperature in °C as:
∆hv = 2552− 2.93T (10.2)





These enthalpy terms can either be accounted for directly in the
heat transfer calculations or they can be included within the
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temperature dependent specific heat equations over a defined
temperature range (e.g. 100 - 120°C) as is done within the EC5
specific heat relationship previously shown in Figure 5.7.
Furthermore, rather than assigning each finite difference ele-
ment as wood or char based on a threshold of 300°C, for the
kinetic submodel after the wood starts to pyrolyse, a weighted
average of the dry wood and char specific heat could be calcu-
lated for a partially charred material.
3. Temperature dependent thermal property database.
It is recommended that in the future, model users be provided
with the ability to add new materials with temperature depen-
dent properties for thermal conductivity, specific heat and den-
sity to the B-RISK materials database. This is expected to greatly
improve the accuracy of the heat conduction calculations in the
post-flashover and decay phases.
The additional option of making these properties non-reversible
i.e. to hold the property value when the temperature starts to
decline would also be a valuable addition to the model. While
this had been done for thermal conductivity it had not been
done for the specific heat of char.
4. Enclosure boundary heat loss calculations. The current
model assumes that walls or ceilings that are only partially pro-
tected or exposed will have the same heat loss characteristics (as
determined by the specified thermal properties) as for fully ex-
posed wood enclosures. In future it may be desirable to modify
the fire model to calculate heat losses considering the relative
areas of both exposed wood and protected wood construction.
5. Account for dimensional changes in wood/char.
The mass of wood changes as it dries and loses moisture, and
as wood is converted to char. The volume also changes as the
wood shrinks due to this moisture loss and charring. During
fire exposure, the exposed wood surface typically recedes as the
combustion progresses due to the char contraction and possible
char oxidation [132].
This contraction should ideally be accounted for in the determi-
nation of the thermal conductivity and density of the wood/char.
Since the model developed in this thesis relies on finite differ-
ence calculations with a fixed grid, any char contraction effect
strictly speaking should not be included in the char density and
thermal conductivity values used.
Janssens [132, 313] gives the apparent density of the wood/char
(Equation 10.4) as a function of the residual mass Z at a given
time, the oven-dry density of wood ρw,dry and dimensional
10.2 recommended model improvements 209
changes due to drying and thermal expansion. fl, fr, ft are the
thermal expansion factors for softwoods in the longitudinal, ra-
dial and tangential directions respectively. T is the temperature





fl = 1+ 3.75× 10−06(T − Tr) (10.5)
fr = 1+ ρw,dry × 55× 10−09(T − Tr) (10.6)
ft = 1+ ρw,dry × 82× 10−09(T − Tr) (10.7)
An average expansion factor perpendicular to the grain, and
also including a factor for expansion due to moisture is given






A correction to the thermal conductivity k (Equation 10.11) could
be made using the average char contraction factor for the ra-
dial and tangential directions respectively from the following
expressions given by Parker [314].
fr = 1− 0.64× (1− (Z+ u))3 (10.9)





6. User-specified minimum oxygen concentration.
In the model described in this thesis, a user-specified GER fac-
tor is included to allow the total mass loss rate to be increased
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beyond that burned within the enclosure during ventilation con-
trolled conditions. This in turn allows the proportion of burning
inside and external to the enclosure to be adjusted. The current
model assumes that the limiting oxygen concentration in the
lower layer required for combustion is 10% by volume. It is rec-
ommended to make this a user-specified input to provide the
user with an alternative means of controlling the combustion
environment in the enclosure.
7. Kinetic properties of wood.
It is recommended that alternative kinetic properties for the
wood be investigated since there are some noted inconsistencies
in the data shown in Table 5.2. In particular, the lignin fraction
given is only 9% and much lower than the typically expected
range of 25 to 35% [132].
Matala et al. [315] estimated the kinetic model parameters given
in Table 10.1 using thermogravimetric experiments and a ge-
netic algorithm. The parameters were estimated by modelling
thermogravimetric experiments and minimising the error be-
tween the experimental and numerical results. The sample of
hemicellulose used was xylan. The residue can be assumed to
be the char fraction. Janssens and Douglas [132] give the typi-
cal chemical composition of dry wood as shown in Table 10.2.
Sjostrom gives the chemical composition for Spruce (Picea glauca)
as 39.5% cellulose, 30.6% hemicellulose, 27.5% lignin and 2.1%
extractives [316].
Notwithstanding the above, a preliminary comparison between
the predicted enclosure gas temperature and charring within
the wall for Config. P showed that the impact of assuming the
chemical composition for Spruce from Sjostrom [316] and using
Matala’s kinetic properties [315] instead of Wang’s [249] was
relatively minor.
Component Ei (J/mol) Ai (s−1) ni Residue
Hemicellulose 1.64× 105 5.78× 1013 4.166 0.268
Cellulose 1.95× 105 2.68× 1014 0.85 0.1
Lignin 1.38× 105 2.18× 1010 7.0 0.567
Water 1.62× 105 1.0× 1020 1.0 0
Table 10.1: Kinetic parameters of materials, estimated using a genetic algo-
rithm [315].
8. Debonding of wall and ceiling surfaces.
The debonding model described in Section 5.8 assumes the fall-
off behaviour is uniform across the entire exposed area of tim-
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Type Cellulose Hemicellulose Lignin
of wood (%) (%) (%)
Hardwood 40-44 23-40 18-25
Softwood 40-44 20-32 25-35
Table 10.2: Chemical composition of dry wood [132].
ber leading to much faster charring rates within the timber than
seen in the experiments. This assumption is not likely to be
very accurate and the current debonding submodel could be re-
viewed and modified to reflect the more progressive nature and
time frames applicable for the debonding process. A stochastic
approach might also be considered. Furthermore the continued
burning of the discarded material on the floor of the enclosure
is not adequately accounted for. It is recommended to develop
algorithms to determine the fraction of a wall or ceiling surface
that can be subject to debonding and, if debonding occurs, ac-
count for the HRR contribution of partially charred wood that
falls to the floor.
9. Gypsum board fall-off.
In the current research, any boards or lining materials used to
protect the underlying timber have been assumed to remain in
place and effective for the full duration of the fire. In the fu-
ture, a gypsum board protection and fall-off submodel should
be developed. Other materials or means of protecting the mass
timber such as intumescents, or sheet linings over battens could
also be investigated. Current approaches are to consider a tem-
perature criterion on the back face of the board protection as an
indicator of when the protection might fail.
10. Mixed cellulosic/polymeric fuel loads.
It is noted that the present model, under post-flashover con-
ditions, represents the moveable fire load as equivalent wood
cribs, regardless of the actual materials and configuration of the
moveable fire load within the enclosure. For some mixed cel-
lulosic/polymeric fire loads that comprise actual furniture this
may not provide a very good representation of the actual fuel
surface controlled and/or porosity controlled mass loss rates.
Although representing the moveable fuel load as equivalent
wood cribs may be adequate for design purposes when the ac-
tual fuel composition is not well defined, an improved means
of representing the burning behaviour of mixed cellulosic/poly-
meric fuel loads would be a useful addition to the model.
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11. Progress variable for fuel response effects
When accounting for the fuel response effects on the burning
behaviour of fuel packages as described in Chapter 7, the free
burn mass loss rate is given as a function of time. Therefore, as
the burning rate increases due to thermal feedback, the fuel is
consumed more rapidly resulting in a sudden drop when the
total mass has been burned. It would be more appropriate to
express the free burn mass loss rate as a function of the mass
loss rather than of time. For example, for an object with the free
burn time-temperature mass loss rate shown in Figure 10.1, the
mass loss plotted against time is shown in Figure 10.2 and the
corresponding mass loss rate plotted against the mass loss is
shown in Figure 10.3.
Figure 10.1: Free burn mass loss rate versus time.
Figure 10.2: Free burn mass loss versus time.
To assess the impact of making this change, the simulation of
the predicted mass loss rate for Chair 21-L-S2-1, as described
in Section 7.8.3, including fuel response effects with the mass
loss as the progress variable (PV) instead of time is shown in
Figure 10.4. A significant improvement in the mass loss rate
prediction can be seen when mass loss is used as the progress
variable rather than time.
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Figure 10.3: Free burn mass loss rate versus mass loss.
Figure 10.4: Mass loss rate versus time for Chair 21-L-S2-1 - experiment com-
pared with model predictions.
12. Incident flux to the fuel surface in the fuel response ef-
fects submodel
In the current model, the incident flux to the fuel surface was
approximated with the radiant flux incident on the floor surface.
This should be updated so that the calculated radiant flux at the
height of the fuel surface above the floor is used instead.
10.3 recommendations for additional research
The following is a list of recommended further research and activities
relating to the content of this thesis.
1. Cracks and fissures in wood char. In the model developed in
this research, the effect of cracking, development of surface fis-
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sures and surface oxidation have not been accounted for. These
phenomena may allow heat to more easily penetrate to greater
depths beneath the surface accompanied by a corresponding in-
crease in decomposition reactions. The relative importance of
these phenomena should be investigated in greater detail par-
ticularly for the effect they may have on the predicted charring
rates into the wood and to determine how they might be better
accommodated within the model.
2. Adhesives used in New Zealand for mass timber elements.
There is a need to investigate the behaviour of adhesives used
in New Zealand mass timber buildings where fire performance
is expected. AS/NZS 4364 does not include any content relating
to the debonding characteristics of lamellae exposed to fire and
the topic of fire performance requirements for adhesives should
be investigated more thoroughly.
3. Char oxidation during decay phase. It would be desirable
to further investigate the model capability and applicability to
the decay period of the fire. It is known that oxidation of char
is affected by the local oxygen concentrations. The model deter-
mines the char depth as a thermally driven process dependent
on the heat transfer boundary conditions from the fire which
is influenced by oxygen in the compartment. Research to deter-
mine whether the model prediction of the char depth is conser-
vative or not in this regard would be helpful.
4. Validation and benchmarking.
The underlying kinetic pyrolysis submodel should be more thor-
oughly investigated by comparison with cone calorimeter data
at a fixed incident heat flux. It is also highly desirable that fur-
ther benchmarking of the submodels developed in this thesis
for a wider variety of enclosure sizes, fuel loads and ventila-
tion conditions be carried out. In the case of combined fuel re-
sponse effects and wood surface pyrolysis models there are very
few (if any) well documented experiments available for use in
a benchmarking study. Additional experiments in timber enclo-
sures with well-characterised fuel sources are needed.
5. Char depth predictions. The ability of the model to provide
conservative prediction of char depth beneath the surface of
mass timber elements is critical to the reliable prediction of
the structural performance in fire of these elements. This as-
pect of the model requires further analysis and critique. Central
to this is the autoextinction behaviour during the decay phase
of the fire and the influence of oxygen levels, air flows and lo-
cal radiative effects. Additional, well instrumented experiments
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at reduced scale where both the temperature and oxygen con-
centration is controlled would be very helpful for the ongoing
validation of the submodels described in this thesis.
6. Equivalent time of exposure for mass timber buildings. It
may be possible to develop a time-equivalence methodology,
perhaps based on the ultimate char depth in real fires compared
to the char depth observed in standard fire resistance tests. Fur-
ther research in this area would be helpful along with further
analysis and validation of the methods proposed in Chapter 9
of this thesis.
7. Preflashover versus postflashover fires. The wood surface
contribution during the preflashover period was not a focus of
this thesis since early fire growth and flame spread does not
greatly affect the fire resistance. However, a previously devel-
oped submodel for predicting fire growth and energy contribu-
tion from combustible enclosure surface linings to the enclosure
fire could be integrated with the fully developed fire model de-
scribed in this thesis to provide a more complete model repre-
sentative of fire development from ignition to burnout.
8. Regulatory requirements for mass timber buildings. Fire
resistance requirements in the NZBC, verification method C/VM2
and acceptable solutions relating to fire severity in mass timber
enclosures should be updated with provisions provided to more
accurately reflect the expected fire dynamics in mass timber en-
closures.
10.4 postscript
The kinetic wood pyrolysis submodel SMC described in Section 5.7
was subsequently amended (B-RISK version 2019.036) to evaluate the
effect of making some of the changes described in Section 10.2 above.
In particular:
1. The apparent density of wood/char including the char con-
traction correction was calculated using Equation 10.4 to Equa-
tion 10.8.
2. The thermal conductivity of wood and char were determined
using the equations given by Janssens and Douglas [132] for
moist wood (perpendicular to the grain) and char. A weighted
average thermal conductivity based on the residual mass frac-
tions of wood and char residue was calculated for each layer in
the finite difference scheme.
3. A correction to the thermal conductivity to account for char
contraction was made using Equation 10.9 to Equation 10.11.
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4. The thermal conductivity and specific heat of char were treated
as non-reversible with respect to temperature.
5. The latent heat of vaporisation of water and heat of wetting
based on Equation 10.2 and Equation 10.3 respectively were
incorporated into the specific heat term over the temperature
range 100 to 120°C. It is only applied to the element during the
heating phase and not during the subsequent cooling phase.
6. The kinetic properties and wood composition were changed to
those given in Table 10.1.
Simulations for Config. P and Config. S were repeated and com-
pared with the predicted and measured gas temperatures reported in
Section 6.5 as shown in Figure 10.5 and Figure 10.6 respectively.
In these examples, good agreement is achieved during the heating
phase along with the peak gas temperature and the time to reach the
peak temperature. However the rate of temperature decay appears to
be too quick. The reason for this requires further investigation but
could be due to a combination of the following factors:
• Oxidation of char and/or continued burning/smouldering of
the wood surfaces not accounted for during the decay phase.
• Cracking and continued degradation of the wood char during
the decay phase.
• Actual temperature dependent thermal and/or kinetic proper-
ties of the wood varying from the assumed properties.
• The actual fuel surface controlled mass loss rate for the wood
crib moveable fire load differing from the assumed rate due to
fuel response effects, collapsing cribs or other reasons.
• Not accurately representing the conduction heat losses within
the enclosure due to the thermal properties applying to the
partial areas protected with gypsum plasterboard being repre-
sented by the properties of wood/char.
• Water vapour evaporating but then condensing again deeper
into the enclosure surfaces.
An example of the predicted residual mass fraction for each com-
ponent within the wall element located at a depth of 30 mm below
the surface of the wall for Config. P is shown in Figure 10.7 with the
trends shown for the decomposition of each component appearing
consistent with Matala et al. [315].
Finally, if the enclosure fire model with pyrolysis sub models for
mass timber is to be used to evaluate the fire severity and char depths
in mass timber enclosures, then it is necessary that additional safety
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Figure 10.5: Measured and predicted enclosure gas temperatures with up-
dated submodel SMC for Config. P.
Figure 10.6: Measured and predicted enclosure gas temperatures with up-
dated submodel SMC for Config. S.
factors for inputs and/or model calibration be undertaken. For exam-
ple, Figure 10.8 shows the char depth measurements compared with
predicted char depths for Config. P, where various temperatures to
represent the char interface could be used to ensure a conservative
char depth prediction overall. Notwithstanding this, further investi-
gation of the decay period and the accuracy of the predicted char
depths is recommended.
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Figure 10.7: Example of the predicted residual mass fraction for each com-
ponent within the wall element located at a depth of 30 mm
below the surface of the wall for Config. P.
Figure 10.8: Char depth based on internal thermocouples measurement
compared with predicted char depths for Config. P.
A
A P P E N D I X A
a.1 sensitivity of the post-flashover wood crib model
in b-risk to the plume entrainment algorithm used
For ventilation-controlled burning, the oxygen in the plume flow is
used for combustion determining the ventilation-controlled heat re-
lease rate. As for pre-flashover burning, a single axisymmetric plume
is assumed. However, it doesn’t seem likely that a single axisymmet-
ric plume developed using data from small preflashover fires would
be a very good assumption for a post-flashover fire. The following
discussion demonstrates the significance and sensitivity of B-RISK
results for ventilation-controlled burning given this assumption and
shows that the the results are relatively insensitive to the exact form
of the plume correlation.
The mass flow in the plume comes from both the mass inflow
through the vents and from any near vent mixing flow. The near vent
mixing flow deposits gases from the upper layer into the lower layer
and is the sole mechanism for contamination of the lower layer gases
with combustion products. The mass fraction of oxygen in the vent
inflow (coming from outside) will be ambient (0.231) while the mass
fraction of oxygen in the near vent mixing flow (coming from the up-
per layer) will be largely depleted and close to zero after flashover
or during ventilation controlled burning. These two flow streams mix
together in the lower layer such that the oxygen mass fraction in the
mixed lower layer lies between the two source flow values. The mass
flows are illustrated in Figure A.1.




In B-RISK, after flashover and with the layer height close to the
floor, the plume entrainment continues to be calculated using the Mc-
Caffrey “flaming” correlation [227] as follows, where Q̇max is the max-












The mass flow of oxygen in the plume (kg-O2/s) needed for com-





Q̇f is the theoretical, free-burning heat release rate. This equation
is based on the observation that approximately 13,100 kJ of energy
is released for every kg of oxygen consumed during the combustion
reaction [247].
The actual mass flow of oxygen in the plume (kg-O2/sec) is given
by:
ṁO2 actual = ṁpYO2,lC (A.3)
YO2,l is the mass fraction of oxygen in the lower layer. C is a co-
efficient described by Peacock et al [115] as given by Equation A.4
representing the fraction of fuel that can be burned with the available
oxygen and varies between 0 and 1 to provide a smooth cut-off of the
burning over a narrow range above the oxygen limit. An oxygen limit
of 10% by volume is assumed with the corresponding mass fraction

















When cool air flows into the room through a wall vent, it is as-
sumed to entrain some of the upper layer gases from the upper layer
into the lower layer. This can result in a blurring of the sharp dis-
tinction between the two stratified gas layers. The near vent mixing
correlation developed by Utiskul has been applied where the incom-
ing cold air behaves like a jet entering the vent with a characteristic
velocity and diffusing downward because of buoyancy [225]. While
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the cooler air descends, the surrounding hot gas is entrained with a
velocity that is proportional to the incoming flow characteristic veloc-
ity. An equation for the ratio of mass entrained to the total incoming
mass flow was developed by Utiskul and single-vent compartment
fire experiments were conducted to establish the correlation for the
mixing at the quasi-steady state. The correlation exhibited a linear re-
lationship up to an apparent asymptote for the mixing ratio of about
1.3 and was given previously in Equation 7.2. This vent mixing mass
flow, taken from the upper layer and added to the lower layer, applies
both to vents to the exterior and vents to adjacent rooms.
Since the mass flow in the plume depends on the fire heat release
rate, and the heat release rate depends on the oxygen available in the
plume, these calculations are done iteratively at each time step un-
til the difference between successive calculations of the oxygen con-
strained heat release rate is sufficiently small. Ultimately the inflow
of air to the compartment determines the heat released inside the
compartment rather than the total mass flow in the plume. This is
demonstrated by an example.
a.2 example
Consider a room 8.6 m long × 5.9 m wide × 3.9 m high, with an open-
ing 2.2 m high × 1.906 m wide. The fuel is wood cribs 285 MJ/m2
(floor area basis). A simple estimate of the ventilation limit for this
compartment using Q̇max = 1500Ao
√
ho is 9329 kW.
Simulations to test the sensitivity of the compartment mass flows
and heat release rate to the magnitude of the plume flow were run.
The plume flow calculated using Equation A.1 for the McCaffrey flam-
ing correlation was multiplied by factors of 0.5 and 2.0.
Figure A.2 compares the calculated plume flow using the McCaf-
frey correlation [227] for the flaming region (black line) with that
obtained by multiplying the right hand side of Equation A.1 by a
factor of 0.5 (blue) and 2.0 (red) respectively. The three cases clearly
result in a different calculated total plume flow, but they are not one-
half and double the original value because the plume flow and layer
height are dependent on each other. If the plume flow is increased,
the upper layer volume increases lowering the layer height (and re-
ducing entrainment and plume flow). The plume flow effect on the
calculated layer height is shown in Figure A.3.
In addition, if the burning is oxygen-constrained the rate of heat
release is determined by the oxygen mass flow in the plume which
in turn is dependent on the rate of heat release. If the plume flow
increases (assuming the same mass fraction of oxygen in the plume)
the rate of heat release would also increase.
Now compare the calculated heat release rate in the compartment
shown in Figure A.4 for the three cases. The oxygen-constrained heat
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Figure A.2: Plume entrainment, flaming region.
Figure A.3: Effect of plume flow on the layer height.
release rate is identical. This means that the oxygen mass flow in
plume must be the same in each case even though the total plume
flow is different (as per Figure A.2). This requires the oxygen mass
fraction feeding the plume to be also different. For completeness, Fig-
ure A.5 shows the effect of the plume entrainment on the upper layer
temperatures.
Consider a snapshot of the mass flows in the compartment at 1000
seconds for each case. In all three cases the calculated oxygen mass
flow in the plume is calculated as 0.65 kg/s as shown below.
A.2 example 223
Figure A.4: Effect of plume flow on the heat release rate.
Figure A.5: Effect of plume flow on the calculated upper layer gas tempera-
ture.
At 1000 sec (using McCaffrey plume × 1.0)
Vent flow output from B-RISK is shown in Figure A.6. The corre-
sponding flow schematic is shown in Figure A.9. The mass flow of
oxygen in the plume is calculated as follows:















Figure A.6: B-RISK Wall vent flow output with McCaffrey plume flow × 1.0.
At 1000 sec (using McCaffrey plume × 2.0)
Vent flow output from B-RISK is shown in Figure A.7. The corre-
sponding flow schematic is shown in Figure A.10. The mass flow of
oxygen in the plume is calculated as follows:














Figure A.7: B-RISK Wall vent flow output with McCaffrey plume flow × 2.0.
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At 1000 sec (using McCaffrey plume × 0.5)
Vent flow output from B-RISK is shown in Figure A.8. The corre-
sponding flow schematic is shown in Figure A.11. The mass flow of
oxygen in the plume is calculated as follows:














Figure A.8: B-RISK Wall vent flow output with McCaffrey plume flow × 0.5.
Figure A.9: Flow schematic at 1000 s with McCaffrey plume flow × 1.0.
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Figure A.10: Flow schematic at 1000 s with McCaffrey plume flow × 2.0.
Figure A.11: Flow schematic at 1000 s with McCaffrey plume flow × 0.5.
B
A P P E N D I X B
b.1 convective heat transfer coefficient
In B-RISK, the interior convective heat transfer coefficient used in the
heat transfer calculations between the gas layers and the room sur-
faces is calculated following the method described by Peacock et al.
[115] and as described in the B-RISK technical guide [37]. This as-
sumes natural convective flow for the convective component of heat
transfer between the gas layers and the room surfaces. However for
the simulations presented in this thesis a constant convective coeffi-
cient of 35 W/m2K has been used instead as specified in Eurocode 1
[117] for simple fire models.
The sensitivity of the calculated enclosure gas temperature to the
convective coefficient is investigated for the enclosure experiment re-
ported by Su et al. [171] and referred to as Config. P in Section 6.5.3 of
this thesis. The calculated value of the convective coefficient during
the Config. P experiment is shown in Figure B.1. The calculated value
is much smaller than 35 W/m2K as specified in Eurocode 1 [117].
Figure B.1: Calculated convective heat transfer coefficient assuming natural
convection for Config. P experiment.
Figure B.2 compares the predicted enclosure gas temperature for
the case where a constant convective heat transfer coefficient of 35
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W/m2K is assumed and also for the case where the coefficient is
calculated assuming natural convection. The gas temperatures are al-
most identical during the heating phase of the fire, and with a rel-
atively minor difference during the decay phase where the higher
value of 35 W/m2K leads to a slightly lower gas temperature. It is
concluded that assuming a constant convective heat transfer coeffi-
cient as per EN 1991-1-2 [117] or calculating the coefficient as usually
done by B-RISK would both be acceptable for the types of fires and
enclosures considered in this thesis.
Figure B.2: Sensitivity of the enclosure gas temperatures for Config. P using
kinetic pyrolysis submodel to the convective heat transfer coeffi-
cient.
While the results of this sensitivity analysis imply that the convec-
tive component of the heat flux to surfaces in a post-flashover fire
is very small to negligible, that may not necessarily be the case in
preflashover fires when the surface temperatures of the enclosure sur-
faces are still relatively cool.
C
A P P E N D I X C
c.1 estimating model bias and uncertainty
This procedure follows that described by McGrattan et al. [254]. If
the experimental uncertainty is not reported for a specific experiment,
Hill et al. [255] have estimated typical values for the combined relative
uncertainty in the form of the 95th confidence interval for a range of
measured quantities as shown in Table C.1.
Measured quantity Combined relative un-
certainty, 2σ̃E
Hot gas layer temperature 0.14
Hot gas layer depth 0.13




Pressure with ventilation 0.80
Pressure without ventilation 0.40
Heat flux 0.20
Surface temperature 0.14
Table C.1: Summary of uncertainty estimates.
The procedure aims to quantify the ability of the model to predict
a given quantity using just two parameters, the ’bias’ which describes
the tendency to underpredict or overpredict the true value; and the
’deviation’ which describes the scatter about the true value.
The relative model standard deviation is given by:
σ̃M ≈
√
var (ln (M/E)) − σ̃2E (C.1)
where



























The results of the analysis is presented in a scatterplot similar to
Figure C.1. Standard deviations are reported in the form of 95% con-
fidence intervals (2σ̃). In applying this procedure, it should be men-
tioned that the model uncertainty cannot sensibly be less than the
experimental uncertainty.
Figure C.1: Example scatterplot of measured vs predicted temperatures
[254]. The off-diagonal lines indicate the 2σ̃ for the experiments
(long dash) and for the model (short dash). The model bias is
represented as dash-dot-dot. Reprinted from [254] with permis-
sion. Copyright ©2014 International Association for Fire Safety
Science.
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